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9491 1S07 4/7/20 4/9/20 4/10/20 <1.0 <1.0 2.4 24 23 50 0.53 104
9539 1S03A 4/7/20 4/8/20 4/9/20 <1.0 <1.0 <2.0 12 12 24 0.79 99
9540 1S03B 4/7/20 4/8/20 4/9/20 <1.0 <1.0 <2.0 12 12 23 0.56 100
9533 1SCH3 4/7/20 4/8/20 4/9/20 <1.0 <1.0 <2.0 13 13 26 0.50 101
9534 1SCL1 4/7/20 4/8/20 4/9/20 <1.0 <1.0 <2.0 14 16 30 0.68 102
9537 10750 4/7/20 4/8/20 4/9/20 <1.0 <1.0 <2.0 13 16 29 0.85 99
9477 21550 4/7/20 4/9/20 4/9/20 <1.0 <1.0 <2.0 18 22 41 0.48 102
9485 22250 4/7/20 4/8/20 4/8/20 <1.0 <1.0 <2.0 18 24 41 0.54 101
9478 22950 4/7/20 4/10/20 4/10/20 <1.0 <1.0 <2.0 19 23 42 0.55 103
9486 26850 4/7/20 4/8/20 4/9/20 <1.0 <1.0 <2.0 21 26 46 0.51 103
9546 3SC26 4/7/20 4/10/20 4/10/20 <1.0 <1.0 2.1 24 25 51 0.62 108
9501 30150 4/7/20 4/9/20 4/10/20 <1.0 <1.0 <2.0 18 23 42 0.40 104
9502 31050 4/7/20 4/10/20 4/11/20 <1.0 <1.0 <2.0 23 28 51 0.49 106
9543 31650 4/7/20 4/9/20 4/10/20 <1.0 <1.0 2.0 22 25 49 0.25 105
9503 31950 4/7/20 4/10/20 4/11/20 <1.0 <1.0 <2.0 17 21 38 0.37 103
9544 33550 4/7/20 4/9/20 4/10/20 <1.0 <1.0 <2.0 17 22 39 0.26 104
9504 35750 4/7/20 4/10/20 4/11/20 <1.0 <1.0 <2.0 16 20 36 0.34 102
9545 37450 4/7/20 4/9/20 4/10/20 <1.0 <1.0 <2.0 15 19 34 0.38 102
9517 44450 4/7/20 4/8/20 4/9/20 <1.0 <1.0 <2.0 14 21 35 0.24 100
9511 46150 4/7/20 4/9/20 4/10/20 <1.0 <1.0 <2.0 10 24 35 0.37 103
9512 47550 4/7/20 4/9/20 4/10/20 <1.0 <1.0 <2.0 9.5 25 34 0.29 103
9524 51450 4/7/20 4/8/20 4/9/20 <1.0 <1.0 <2.0 16 23 39 0.65 101
9525 57750 4/7/20 4/9/20 4/10/20 <1.0 <1.0 <2.0 16 23 38 0.69 101
9519 76150 4/7/20 4/8/20 4/9/20 <1.0 <1.0 <2.0 15 18 33 0.68 100
9513 78150 4/7/20 4/9/20 4/10/20 <1.0 <1.0 <2.0 15 19 34 0.57 101

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
April 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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6643 1S07 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 23 24 46 0.68 100
6696 1S03A 3/2/21 3/8/21 3/9/21 <1.0 <1.0 <2.0 12 13 26 0.81 96
6697 1S03B 3/2/21 3/8/21 3/9/21 <1.0 <1.0 <2.0 17 18 34 0.70 100
6707 1SCH3 3/2/21 3/5/21 3/5/21 <1.0 <1.0 <2.0 14 18 32 0.65 97
6708 1SCL1 3/2/21 3/5/21 3/5/21 <1.0 <1.0 <2.0 7.5 9.2 17 0.70 374
6694 11750 3/2/21 3/8/21 3/8/21 <1.0 <1.0 <2.0 9.1 11 20 0.48 362
6642 16150 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 14 16 29 0.79 95
6629 20150 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 21 24 45 0.57 99
6630 20650 3/2/21 3/3/21 3/3/21 <1.0 <1.0 <2.0 18 27 45 0.70 99
6637 27350 3/2/21 3/3/21 3/3/21 <1.0 <1.0 <2.0 19 20 39 0.57 98
6703 3SC26 3/2/21 3/8/21 3/9/21 <1.0 <1.0 <2.0 5.8 6.6 12 0.65 405
6659 30550 3/2/21 3/3/21 3/3/21 <1.0 <1.0 <2.0 19 27 47 0.34 101
6660 31450 3/2/21 3/3/21 3/3/21 <1.0 <1.0 <2.0 23 32 55 0.34 101
6661 31550 3/2/21 3/3/21 3/3/21 <1.0 <1.0 <2.0 22 27 49 0.34 100
6700 33050 3/2/21 3/8/21 3/9/21 <1.0 <1.0 <2.0 15 19 34 0.43 98
6701 33850 3/2/21 3/8/21 3/9/21 <1.0 <1.0 <2.0 15 19 34 0.30 98
6675 36950 3/2/21 3/5/21 3/5/21 <1.0 <1.0 2.1 27 31 61 0.46 101
6702 39950 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 16 23 39 0.43 98
6678 40350 3/2/21 3/5/21 3/5/21 <1.0 <1.0 <2.0 26 27 53 0.47 101
6669 46250 3/2/21 3/3/21 3/4/21 <1.0 <1.0 <2.0 17 18 35 0.39 98
6670 47650 3/2/21 3/3/21 3/4/21 <1.0 <1.0 <2.0 13 28 41 0.53 103
6683 53550 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 18 24 42 0.59 98
6685 59050 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 18 24 42 0.65 98
6671 77750 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 11 26 37 0.20 97
6672 79550 3/2/21 3/3/21 3/4/21 <1.0 <1.0 <2.0 16 22 38 0.63 96

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
March 2021

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________



REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

9491 1S07 4/7/20 4/9/20 33 4.3 < 1.0 < 1.0 37 0.53 104

9539 1S03A 4/7/20 4/9/20 12 2.0 < 1.0 < 1.0 14 0.79 99

9540 1S03B 4/7/20 4/9/20 13 2.2 < 1.0 < 1.0 15 0.56 100

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

April 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

9533 1SCH3 4/7/20 4/8/20 13 2.4 < 1.0 < 1.0 16 0.50 101
9534 1SCL1 4/7/20 4/8/20 17 2.5 < 1.0 < 1.0 19 0.68 102
9537 10750 4/7/20 4/9/20 16 2.5 < 1.0 < 1.0 19 0.85 99
9477 21550 4/7/20 4/8/20 20 2.8 < 1.0 < 1.0 23 0.48 102
9485 22250 4/7/20 4/7/20 23 3.2 < 1.0 < 1.0 26 0.54 101
9478 22950 4/7/20 4/8/20 26 3.7 < 1.0 < 1.0 30 0.55 103
9486 26850 4/7/20 4/7/20 25 3.5 < 1.0 < 1.0 29 0.51 103
9546 3SC26 4/7/20 4/9/20 32 4.1 < 1.0 < 1.0 36 0.62 108
9501 30150 4/7/20 4/8/20 26 3.5 < 1.0 < 1.0 30 0.40 104
9502 31050 4/7/20 4/8/20 32 4.2 < 1.0 < 1.0 36 0.49 106
9543 31650 4/7/20 4/7/20 31 4.2 < 1.0 < 1.0 36 0.25 105
9503 31950 4/7/20 4/8/20 23 3.3 < 1.0 < 1.0 26 0.37 103
9544 33550 4/7/20 4/7/20 26 3.5 < 1.0 < 1.0 30 0.26 104
9504 35750 4/7/20 4/8/20 22 3.2 < 1.0 < 1.0 25 0.34 102
9545 37450 4/7/20 4/7/20 21 3.1 < 1.0 < 1.0 24 0.38 102
9517 44450 4/7/20 4/7/20 22 3.3 < 1.0 < 1.0 25 0.24 100
9511 46150 4/7/20 4/7/20 26 3.4 < 1.0 < 1.0 29 0.37 103
9512 47550 4/7/20 4/7/20 29 3.7 < 1.0 < 1.0 33 0.29 103
9524 51450 4/7/20 4/8/20 22 3.2 < 1.0 < 1.0 25 0.65 101
9525 57750 4/7/20 4/8/20 23 3.2 < 1.0 < 1.0 26 0.69 101
9519 76150 4/7/20 4/7/20 18 2.8 < 1.0 < 1.0 21 0.68 100
9513 78150 4/7/20 4/7/20 18 2.8 < 1.0 < 1.0 21 0.57 101

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst_______________________ Supervisor________________________ Director ____________________________

 Date_______________________ Date________________________ Date ____________________________

April 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIEN

E

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

9491 1S07 4/7/20 4/9/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

9539 1S03A 4/7/20 4/9/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

9540 1S03B 4/7/20 4/9/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

April 2020

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\Copy of NYC_TTHM_&_VOC_Rpt_202004.xls\Entry Points VOC page 3 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9491 1S07 4/7/20 4/9/20

9539 1S03A 4/7/20 4/9/20

9540 1S03B 4/7/20 4/9/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ___________________

Date ______________________
 

 April 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9491 1S07 4/7/20 4/9/20

9539 1S03A 4/7/20 4/9/20

9540 1S03B 4/7/20 4/9/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ___________________

Date ______________________
 

 April 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9491 1S07 4/7/20 4/9/20

9539 1S03A 4/7/20 4/9/20

9540 1S03B 4/7/20 4/9/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ___________________

Date ______________________
 

 April 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9491 1S07 4/7/20 4/9/20

9539 1S03A 4/7/20 4/9/20

9540 1S03B 4/7/20 4/9/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ___________________

Date ______________________
 

 April 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9491 1S07 4/7/20 4/9/20

9539 1S03A 4/7/20 4/9/20

9540 1S03B 4/7/20 4/9/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ___________________

Date ______________________
 

 April 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9491 1S07 4/7/20 4/9/20

9539 1S03A 4/7/20 4/9/20

9540 1S03B 4/7/20 4/9/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ___________________

Date ______________________
 

 April 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.53 104

0.79 99

0.56 100

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIEN

E

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

9533 1SCH3 4/7/20 4/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9534 1SCL1 4/7/20 4/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9537 10750 4/7/20 4/9/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9477 21550 4/7/20 4/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9485 22250 4/7/20 4/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9478 22950 4/7/20 4/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9486 26850 4/7/20 4/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9546 3SC26 4/7/20 4/9/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9501 30150 4/7/20 4/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9502 31050 4/7/20 4/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9543 31650 4/7/20 4/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9503 31950 4/7/20 4/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9544 33550 4/7/20 4/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9504 35750 4/7/20 4/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9545 37450 4/7/20 4/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9517 44450 4/7/20 4/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9511 46150 4/7/20 4/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9512 47550 4/7/20 4/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9524 51450 4/7/20 4/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9525 57750 4/7/20 4/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9519 76150 4/7/20 4/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9513 78150 4/7/20 4/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

April 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9533 1SCH3 4/7/20 4/8/20
9534 1SCL1 4/7/20 4/8/20
9537 10750 4/7/20 4/9/20
9477 21550 4/7/20 4/8/20
9485 22250 4/7/20 4/7/20
9478 22950 4/7/20 4/8/20
9486 26850 4/7/20 4/7/20
9546 3SC26 4/7/20 4/9/20
9501 30150 4/7/20 4/8/20
9502 31050 4/7/20 4/8/20
9543 31650 4/7/20 4/7/20
9503 31950 4/7/20 4/8/20
9544 33550 4/7/20 4/7/20
9504 35750 4/7/20 4/8/20
9545 37450 4/7/20 4/7/20
9517 44450 4/7/20 4/7/20
9511 46150 4/7/20 4/7/20
9512 47550 4/7/20 4/7/20
9524 51450 4/7/20 4/8/20
9525 57750 4/7/20 4/8/20
9519 76150 4/7/20 4/7/20
9513 78150 4/7/20 4/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ___________________

Date ______________________

 April 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9533 1SCH3 4/7/20 4/8/20
9534 1SCL1 4/7/20 4/8/20
9537 10750 4/7/20 4/9/20
9477 21550 4/7/20 4/8/20
9485 22250 4/7/20 4/7/20
9478 22950 4/7/20 4/8/20
9486 26850 4/7/20 4/7/20
9546 3SC26 4/7/20 4/9/20
9501 30150 4/7/20 4/8/20
9502 31050 4/7/20 4/8/20
9543 31650 4/7/20 4/7/20
9503 31950 4/7/20 4/8/20
9544 33550 4/7/20 4/7/20
9504 35750 4/7/20 4/8/20
9545 37450 4/7/20 4/7/20
9517 44450 4/7/20 4/7/20
9511 46150 4/7/20 4/7/20
9512 47550 4/7/20 4/7/20
9524 51450 4/7/20 4/8/20
9525 57750 4/7/20 4/8/20
9519 76150 4/7/20 4/7/20
9513 78150 4/7/20 4/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ___________________

Date ______________________

 April 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9533 1SCH3 4/7/20 4/8/20
9534 1SCL1 4/7/20 4/8/20
9537 10750 4/7/20 4/9/20
9477 21550 4/7/20 4/8/20
9485 22250 4/7/20 4/7/20
9478 22950 4/7/20 4/8/20
9486 26850 4/7/20 4/7/20
9546 3SC26 4/7/20 4/9/20
9501 30150 4/7/20 4/8/20
9502 31050 4/7/20 4/8/20
9543 31650 4/7/20 4/7/20
9503 31950 4/7/20 4/8/20
9544 33550 4/7/20 4/7/20
9504 35750 4/7/20 4/8/20
9545 37450 4/7/20 4/7/20
9517 44450 4/7/20 4/7/20
9511 46150 4/7/20 4/7/20
9512 47550 4/7/20 4/7/20
9524 51450 4/7/20 4/8/20
9525 57750 4/7/20 4/8/20
9519 76150 4/7/20 4/7/20
9513 78150 4/7/20 4/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ___________________

Date ______________________

 April 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9533 1SCH3 4/7/20 4/8/20
9534 1SCL1 4/7/20 4/8/20
9537 10750 4/7/20 4/9/20
9477 21550 4/7/20 4/8/20
9485 22250 4/7/20 4/7/20
9478 22950 4/7/20 4/8/20
9486 26850 4/7/20 4/7/20
9546 3SC26 4/7/20 4/9/20
9501 30150 4/7/20 4/8/20
9502 31050 4/7/20 4/8/20
9543 31650 4/7/20 4/7/20
9503 31950 4/7/20 4/8/20
9544 33550 4/7/20 4/7/20
9504 35750 4/7/20 4/8/20
9545 37450 4/7/20 4/7/20
9517 44450 4/7/20 4/7/20
9511 46150 4/7/20 4/7/20
9512 47550 4/7/20 4/7/20
9524 51450 4/7/20 4/8/20
9525 57750 4/7/20 4/8/20
9519 76150 4/7/20 4/7/20
9513 78150 4/7/20 4/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ___________________

Date ______________________

 April 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9533 1SCH3 4/7/20 4/8/20
9534 1SCL1 4/7/20 4/8/20
9537 10750 4/7/20 4/9/20
9477 21550 4/7/20 4/8/20
9485 22250 4/7/20 4/7/20
9478 22950 4/7/20 4/8/20
9486 26850 4/7/20 4/7/20
9546 3SC26 4/7/20 4/9/20
9501 30150 4/7/20 4/8/20
9502 31050 4/7/20 4/8/20
9543 31650 4/7/20 4/7/20
9503 31950 4/7/20 4/8/20
9544 33550 4/7/20 4/7/20
9504 35750 4/7/20 4/8/20
9545 37450 4/7/20 4/7/20
9517 44450 4/7/20 4/7/20
9511 46150 4/7/20 4/7/20
9512 47550 4/7/20 4/7/20
9524 51450 4/7/20 4/8/20
9525 57750 4/7/20 4/8/20
9519 76150 4/7/20 4/7/20
9513 78150 4/7/20 4/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ___________________

Date ______________________

 April 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9533 1SCH3 4/7/20 4/8/20
9534 1SCL1 4/7/20 4/8/20
9537 10750 4/7/20 4/9/20
9477 21550 4/7/20 4/8/20
9485 22250 4/7/20 4/7/20
9478 22950 4/7/20 4/8/20
9486 26850 4/7/20 4/7/20
9546 3SC26 4/7/20 4/9/20
9501 30150 4/7/20 4/8/20
9502 31050 4/7/20 4/8/20
9543 31650 4/7/20 4/7/20
9503 31950 4/7/20 4/8/20
9544 33550 4/7/20 4/7/20
9504 35750 4/7/20 4/8/20
9545 37450 4/7/20 4/7/20
9517 44450 4/7/20 4/7/20
9511 46150 4/7/20 4/7/20
9512 47550 4/7/20 4/7/20
9524 51450 4/7/20 4/8/20
9525 57750 4/7/20 4/8/20
9519 76150 4/7/20 4/7/20
9513 78150 4/7/20 4/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ___________________

Date ______________________

 April 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.50 101
0.68 102
0.85 99
0.48 102
0.54 101
0.55 103
0.51 103
0.62 108
0.40 104
0.49 106
0.25 105
0.37 103
0.26 104
0.34 102
0.38 102
0.24 100
0.37 103
0.29 103
0.65 101
0.69 101
0.68 100
0.57 101

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

6643 1S07 3/2/21 3/3/21 32 4.1 < 1.0 < 1.0 36 0.68 100    

6696 1S03A 3/2/21 3/3/21 13 2.0 < 1.0 < 1.0 15 0.81 96    

6697 1S03B 3/2/21 3/3/21 22 3.0 < 1.0 < 1.0 25 0.70 100

6708 1SCL1 3/2/21 3/2/21 8.1 2.0 < 1.0 < 1.0 10 0.70 374    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

March 2021
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

6707 1SCH3 3/2/21 3/2/21 14 2.2 < 1.0 < 1.0 16 0.65 97    
6694 11750 3/2/21 3/3/21 15 4.9 1.1 < 1.0 21 0.48 362    
6642 16150 3/2/21 3/3/21 14 2.2 < 1.0 < 1.0 16 0.79 95    
6629 20150 3/2/21 3/3/21 29 3.7 < 1.0 < 1.0 32 0.57 99    
6630 20650 3/2/21 3/2/21 23 3.1 < 1.0 < 1.0 26 0.70 99    
6637 27350 3/2/21 3/3/21 25 3.1 < 1.0 < 1.0 28 0.57 98    
6703 3SC26 3/2/21 3/2/21 7.9 3.1 < 1.0 < 1.0 11 0.65 405    
6659 30550 3/2/21 3/2/21 33 4.2 < 1.0 < 1.0 38 0.34 101    
6660 31450 3/2/21 3/2/21 35 4.2 < 1.0 < 1.0 39 0.34 101    
6661 31550 3/2/21 3/2/21 35 4.3 < 1.0 < 1.0 40 0.34 100    
6700 33050 3/2/21 3/2/21 19 2.8 < 1.0 < 1.0 22 0.43 98    
6701 33850 3/2/21 3/2/21 20 2.9 < 1.0 < 1.0 23 0.30 98    
6675 36950 3/2/21 3/2/21 37 4.3 < 1.0 < 1.0 41 0.46 101    
6702 39950 3/2/21 3/2/21 21 2.9 < 1.0 < 1.0 24 0.43 98    
6678 40350 3/2/21 3/2/21 33 4.0 < 1.0 < 1.0 37 0.47 101    
6669 46250 3/2/21 3/2/21 25 3.3 < 1.0 < 1.0 28 0.39 98    
6670 47650 3/2/21 3/2/21 32 3.9 < 1.0 < 1.0 36 0.53 103    
6683 53550 3/2/21 3/3/21 25 3.1 < 1.0 < 1.0 28 0.59 98    
6685 59050 3/2/21 3/3/21 24 3.0 < 1.0 < 1.0 27 0.65 98    
6671 77750 3/2/21 3/2/21 26 3.3 < 1.0 < 1.0 29 0.20 97    
6672 79550 3/2/21 3/2/21 19 2.7 < 1.0 < 1.0 22 0.63 96    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

March 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE

6643 1S07 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6696 1S03A 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6697 1S03B 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6708 1SCL1 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

March 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

(b) (a) (a) (a)

ALLYL 
CHLORIDE

METHYL 
ACETATE

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.68 100

0.81 96

0.70 100

0.70 374

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

6707 1SCH3 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6629 20150 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6630 20650 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6637 27350 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6642 16150 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6703 3SC26 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6659 30550 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6660 31450 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6661 31550 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6669 46250 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6670 47650 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6671 77750 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6672 79550 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6675 36950 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6678 40350 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6683 53550 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6685 59050 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6694 11750 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6700 33050 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6701 33850 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6702 39950 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

March 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

(b) (a) (a) (a)

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.65 97
0.57 99
0.70 99
0.57 98
0.79 95
0.65 405
0.34 101
0.34 101
0.34 100
0.39 98
0.53 103
0.20 97
0.63 96
0.46 101
0.47 101
0.59 98
0.65 98
0.48 362
0.43 98
0.30 98
0.43 98

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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SSNAME SCHEDULE BORO TYPE POINT_X POINT_Y LOCATION SOURCE PIPE (inch)
40350 3 QN C -73.943141 40.754411 SS  N/S 41st Ave, 2nd SS W/O 21st St, 12" T3 12
43550 2 QN C -73.843104 40.784532 SS  W/S 125th St, 1st SS S/O 15th Ave, 20" T2 20
44350 2 QN C -73.932445 40.762173 SS  IFO 2155 N/S 34th Ave, 1st SS W/O 24th St, 12" T3 12
44450 1 QN C -73.74353 40.732727 SS  IFO 22303 N/S Manor Rd, 2nd SS W/O 229th St, 12" T2 12
45250 2 QN C -73.788134 40.595892 SS  E/S Beach 58th St, 2nd SS N/O Beach Channel Dr, 12" T2 12
46150 1 QN C -73.754952 40.595 SS  IFO 2023 S/S Seagirt Blvd, 2nd SS W/O Beach 20th St, 12" T2 12
46250 3 QN C -73.847857 40.581765 SS  S/S Beach Channel Dr, 2nd SS E/O Beach 126th St, 12" T2 12
47550 1 QN C -73.825467 40.582079 SS  E/S Beach 105th St, 2nd SS N/O Shore Front Pkwy, 12" T2 12
47650 3 QN C -73.90872 40.560835 SS  N/S Rockaway Point Blvd, 2nd SS W/O Beach 199th St, 20" (end of divided h'way) T2 20
76150 1 QN C -73.804454 40.712236 SS  IFO 16020 S/S 85th Ave, BTW 160th & 161st Sts T2/GW 6
77650 2 QN C -73.749469 40.705973 SS  OPP 11052 E/S 207th St, 1st N/O 111th Ave T2/GW 6
77750 3 QN C -73.727769 40.686033 SS  OPP 12011 W/S 237th St, 1st SS S/O 120th Ave T2/GW 8
78150 1 QN C -73.830812 40.702216 SS  IFO 8531 E/S 120th St, 2nd SS N/O Hillside Ave T2/GW 8
79550 3 QN C -73.816522 40.683952 SS  OPP 10911 W/S 127th St, 2nd SS S/O 109th Ave T2/GW 6



SAMPLE 
NUMBER

SITE / INDEX 
NUMBER

COLLECT 
DATE

EXTRACTION 
DATE

ANALYSIS 
DATE M
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Comments
00113 31650 1/2/19 01/3/19 1/4/19 <1.0 <1.0 <2.0 20 37 57 0.31 233
00114 33550 1/2/19 01/3/19 1/4/19 <1.0 <1.0 <2.0 18 37 54 0.25 234
00115 37450 1/2/19 01/3/19 1/4/19 <1.0 <1.0 <2.0 18 32 49 0.40 166
00116 3SC26 1/2/19 01/3/19 1/4/19 <1.0 <1.0 2.1 21 35 58 0.64 449
00121 51450 1/2/19 01/3/19 1/4/19 <1.0 <1.0 <2.0 19 31 50 0.65 104
00122 57750 1/2/19 01/3/19 1/4/19 <1.0 <1.0 <2.0 19 31 50 0.81 104
00131 1SCH3 1/2/19 01/4/19 1/5/19 <1.0 <1.0 <2.0 19 28 47 0.64 444
00132 1SCL1 1/2/19 01/4/19 1/5/19 <1.0 <1.0 2.2 21 30 52 0.93 448
00135 10750 1/2/19 01/4/19 1/5/19 <1.0 <1.0 <2.0 14 18 32 0.86 98.3
00137 1S03A 1/2/19 01/4/19 1/5/19 <1.0 <1.0 <2.0 15 19 33 0.89 99.6
00138 1S03B 1/2/19 01/4/19 1/5/19 <1.0 <1.0 <2.0 21 30 51 0.76 104
00141 30150 1/2/19 01/4/19 1/5/19 <1.0 <1.0 <2.0 20 37 57 0.36 191
00142 31050 1/2/19 01/7/19 1/7/19 <1.0 <1.0 2.3 22 36 60 0.37 259
00143 31950 1/2/19 01/7/19 1/8/19 <1.0 <1.0 <2.0 19 29 48 0.45 160
00144 35750 1/2/19 01/7/19 1/8/19 <1.0 <1.0 <2.0 20 34 54 0.49 167
00151 46150 1/2/19 01/7/19 1/8/19 <1.0 <1.0 <2.0 18 29 47 0.63 104
00152 47550 1/2/19 01/7/19 1/8/19 <1.0 <1.0 <2.0 16 33 49 0.34 105
00153 78150 1/2/19 01/7/19 1/8/19 <1.0 <1.0 <2.0 19 28 47 0.73 102
00168 21550 1/2/19 01/7/19 1/8/19 <1.0 <1.0 <2.0 22 34 56 0.57 100
00169 22950 1/2/19 01/7/19 1/8/19 <1.0 <1.0 <2.0 20 32 51 0.58 102
00176 22250 1/2/19 01/7/19 1/8/19 <1.0 <1.0 <2.0 19 29 48 0.83 103
00177 26850 1/2/19 01/7/19 1/8/19 <1.0 <1.0 <2.0 23 34 57 0.68 105
00182 1S07 1/2/19 01/9/19 1/9/19 <1.0 <1.0 <2.0 21 28 49 0.77 103
00189 44450 1/2/19 01/9/19 1/10/19 <1.0 <1.0 <2.0 18 30 48 0.54 104
00191 76150 1/2/19 01/9/19 1/10/19 <1.0 <1.0 <2.0 19 27 46 0.71 102

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
January 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
Date _______________________ Date __________________________
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NUMBER
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EXTRACTION 
DATE

ANALYSIS 
DATE M

O
N

O
BR

O
M

O
AC

ET
IC

 
AC

ID

D
IB

R
O

M
O

AC
ET

IC
 

AC
ID

M
O

N
O

C
H

LO
R

O
AC

ET
IC

 
AC

ID

D
IC

H
LO

R
O

AC
ET

IC
 

AC
ID

TR
IC

H
LO

R
O

AC
ET

IC
 

AC
ID

H
AL

O
AC

ET
IC

 A
C

ID
S 

5 
(H

AA
5)

FR
EE

 C
H

LO
R

IN
E 

R
ES

ID
U

AL
 *

 (m
g/

L)

SP
EC

IF
IC

C
O

N
D

U
C

TA
N

C
E 

**
 

(µ
S/

cm
)

Comments
3565 45250 2/5/19 2/6/19 2/7/19 <1.0 <1.0 <2.0 17 24 40 0.47 97.9
3567 77650 2/5/19 2/6/19 2/7/19 <1.0 <1.0 <2.0 17 24 41 0.5 96.3
3574 50750 2/5/19 2/6/19 2/7/19 <1.0 <1.0 <2.0 16 25 41 0.29 99.1
3575 50850 2/5/19 2/6/19 2/7/19 <1.0 <1.0 <2.0 16 26 43 0.3 99.9
3576 58650 2/5/19 2/6/19 2/7/19 <1.0 <1.0 <2.0 18 31 49 0.22 103
3579 33450 2/5/19 2/6/19 2/7/19 <1.0 <1.0 <2.0 15 18 32 0.52 445
3580 33950 2/5/19 2/7/19 2/7/19 <1.0 <1.0 <2.0 15 19 33 0.45 443 Associated LFM failed for dichloroacetic acid.
3581 38250 2/5/19 2/7/19 2/8/19 <1.0 <1.0 <2.0 18 25 43 0.29 136
3582 39650 2/5/19 2/7/19 2/8/19 <1.0 <1.0 <2.0 20 26 46 0.3 132
3586 15150 2/5/19 2/7/19 2/8/19 <1.0 <1.0 <2.0 20 23 42 0.47 173
3587 1S07 2/5/19 2/7/19 2/8/19 <1.0 <1.0 <2.0 13 15 27 0.24 96.8
3588 3SC26 2/5/19 2/7/19 2/8/19 <1.0 <1.0 <2.0 13 16 29 0.62 445
3599 44350 2/5/19 2/7/19 2/8/19 <1.0 <1.0 <2.0 16 27 43 0.16 191
3603 23450 2/5/19 2/7/19 2/8/19 <1.0 <1.0 <2.0 18 24 42 0.41 98.3
3625 24350 2/5/19 2/7/19 2/8/19 <1.0 <1.0 <2.0 19 24 43 0.48 98.0
3627 50250 2/5/19 2/7/19 2/8/19 <1.0 <1.0 <2.0 16 24 39 0.63 98.5
3628 52050 2/5/19 2/8/19 2/8/19 <1.0 <1.0 <2.0 18 28 46 0.34 99.1
3637 1SCH3 2/5/19 2/8/19 2/9/19 <1.0 <1.0 <2.0 13 13 25 0.52 430
3638 1SCL1 2/5/19 2/8/19 2/9/19 <1.0 <1.0 <2.0 12 13 26 0.75 438
3641 31750 2/5/19 2/8/19 2/9/19 <1.0 <1.0 <2.0 15 25 41 0.15 147
3642 31850 2/5/19 2/8/19 2/9/19 <1.0 <1.0 <2.0 19 25 45 0.35 145
3643 32350 2/5/19 2/8/19 2/9/19 <1.0 <1.0 <2.0 16 22 38 0.34 330
3644 37950 2/5/19 2/11/19 2/11/19 <1.0 <1.0 <2.0 13 26 39 0.18 136
3648 18650 2/5/19 2/11/19 2/12/19 <1.0 <1.0 <2.0 15 20 35 0.56 174
3650 1S03A 2/5/19 2/11/19 2/12/19 <1.0 <1.0 <2.0 14 14 28 0.62 96.9
3651 1S03B 2/5/19 2/11/19 2/12/19 <1.0 <1.0 <2.0 16 17 33 0.58 99.6

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
February 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
Date _______________________ Date __________________________
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06405 46250 3/5/19 03/6/19 3/7/19 <1.0 <1.0 <2.0 14 22 36 0.22 89
06406 47650 3/5/19 03/6/19 3/7/19 <1.0 <1.0 <2.0 12 25 37 0.67 97
06407 77750 3/5/19 03/6/19 3/7/19 <1.0 <1.0 <2.0 11 20 31 0.20 89
06408 79550 3/5/19 03/6/19 3/7/19 <1.0 <1.0 <2.0 16 18 34 0.45 89
06413 53550 3/5/19 03/6/19 3/7/19 <1.0 <1.0 <2.0 16 21 37 0.60 88
06415 59050 3/5/19 03/6/19 3/7/19 <1.0 <1.0 <2.0 17 19 36 0.67 89
06428 1SCH3 3/5/19 03/7/19 3/8/19 <1.0 <1.0 <2.0 13 12 25 0.54 452
06429 1SCL1 3/5/19 03/7/19 3/8/19 <1.0 <1.0 <2.0 13 11 24 0.72 453
06432 11750 3/5/19 03/7/19 3/8/19 <1.0 <1.0 <2.0 16 18 34 0.37 443
06434 1S03A 3/5/19 03/7/19 3/8/19 <1.0 <1.0 <2.0 15 14 29 0.86 89
06435 1S03B 3/5/19 03/7/19 3/8/19 <1.0 <1.0 <2.0 18 15 34 0.61 92
06443 16150 3/5/19 03/7/19 3/8/19 <1.0 <1.0 <2.0 20 18 38 0.53 106
06444 1S07 3/5/19 03/8/19 3/9/19 <1.0 <1.0 <2.0 14 13 27 0.49 87
06448 33050 3/5/19 03/8/19 3/9/19 <1.0 <1.0 <2.0 21 20 41 0.43 133
06449 33850 3/5/19 03/8/19 3/9/19 <1.0 <1.0 <2.0 18 20 38 0.28 147
06450 39950 3/5/19 03/8/19 3/9/19 <1.0 <1.0 <2.0 21 23 44 0.25 131
06451 3SC26 3/5/19 03/8/19 3/9/19 <1.0 <1.0 <2.0 14 13 27 0.62 448
06454 30550 3/5/19 03/8/19 3/9/19 <1.0 <1.0 <2.0 18 20 39 0.38 173
06455 31450 3/5/19 03/8/19 3/9/19 <1.0 <1.0 <2.0 20 20 40 0.40 197
06456 31550 3/5/2019 03/8/19 3/9/19 <1.0 <1.0 <2.0 17 21 38 0.32 124
06471 36950 3/5/19 03/8/19 3/9/19 <1.0 <1.0 <2.0 18 23 41 0.22 134
06474 40350 3/5/19 03/8/19 3/9/19 <1.0 <1.0 <2.0 19 22 41 0.22 144
06479 27350 3/5/19 03/11/19 3/11/19 <1.0 <1.0 <2.0 18 19 38 0.41 90
06485 20150 3/5/19 03/11/19 3/11/19 <1.0 <1.0 <2.0 18 21 39 0.43 88
06486 20650 3/5/19 03/11/19 3/12/19 <1.0 <1.0 <2.0 18 21 39 0.46 92

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
March 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
Date _______________________ Date __________________________
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09203 21550 4/2/19 04/3/19 4/3/19 <1.0 <1.0 <2.0 18 19 37 0.44 87
09204 22950 4/2/19 04/3/19 4/4/19 <1.0 <1.0 <2.0 23 19 42 0.34 88
09214 1SCH3 4/2/19 04/3/19 4/4/19 <1.0 <1.0 <2.0 12 12 24 0.48 86
09215 1SCL1 4/2/19 04/3/19 4/4/19 <1.0 <1.0 <2.0 13 14 27 0.65 88
09220 22250 4/2/19 04/3/19 4/4/19 <1.0 <1.0 <2.0 16 19 35 0.67 86
09221 26850 4/2/19 04/3/19 4/4/19 <1.0 <1.0 <2.0 20 21 42 0.45 88
09224 30150 4/2/19 4/3/19 4/3/19 <1.0 <1.0 <2.0 18 23 41 0.39 90
09225 31050 4/2/19 4/3/19 4/3/19 <1.0 <1.0 <2.0 15 20 36 0.41 86
09226 31950 4/2/19 4/3/19 4/3/19 <1.0 <1.0 <2.0 19 20 39 0.42 88
09227 35750 4/2/19 4/3/19 4/3/19 <1.0 <1.0 <2.0 18 20 37 0.36 87
09231 44450 4/2/19 4/3/19 4/3/19 <1.0 <1.0 <2.0 15 20 35 0.45 86
09233 76150 4/2/19 4/3/19 4/3/19 <1.0 <1.0 <2.0 15 18 33 0.53 84
09251 46150 4/2/19 4/3/19 4/4/19 <1.0 <1.0 <2.0 16 20 35 0.50 86
09252 47550 4/2/19 4/3/19 4/4/19 <1.0 <1.0 <2.0 14 21 35 0.26 85
09253 78150 4/2/19 4/3/19 4/4/19 <1.0 <1.0 <2.0 15 19 33 0.56 84
09258 51450 4/2/19 4/3/19 4/4/19 <1.0 <1.0 <2.0 16 20 36 0.54 87
09259 57750 4/2/19 04/4/19 4/4/19 <1.0 <1.0 <2.0 17 21 37 0.65 88
09262 10750 4/2/19 04/4/19 4/5/19 <1.0 <1.0 <2.0 12 13 25 0.80 84
09264 1S03A 4/2/19 04/4/19 4/5/19 <1.0 <1.0 <2.0 13 12 24 0.82 86
09265 1S03B 4/2/19 04/4/19 4/5/19 <1.0 <1.0 <2.0 17 14 32 0.65 89
09268 31650 4/2/19 04/4/19 4/5/19 <1.0 <1.0 <2.0 21 21 42 0.27 90
09269 33550 4/2/19 04/4/19 4/5/19 <1.0 <1.0 <2.0 22 21 42 0.28 88
09270 37450 4/2/19 04/4/19 4/5/19 <1.0 <1.0 <2.0 19 19 38 0.39 90
09271 3SC26 4/2/19 04/4/19 4/5/19 <1.0 <1.0 <2.0 20 18 38 0.57 88
09276 1S07 4/2/19 04/4/19 4/5/19 <1.0 <1.0 <2.0 15 14 29 0.63 84

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
April 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
Date _______________________ Date __________________________
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12896 50750 5/7/19 5/8/19 5/9/19 <1.0 <1.0 <2.0 9.2 22 32 0.12 82
12897 50850 5/7/19 5/8/19 5/9/19 <1.0 <1.0 <2.0 14 24 38 0.22 82
12898 58650 5/7/19 5/8/19 5/9/19 <1.0 <1.0 <2.0 15 24 39 0.25 80
12901 31750 5/7/19 5/8/19 5/9/19 <1.0 <1.0 <2.0 21 25 46 0.19 83
12902 31850 5/7/19 5/8/19 5/9/19 <1.0 <1.0 <2.0 19 23 42 0.30 81
12903 32350 5/7/19 5/8/19 5/9/19 <1.0 <1.0 2.3 20 27 49 0.30 318
12904 37950 5/7/19 5/9/19 5/9/19 <1.0 <1.0 <2.0 16 26 42 0.19 82
12908 24350 5/7/19 5/9/19 5/10/19 <1.0 <1.0 <2.0 21 25 46 0.47 80
12910 50250 5/7/19 5/9/19 5/10/19 <1.0 <1.0 <2.0 20 25 44 0.61 80
12911 52050 5/7/19 5/9/19 5/10/19 <1.0 <1.0 <2.0 16 25 41 0.28 81
12917 15150 5/7/19 5/9/19 5/10/19 <1.0 <1.0 <2.0 24 23 47 0.56 83
12918 1S07 5/7/19 5/9/19 5/10/19 <1.0 <1.0 <2.0 19 18 37 0.41 81
12919 3SC26 5/7/19 5/9/19 5/10/19 <1.0 <1.0 2.3 23 26 51 0.53 337
12930 44350 5/7/19 5/9/19 5/10/19 <1.0 <1.0 <2.0 16 26 41 0.13 82
12934 18650 5/7/19 5/9/19 5/10/19 <1.0 <1.0 <2.0 20 22 42 0.64 102
12936 1S03A 5/7/19 5/9/19 5/10/19 <1.0 <1.0 <2.0 16 15 32 0.98 80
12937 1S03B 5/7/19 5/10/19 5/10/19 <1.0 <1.0 <2.0 22 19 41 0.77 83
12940 33450 5/7/19 5/10/19 5/11/19 <1.0 <1.0 2.2 21 27 50 0.50 371
12941 33950 5/7/19 5/10/19 5/11/19 <1.0 <1.0 2.4 20 26 48 0.44 382
12942 38250 5/7/19 5/10/19 5/11/19 <1.0 <1.0 <2.0 26 27 53 0.30 82
12943 39650 5/7/19 5/10/19 5/11/19 <1.0 <1.0 2.1 28 27 57 0.33 82
12946 45250 5/7/19 5/10/19 5/11/19 <1.0 <1.0 <2.0 20 24 44 0.46 79
12948 77650 5/7/19 5/10/19 5/11/19 <1.0 <1.0 <2.0 19 22 41 0.47 79
12957 23450 5/7/19 5/10/19 5/11/19 <1.0 <1.0 <2.0 21 22 43 0.52 81
12968 1SCH3 5/7/19 5/13/19 5/13/19 <1.0 <1.0 <2.0 15 14 30 0.49 81
12969 1SCL1 5/7/19 5/13/19 5/14/19 <1.0 <1.0 <2.0 18 20 37 0.77 404

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
May 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
Date _______________________ Date __________________________
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15805 30550 6/4/19 6/5/19 6/5/19 <1.0 <1.0 <2.0 21 21 42 0.28 88
15806 31450 6/4/19 6/5/19 6/6/19 <1.0 <1.0 <2.0 13 21 34 0.2 87
15807 31550 6/4/19 6/5/19 6/6/19 <1.0 <1.0 <2.0 21 21 42 0.26 86
15819 20150 6/4/19 6/5/19 6/6/19 <1.0 <1.0 <2.0 23 23 47 0.62 84
15820 20650 6/4/19 6/5/19 6/6/19 <1.0 <1.0 <2.0 17 24 41 0.66 83
15825 36950 6/4/19 6/5/19 6/6/19 <1.0 <1.0 <2.0 21 24 45 0.25 87
15828 40350 6/4/19 6/5/19 6/6/19 <1.0 <1.0 <2.0 18 24 42 0.19 87
15844 53550 6/4/19 6/5/19 6/6/19 <1.0 <1.0 <2.0 18 25 42 0.47 84
15846 59050 6/4/19 6/6/19 6/6/19 <1.0 <1.0 <2.0 19 22 40 0.84 83
15850 16150 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 17 17 34 0.57 82
15851 1S07 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 21 17 38 0.57 84
15859 27350 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 19 19 38 0.59 83
15868 1SCH3 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 21 16 37 0.64 85
15869 1SCL1 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 19 17 36 0.98 87
15872 11750 6/4/19 6/6/19 6/6/19 <1.0 <1.0 <2.0 16 26 42 0.42 97
15874 1S03A 6/4/19 6/6/19 6/6/19 <1.0 <1.0 <2.0 15 16 31 0.93 82
15875 1S03B 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 21 20 41 0.67 86
15878 46250 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 12 23 36 0.16 86
15879 47650 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 9.5 23 33 1.03 92
15880 77750 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 4.6 22 26 0.08 84
15881 79550 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 16 25 41 0.48 83
15884 33050 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 23 24 48 0.16 86
15885 33850 6/4/19 6/7/19 6/7/19 <1.0 <1.0 <2.0 14 20 34 0.24 85
15886 39950 6/4/19 6/6/19 6/7/19 <1.0 <1.0 <2.0 22 24 47 0.3 86
15887 3SC26 6/4/19 6/7/19 6/8/19 <1.0 <1.0 2.1 24 19 45 0.93 90

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
June 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
Date _______________________ Date __________________________



SAMPLE 
NUMBER

SITE / INDEX 
NUMBER

COLLECT 
DATE

EXTRACTION 
DATE

ANALYSIS 
DATE  M

O
N

O
BR

O
M

O
AC

ET
IC

 
 A

C
ID

 D
IB

R
O

M
O

AC
ET

IC
 

 A
C

ID

 M
O

N
O

C
H

LO
R

O
AC

ET
IC

 
 A

C
ID

 D
IC

H
LO

R
O

AC
ET

IC
 

 A
C

ID

 T
R

IC
H

LO
R

O
AC

ET
IC

 
 A

C
ID

 H
AL

O
AC

ET
IC

 A
C

ID
S 

5 
 (H

AA
5)

 F
R

EE
 C

H
LO

R
IN

E 
 R

ES
ID

U
AL

 *
 (m

g/
L)

 S
PE

C
IF

IC
 C

O
N

D
U

C
TA

N
C

E 
**

 
 (µ

S/
cm

)

Comments
18961 1SCH3 7/2/19 7/3/19 7/4/19 <1.0 <1.0 <2.0 16 19 35 0.77 94
18962 1SCL1 7/2/19 7/3/19 7/4/19 <1.0 <1.0 <2.0 17 19 36 0.87 93
18971 10750 7/2/19 7/3/19 7/4/19 <1.0 <1.0 <2.0 16 18 34 0.99 92
18973 1S03A 7/2/19 7/3/19 7/4/19 <1.0 <1.0 <2.0 16 17 32 0.97 90
18978 21550 7/2/19 7/3/19 7/4/19 <1.0 <1.0 <2.0 20 24 44 0.48 90
18979 22950 7/2/19 7/5/19 7/5/19 <1.0 <1.0 <2.0 17 24 41 0.41 90
18984 31650 7/2/19 7/5/19 7/5/19 <1.0 <1.0 <2.0 9.6 23 33 0.27 92
18985 33550 7/2/19 7/5/19 7/6/19 <1.0 <1.0 <2.0 16 20 36 0.35 92
18986 37450 7/2/19 7/5/19 7/6/19 <1.0 <1.0 <2.0 11 22 33 0.26 92
18987 3SC26 7/2/19 7/5/19 7/6/19 <1.0 <1.0 <2.0 19 23 42 0.68 94
18993 26850 7/2/19 7/5/19 7/6/19 <1.0 <1.0 <2.0 21 27 48 0.58 89
18998 51450 7/2/19 7/5/19 7/6/19 <1.0 <1.0 <2.0 22 30 52 0.67 87
18999 57750 7/2/19 7/5/19 7/6/19 <1.0 <1.0 <2.0 21 28 49 0.67 91
19008 1S07 7/2/19 7/5/19 7/6/19 <1.0 <1.0 <2.0 16 18 34 0.60 92
19012 30150 7/2/19 7/5/19 7/6/19 <1.0 <1.0 <2.0 18 27 45 0.41 92
19013 31050 7/2/19 7/10/19 7/10/19 <1.0 <1.0 <2.0 19 28 46 0.58 92
19014 31950 7/2/19 7/10/19 7/10/19 <1.0 <1.0 <2.0 20 28 47 0.48 92
19019 44450 7/2/19 7/10/19 7/11/19 <1.0 <1.0 <2.0 17 31 48 0.38 90
19021 76150 7/2/19 7/10/19 7/11/19 <1.0 <1.0 <2.0 21 28 49 0.63 90
19024 46150 7/2/19 7/10/19 7/11/19 <1.0 <1.0 <2.0 23 32 55 0.55 91
19025 47550 7/2/19 7/10/19 7/11/19 <1.0 <1.0 <2.0 19 33 52 0.31 89
19026 78150 7/2/19 7/10/19 7/11/19 <1.0 <1.0 <2.0 20 29 49 0.56 90
19090 22250 7/2/19 7/10/19 7/11/19 <1.0 <1.0 <2.0 22 31 53 0.57 92
19329 1S03B 7/5/19 7/10/19 7/10/19 <1.0 <1.0 <2.0 12 16 28 0.74 97

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
July 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
Date _______________________ Date __________________________
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22803 50750 8/6/19 8/7/19 8/7/19 <1.0 <1.0 <2.0 13 24 37 0.34 88
22804 50850 8/6/19 8/7/19 8/8/19 <1.0 <1.0 <2.0 8.9 24 33 0.31 89
22805 58650 8/6/19 8/7/19 8/8/19 <1.0 <1.0 <2.0 15 26 41 0.38 88
22812 1SCH3 8/6/19 8/7/19 8/8/19 <1.0 <1.0 <2.0 11 16 27 0.73 89
22813 1SCL1 8/6/19 8/8/19 8/8/19 <1.0 <1.0 <2.0 14 16 30 0.75 89
22817 15150 8/6/19 8/8/19 8/9/19 <1.0 <1.0 <2.0 14 17 31 0.52 89
22818 1S07 8/6/19 8/8/19 8/9/19 <1.0 <1.0 <2.0 10 17 27 0.58 88
22819 3SC26 8/6/19 8/8/19 8/9/19 <1.0 <1.0 <2.0 15 19 34 0.62 90
22822 31750 8/6/19 8/8/19 8/9/19 <1.0 <1.0 <2.0 5.6 20 25 0.25 89
22823 31850 8/6/19 8/8/19 8/9/19 <1.0 <1.0 <2.0 9.7 20 30 0.39 89
22824 32350 8/6/19 8/8/19 8/9/19 <1.0 <1.0 <2.0 5.3 22 27 0.17 89
22825 37950 8/6/19 8/8/19 8/9/19 <1.0 <1.0 <2.0 6.4 24 30 0.16 88
22832 45250 8/6/19 8/8/19 8/9/19 <1.0 <1.0 <2.0 11 27 38 0.23 87
22834 77650 8/6/19 8/8/19 8/9/19 <1.0 <1.0 <2.0 14 25 39 0.47 87
22850 18650 8/6/19 8/9/19 8/9/19 <1.0 <1.0 <2.0 18 21 39 0.71 86
22852 1S03A 8/6/19 8/9/19 8/10/19 <1.0 <1.0 <2.0 13 15 28 1.04 86
22853 1S03B 8/6/19 8/9/19 8/10/19 <1.0 <1.0 <2.0 10 16 26 0.75 89
22857 23450 8/6/19 8/9/19 8/10/19 <1.0 <1.0 <2.0 10 23 33 0.32 87
22863 33450 8/6/19 8/9/19 8/10/19 <1.0 <1.0 <2.0 15 25 40 0.56 91
22865 38250 8/6/19 8/9/19 8/10/19 <1.0 <1.0 <2.0 12 25 38 0.25 89
22866 39650 8/6/19 8/9/19 8/10/19 <1.0 <1.0 <2.0 11 22 33 0.42 89
22870 24350 8/6/19 8/9/19 8/10/19 <1.0 <1.0 <2.0 13 22 35 0.40 88
22872 50250 8/6/19 8/9/19 8/10/19 <1.0 <1.0 <2.0 19 24 43 0.71 87
22873 52050 8/6/19 8/9/19 8/10/19 <1.0 <1.0 <2.0 8.3 28 36 0.15 89
22886 44350 8/6/19 8/13/19 8/14/19 <1.0 <1.0 <2.0 9.6 29 38 0.15 89
23175 33950 8/8/19 8/13/19 8/14/19 <1.0 <1.0 <2.0 10 28 38 0.30 89

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
August 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
Date _______________________ Date __________________________
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25961 16150 9/4/19 9/5/19 9/5/19 <1.0 <1.0 <2.0 16 18 34 0.90 94
25962 1S07 9/4/19 9/5/19 9/6/19 <1.0 <1.0 <2.0 9.9 17 27 0.64 96
25973 1SCH3 9/4/19 9/5/19 9/6/19 <1.0 <1.0 <2.0 12 15 28 0.77 98
25974 1SCL1 9/4/19 9/5/19 9/6/19 <1.0 <1.0 <2.0 16 19 35 0.77 97
25977 20150 9/4/19 9/5/19 9/6/19 <1.0 <1.0 <2.0 17 25 42 0.57 96
25978 20650 9/4/19 9/5/19 9/6/19 <1.0 <1.0 <2.0 13 26 40 0.48 96
25983 46250 9/4/19 9/6/19 9/6/19 <1.0 <1.0 <2.0 11 27 38 0.32 95
25984 47650 9/4/19 9/6/19 9/7/19 <1.0 <1.0 <2.0 6.5 18 24 0.75 105
25985 77750 9/4/19 9/6/19 9/7/19 <1.0 <1.0 <2.0 4.2 15 19 0.07 97
25986 79550 9/4/19 9/6/19 9/7/19 <1.0 <1.0 <2.0 15 23 37 0.64 94
25995 27350 9/4/19 9/6/19 9/7/19 <1.0 <1.0 <2.0 5.0 22 27 0.21 95
26001 53550 9/4/19 9/6/19 9/7/19 <1.0 <1.0 <2.0 13 27 40 0.52 95
26003 59050 9/4/19 9/6/19 9/7/19 <1.0 <1.0 <2.0 13 26 40 0.48 96
26006 11750 9/4/19 9/6/19 9/7/19 <1.0 <1.0 <2.0 8.7 27 36 0.10 97
26008 1S03A 9/4/19 9/6/19 9/7/19 <1.0 <1.0 <2.0 14 16 30 1.07 94
26009 1S03B 9/4/19 9/6/19 9/7/19 <1.0 <1.0 <2.0 10 16 27 0.84 98
26012 33050 9/4/19 9/9/19 9/9/19 <1.0 <1.0 <2.0 13 24 38 0.53 98
26014 39950 9/4/19 9/9/19 9/10/19 <1.0 <1.0 <2.0 4.6 24 28 0.24 98
26021 36950 9/4/19 9/9/19 9/10/19 <1.0 <1.0 <2.0 12 25 37 0.24 98
26024 40350 9/4/19 9/9/19 9/10/19 <1.0 <1.0 <2.0 18 21 39 0.91 94
26027 33850 9/4/19 9/9/19 9/10/19 <1.0 <1.0 <2.0 7.1 23 30 0.41 98
26028 3SC26 9/4/19 9/9/19 9/10/19 <1.0 <1.0 <2.0 14 23 37 0.69 99
26042 30550 9/4/19 9/9/19 9/10/19 <1.0 <1.0 <2.0 9.5 25 35 0.29 98
26043 31450 9/4/19 9/9/19 9/10/19 <1.0 <1.0 <2.0 11 25 36 0.38 97
26044 31550 9/4/19 9/9/19 9/10/19 <1.0 <1.0 <2.0 12 24 35 0.46 98
26095 35750 9/4/19 9/9/19 9/10/19 <1.0 <1.0 <2.0 10 24 34 0.40 98

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
September 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
Date _______________________ Date __________________________
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28856 30150 10/1/19 10/2/19 10/2/19 <1.0 <1.0 <2.0 7.9 22 30 0.29 93
28857 31050 10/1/19 10/2/19 10/3/19 <1.0 <1.0 <2.0 11 19 30 0.59 92
28858 31950 10/1/19 10/2/19 10/3/19 <1.0 <1.0 <2.0 12 20 33 0.54 92
28859 35750 10/1/19 10/2/19 10/3/19 <1.0 <1.0 <2.0 8.2 18 26 0.24 95
28870 46150 10/1/19 10/2/19 10/3/19 <1.0 <1.0 <2.0 12 20 32 0.66 90
28871 47550 10/1/19 10/2/19 10/3/19 <1.0 <1.0 <2.0 11 19 30 0.32 90
28872 78150 10/1/19 10/2/19 10/3/19 <1.0 <1.0 <2.0 14 19 33 0.58 89
28877 1S07 10/1/19 10/2/19 10/3/19 <1.0 <1.0 <2.0 14 15 29 0.64 90
28881 31650 10/1/19 10/2/19 10/3/19 <1.0 <1.0 <2.0 6.0 20 26 0.18 92
28882 33550 10/1/19 10/3/19 10/3/19 <1.0 <1.0 <2.0 11 22 33 0.29 91
28883 37450 10/1/19 10/2/19 10/3/19 <1.0 <1.0 <2.0 6.8 19 26 0.30 92
28884 3SC26 10/1/19 10/3/19 10/4/19 <1.0 <1.0 <2.0 17 20 38 0.60 93
28890 44450 10/1/19 10/3/19 10/4/19 <1.0 <1.0 <2.0 11 20 31 0.42 90
28892 76150 10/1/19 10/3/19 10/4/19 <1.0 <1.0 <2.0 15 19 34 0.74 89
28900 1SCH3 10/1/19 10/4/19 10/4/19 <1.0 <1.0 <2.0 15 17 32 0.53 91
28901 1SCL1 10/1/19 10/4/19 10/5/19 <1.0 <1.0 <2.0 13 15 27 0.67 90
28904 10750 10/1/19 10/3/19 10/4/19 <1.0 <1.0 <2.0 12 13 24 0.89 88
28906 1S03A 10/1/19 10/3/19 10/4/19 <1.0 <1.0 <2.0 12 13 25 0.92 89
28907 1S03B 10/1/19 10/4/19 10/5/19 <1.0 <1.0 <2.0 14 17 32 0.68 91
28911 21550 10/1/19 10/4/19 10/5/19 <1.0 <1.0 <2.0 15 22 36 0.59 90
28912 22950 10/1/19 10/4/19 10/5/19 <1.0 <1.0 <2.0 13 20 33 0.44 91
28919 22250 10/1/19 10/4/19 10/5/19 <1.0 <1.0 <2.0 15 22 38 0.87 91
28920 26850 10/1/19 10/4/19 10/5/19 <1.0 <1.0 <2.0 16 25 41 0.58 91
28925 51450 10/1/19 10/4/19 10/5/19 <1.0 <1.0 <2.0 17 23 40 0.75 89
28926 57750 10/1/19 10/4/19 10/5/19 <1.0 <1.0 <2.0 15 21 36 0.76 91

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
October 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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32905 23450 11/6/19 11/7/19 11/7/19 <1.0 <1.0 <2.0 9.4 20 29 0.35 85
32911 31750 11/6/19 11/7/19 11/7/19 <1.0 <1.0 <2.0 5.0 22 27 0.27 170
32912 31850 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 5.9 22 28 0.36 169
32913 32350 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 5.0 23 28 0.23 378
32914 37950 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 5.9 21 27 0.31 209
32922 50750 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 13 23 36 0.53 85
32923 50850 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 12 22 33 0.60 86
32924 58650 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 11 24 34 0.34 86
32927 33450 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 15 20 35 0.43 411
32928 33950 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 10 21 31 0.33 413
32929 38250 11/6/19 11/7/19 11/7/19 <1.0 <1.0 <2.0 11 25 36 0.27 182
32930 39650 11/6/19 11/7/19 11/7/19 <1.0 <1.0 <2.0 9.2 24 34 0.29 198
32960 1SCH3 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 11 12 24 0.60 404
32961 1SCL1 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 12 13 25 0.88 406
32964 45250 11/6/19 11/7/19 11/8/19 <1.0 <1.0 <2.0 13 20 34 0.66 83
32966 77650 11/6/19 11/8/19 11/8/19 <1.0 <1.0 <2.0 11 19 31 0.69 85
32971 18650 11/6/19 11/8/19 11/9/19 <1.0 <1.0 <2.0 14 19 32 0.46 315
32974 1S03B 11/6/19 11/8/19 11/9/19 <1.0 <1.0 <2.0 8.8 16 25 0.76 86
32978 24350 11/6/19 11/8/19 11/9/19 <1.0 <1.0 <2.0 12 20 32 0.58 85
32980 50250 11/6/19 11/8/19 11/9/19 <1.0 <1.0 <2.0 13 19 32 0.71 83
32981 52050 11/6/19 11/8/19 11/9/19 <1.0 <1.0 <2.0 12 22 34 0.61 84
32985 15150 11/6/19 11/8/19 11/9/19 <1.0 <1.0 <2.0 12 20 32 0.47 208
32986 1S07 11/6/19 11/8/19 11/9/19 <1.0 <1.0 <2.0 10 14 24 0.81 81
32987 3SC26 11/6/19 11/8/19 11/9/19 <1.0 <1.0 <2.0 14 17 31 0.55 418
33213 44350 11/8/19 11/12/19 11/13/19 <1.0 <1.0 <2.0 8.4 25 33 0.17 202
33234 1S03A 11/8/19 11/12/19 11/13/19 <1.0 <1.0 <2.0 9.1 13 23 1.02 84

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
November 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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35785 20150 12/3/19 12/4/19 12/4/19 <1.0 <1.0 <2.0 17 25 42 0.66 94
35786 20650 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 15 26 41 0.70 93
35793 27350 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 15 21 36 0.37 90
35798 16150 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 14 21 35 0.78 87
35799 1S07 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 13 20 33 0.78 86
35809 30550 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 18 30 48 0.70 132
35810 31450 12/3/19 12/4/19 12/4/19 <1.0 <1.0 <2.0 18 28 45 0.76 119
35811 31550 12/3/19 12/4/19 12/4/19 <1.0 <1.0 <2.0 16 25 40 0.69 105
35819 46250 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 14 22 36 0.52 93
35820 47650 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 9.3 28 38 1.00 101
35821 77750 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 3.7 19 23 0.08 96
35822 79550 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 14 21 35 0.69 87
35825 36950 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 18 29 46 0.39 124
35828 40350 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 16 25 40 0.59 114
35833 53550 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 15 25 39 0.60 91
35835 59050 12/3/19 12/4/19 12/5/19 <1.0 <1.0 <2.0 14 23 37 0.71 87
35844 1SCH3 12/3/19 12/5/19 12/9/19 <1.0 <1.0 <2.0 16 25 41 0.98 434
35845 1SCL1 12/3/19 12/5/19 12/9/19 <1.0 <1.0 <2.0 15 23 38 1.12 431
35848 11750 12/3/19 12/5/19 12/5/19 <1.0 <1.0 <2.0 14 40 54 0.28 424
35850 1S03A 12/3/19 12/5/19 12/5/19 <1.0 <1.0 <2.0 12 17 29 0.90 86
35851 1S03B 12/3/19 12/5/19 12/5/19 <1.0 <1.0 <2.0 16 23 39 0.87 92
35854 33050 12/3/19 12/5/19 12/6/19 <1.0 <1.0 <2.0 18 29 47 0.85 133
35855 33850 12/3/19 12/5/19 12/6/19 <1.0 <1.0 <2.0 15 30 45 0.60 151
35856 39950 12/3/19 12/5/19 12/6/19 <1.0 <1.0 <2.0 18 29 47 0.74 130
35857 3SC26 12/3/19 12/5/19 12/6/19 <1.0 <1.0 <2.0 17 29 46 0.95 436

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
December 2019

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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561 31650 1/7/20 1/8/20 1/8/20 <1.0 <1.0 <2.0 19 34 54 0.38 127
562 33550 1/7/20 1/8/20 1/8/20 <1.0 <1.0 <2.0 19 33 52 0.45 128
563 37450 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 17 29 45 0.48 126
564 3SC26 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 19 30 49 0.78 127
582 22250 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 14 24 39 0.86 127
583 26850 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 19 31 50 0.61 126
587 47550 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 15 25 39 0.52 125
588 78150 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 14 23 38 0.60 125
591 30150 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 18 30 48 0.58 126
592 31050 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 14 23 38 0.51 127
593 31950 1/7/20 1/8/20 1/8/20 <1.0 <1.0 <2.0 19 24 43 0.63 128
594 35750 1/7/20 1/8/20 1/8/20 <1.0 <1.0 <2.0 19 25 44 0.59 128
601 10750 1/7/20 1/8/20 1/8/20 <1.0 <1.0 <2.0 13 13 26 0.87 127
603 1S03A 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 11 11 22 0.90 127
604 1S03B 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 15 17 32 0.82 128
609 1S07 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 13 12 25 0.66 125
614 44450 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 14 19 33 0.50 126
616 76150 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 14 16 30 0.64 126
621 51450 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 16 21 38 0.69 128
622 57750 1/7/20 1/8/20 1/9/20 <1.0 <1.0 <2.0 15 19 35 0.79 128
626 21550 1/7/20 1/9/20 1/9/20 <1.0 <1.0 <2.0 17 22 39 0.59 126
627 22950 1/7/20 1/9/20 1/9/20 <1.0 <1.0 <2.0 22 27 48 0.61 125
638 1SCH3 1/7/20 1/9/20 1/10/20 <1.0 <1.0 <2.0 12 12 24 0.73 128
639 1SCL1 1/7/20 1/9/20 1/10/20 <1.0 <1.0 <2.0 13 14 28 0.75 126
1354 46150 1/14/20 1/15/20 1/16/20 <1.0 <1.0 <2.0 16 25 41 0.50 132 Re-sampling because of broken bottle of sample on 1/7/20

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
January 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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3470 1S07 2/4/20 2/5/20 2/5/20 <1.0 <1.0 <2.0 13 16 29 0.68 132
3520 1S03A 2/4/20 2/6/20 2/7/20 <1.0 <1.0 <2.0 11 14 25 0.83 133
3521 1S03B 2/4/20 2/6/20 2/7/20 <1.0 <1.0 <2.0 16 22 38 0.55 134
3513 1SCH3 2/4/20 2/6/20 2/6/20 <1.0 <1.0 <2.0 13 18 32 0.55 140
3514 1SCL1 2/4/20 2/6/20 2/7/20 <1.0 <1.0 <2.0 12 16 28 0.55 136
3469 15150 2/4/20 2/5/20 2/5/20 <1.0 <1.0 <2.0 19 24 43 0.53 139
3518 18650 2/4/20 2/6/20 2/7/20 <1.0 <1.0 <2.0 13 20 33 0.48 139
3455 23450 2/4/20 2/5/20 2/5/20 <1.0 <1.0 <2.0 16 23 39 0.36 139
3475 24350 2/4/20 2/5/20 2/6/20 <1.0 <1.0 <2.0 20 28 48 0.56 139
3471 3SC26 2/4/20 2/5/20 2/5/20 <1.0 <1.0 <2.0 19 25 44 0.56 140
3487 31750 2/4/20 2/5/20 2/6/20 <1.0 <1.0 <2.0 18 25 42 0.33 139
3488 31850 2/4/20 2/5/20 2/6/20 <1.0 <1.0 <2.0 20 28 48 0.39 139
3489 32350 2/4/20 2/5/20 2/5/20 <1.0 <1.0 <2.0 17 28 45 0.34 139
3524 33450 2/4/20 2/6/20 2/7/20 <1.0 <1.0 <2.0 17 26 42 0.48 140
3525 33950 2/4/20 2/6/20 2/7/20 <1.0 <1.0 <2.0 17 27 44 0.43 140
3490 37950 2/4/20 2/5/20 2/5/20 <1.0 <1.0 <2.0 17 28 45 0.32 139
3526 38250 2/4/20 2/6/20 2/7/20 <1.0 <1.0 <2.0 17 27 44 0.33 138
3527 39650 2/4/20 2/6/20 2/7/20 <1.0 <1.0 <2.0 18 29 47 0.37 138
3465 44350 2/4/20 2/5/20 2/5/20 <1.0 <1.0 <2.0 20 28 48 0.22 135
3497 45250 2/4/20 2/5/20 2/6/20 <1.0 <1.0 <2.0 15 22 37 0.44 138
3477 50250 2/4/20 2/5/20 2/6/20 <1.0 <1.0 <2.0 17 24 42 0.67 139
3504 50750 2/4/20 2/5/20 2/6/20 <1.0 <1.0 <2.0 13 28 41 0.42 136
3505 50850 2/4/20 2/5/20 2/6/20 <1.0 <1.0 <2.0 14 25 40 0.49 136
3478 52050 2/4/20 2/5/20 2/6/20 <1.0 <1.0 <2.0 17 25 42 0.56 139
3506 58650 2/4/20 2/5/20 2/6/20 <1.0 <1.0 <2.0 11 30 40 0.09 144
3499 77650 2/4/20 2/5/20 2/6/20 <1.0 <1.0 <2.0 13 20 34 0.43 138

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
February 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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6507 1S07 3/3/20 3/4/20 3/5/20 <1.0 <1.0 <2.0 13 16 29 0.62 112
6557 1S03A 3/3/20 3/5/20 3/6/20 <1.0 <1.0 <2.0 11 13 23 0.86 112
6558 1S03B 3/3/20 3/5/20 3/6/20 <1.0 <1.0 <2.0 16 21 37 0.64 112
6551 1SCH3 3/3/20 3/5/20 3/5/20 <1.0 <1.0 <2.0 11 14 25 0.59 114
6552 1SCL1 3/3/20 3/5/20 3/6/20 <1.0 <1.0 <2.0 11 15 26 0.68 112
6555 11750 3/3/20 3/5/20 3/6/20 <1.0 <1.0 <2.0 18 27 45 0.41 116
6506 16150 3/3/20 3/4/20 3/5/20 <1.0 <1.0 <2.0 11 15 26 0.61 112
6493 20150 3/3/20 3/4/20 3/4/20 <1.0 <1.0 <2.0 17 24 40 0.62 115
6494 20650 3/3/20 3/4/20 3/5/20 <1.0 <1.0 <2.0 14 23 37 0.60 116
6501 27350 3/3/20 3/4/20 3/5/20 <1.0 <1.0 <2.0 16 22 39 0.44 113
6564 3SC26 3/3/20 3/5/20 3/6/20 <1.0 <1.0 <2.0 17 23 41 0.63 115
6517 30550 3/3/20 3/4/20 3/5/20 <1.0 <1.0 <2.0 19 26 45 0.34 115
6518 31450 3/3/20 3/4/20 3/5/20 <1.0 <1.0 <2.0 13 19 32 0.48 114
6519 31550 3/3/20 3/4/20 3/5/20 <1.0 <1.0 <2.0 18 25 42 0.60 114
6561 33050 3/3/20 3/5/20 3/6/20 <1.0 <1.0 <2.0 15 22 36 0.53 113
6562 33850 3/3/20 3/5/20 3/6/20 <1.0 <1.0 <2.0 16 25 41 0.46 115
6533 36950 3/3/20 3/4/20 3/4/20 <1.0 <1.0 <2.0 17 25 43 0.34 113 Monochloroacetic acid was analyzed on 3/9/2020
6563 39950 3/3/20 3/5/20 3/6/20 <1.0 <1.0 <2.0 14 22 36 0.48 111
6536 40350 3/3/20 3/4/20 3/4/20 <1.0 <1.0 <2.0 12 16 28 0.69 112 Monochloroacetic acid was analyzed on 3/9/2020
6527 46250 3/3/20 3/4/20 3/5/20 <1.0 <1.0 <2.0 14 24 38 0.29 113
6528 47650 3/3/20 3/4/20 3/5/20 <1.0 <1.0 <2.0 9.9 29 39 0.66 109
6541 53550 3/3/20 3/4/20 3/4/20 <1.0 <1.0 <2.0 14 20 35 0.60 114 Monochloroacetic acid was analyzed on 3/9/2020
6543 59050 3/3/20 3/4/20 3/5/20 <1.0 <1.0 <2.0 14 20 35 0.68 113 Monochloroacetic acid was analyzed on 3/9/2020
6529 77750 3/3/20 3/4/20 3/4/20 <1.0 <1.0 <2.0 10 22 33 0.14 112 Monochloroacetic acid was analyzed on 3/9/2020
6530 79550 3/3/20 3/4/20 3/4/20 <1.0 <1.0 <2.0 15 20 35 0.46 114 Monochloroacetic acid was analyzed on 3/9/2020

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
March 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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11558 1S07 5/5/20 5/7/20 5/7/20 <1.0 <1.0 2.6 28 31 62 0.45 101
11608 1S03A 5/5/20 5/6/20 5/7/20 <1.0 <1.0 <2.0 15 17 32 0.93 98
11609 1S03B 5/5/20 5/8/20 5/9/20 <1.0 <1.0 <2.0 22 24 47 0.77 102
11601 1SCH3 5/5/20 5/7/20 5/8/20 <1.0 <1.0 <2.0 16 17 33 0.63 100
11602 1SCL1 5/5/20 5/7/20 5/8/20 <1.0 <1.0 <2.0 18 21 39 0.69 101
11557 15150 5/5/20 5/7/20 5/7/20 <1.0 <1.0 2.5 29 32 64 0.59 102
11606 18650 5/5/20 5/6/20 5/7/20 <1.0 <1.0 <2.0 18 24 42 0.65 100
11543 23450 5/5/20 5/8/20 5/8/20 <1.0 <1.0 <2.0 18 25 42 0.27 99
11563 24350 5/5/20 5/7/20 5/8/20 <1.0 <1.0 <2.0 23 31 54 0.23 100
11559 3SC26 5/5/20 5/7/20 5/7/20 <1.0 <1.0 3.2 31 35 69 0.67 103
11575 31750 5/5/20 5/6/20 5/7/20 <1.0 <1.0 <2.0 18 32 51 0.21 103
11576 31850 5/5/20 5/6/20 5/7/20 <1.0 <1.0 <2.0 23 33 55 0.23 103
11577 32350 5/5/20 5/6/20 5/7/20 <1.0 <1.0 2.1 25 34 61 0.28 102
11612 33450 5/5/20 5/8/20 5/9/20 <1.0 <1.0 2.5 27 31 61 0.54 103
11613 33950 5/5/20 5/8/20 5/9/20 <1.0 <1.0 <2.0 19 26 46 0.32 102
11578 37950 5/5/20 5/6/20 5/7/20 <1.0 <1.0 <2.0 21 33 54 0.25 103
11614 38250 5/5/20 5/8/20 5/9/20 <1.0 <1.0 2.5 29 34 65 0.26 101
11615 39650 5/5/20 5/6/20 5/7/20 <1.0 <1.0 2.0 25 32 59 0.27 103
11553 44350 5/5/20 5/6/20 5/6/20 <1.0 <1.0 2.1 24 35 61 0.22 100
11585 45250 5/5/20 5/6/20 5/7/20 <1.0 <1.0 <2.0 19 27 46 0.28 100
11565 50250 5/5/20 5/8/20 5/9/20 <1.0 <1.0 <2.0 19 27 46 0.31 101
11592 50750 5/5/20 5/8/20 5/9/20 <1.0 <1.0 <2.0 16 29 45 0.34 101
11593 50850 5/5/20 5/8/20 5/9/20 <1.0 <1.0 <2.0 17 28 45 0.35 101
11566 52050 5/5/20 5/8/20 5/9/20 <1.0 <1.0 <2.0 17 30 47 0.29 101
11594 58650 5/5/20 5/7/20 5/8/20 <1.0 <1.0 <2.0 16 31 47 0.41 101
11587 77650 5/5/20 5/6/20 5/7/20 <1.0 <1.0 <2.0 17 24 41 0.66 99

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
May 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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13889 1S03A 6/2/20 6/8/20 6/8/20 <1.0 <1.0 <2.0 18 24 42 0.98 92
13890 1S03B 6/2/20 6/8/20 6/8/20 <1.0 <1.0 2.3 25 27 54 0.80 96
13871 1S07 6/2/20 6/3/20 6/3/20 <1.0 <1.0 <2.0 21 26 48 0.68 93 Chloroacetic acid was analyzed on 6/4/20

13898 1SCH3 6/2/20 6/4/20 6/5/20 <1.0 <1.0 <2.0 22 25 47 0.74 95

13887 11750 6/2/20 6/8/20 6/8/20 <1.0 <1.0 2.4 21 30 53 0.20 99 Associated LFM failed for dalapon, dibromoacetic acid and trichloroacetic acid.

13870 16150 6/2/20 6/3/20 6/3/20 <1.0 <1.0 <2.0 18 26 43 0.79 91 Associated LFM failed for tribromoacetic acid. Chloroacetic acid was analyzed 
on 6/4/20

13936 20150 6/2/20 6/3/20 6/4/20 <1.0 <1.0 2.4 27 38 67 0.44 95
13937 20650 6/2/20 6/3/20 6/4/20 <1.0 <1.0 2.1 22 34 58 0.40 95
13946 27350 6/2/20 6/4/20 6/5/20 <1.0 <1.0 2.3 25 35 62 0.35 95
13875 30550 6/2/20 6/4/20 6/5/20 <1.0 <1.0 <2.0 12 32 45 0.09 100
13876 31450 6/2/20 6/3/20 6/3/20 <1.0 <1.0 3.5 33 36 72 0.29 100 Chloroacetic acid was analyzed on 6/4/20

13877 31550 6/2/20 6/3/20 6/3/20 <1.0 <1.0 2.6 28 39 70 0.53 97 Chloroacetic acid was analyzed on 6/4/20

13881 33050 6/2/20 6/3/20 6/4/20 <1.0 <1.0 2.6 29 36 67 0.55 97
13882 33850 6/2/20 6/3/20 6/4/20 <1.0 <1.0 2.6 27 36 66 0.48 98
13902 36950 6/2/20 6/8/20 6/9/20 <1.0 <1.0 2.2 26 42 70 0.18 98
13883 39950 6/2/20 6/3/20 6/4/20 <1.0 <1.0 2.4 26 37 65 0.49 97
13905 40350 6/2/20 6/4/20 6/5/20 <1.0 <1.0 <2.0 21 30 51 0.69 93
13908 46250 6/2/20 6/8/20 6/9/20 <1.0 <1.0 <2.0 20 39 59 0.34 94
13909 47650 6/2/20 6/8/20 6/9/20 <1.0 <1.0 <2.0 11 34 45 0.73 100
13916 53550 6/2/20 6/4/20 6/5/20 <1.0 <1.0 2.2 24 39 65 0.42 95
13918 59050 6/2/20 6/4/20 6/5/20 <1.0 <1.0 2.1 23 37 62 0.73 93
13910 77750 6/2/20 6/8/20 6/9/20 <1.0 <1.0 <2.0 6.3 27 33 0.05 94
13911 79550 6/2/20 6/8/20 6/9/20 <1.0 <1.0 2.1 23 35 60 0.40 93

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
June 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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17422 1S07 7/7/20 7/8/20 7/9/20 <1.0 <1.0 <2.0 19 19 38 0.84 85
17495 1S03A 7/7/20 7/10/20 7/10/20 <1.0 <1.0 <2.0 17 16 33 1.05 82
17496 1S03B 7/7/20 7/10/20 7/10/20 <1.0 <1.0 <2.0 13 16 29 0.80 86
17493 10750 7/7/20 7/10/20 7/10/20 <1.0 <1.0 <2.0 18 20 38 1.06 82
17408 21550 7/7/20 7/8/20 7/8/20 <1.0 <1.0 <2.0 19 22 41 0.43 86
17416 22250 7/7/20 7/8/20 7/8/20 <1.0 <1.0 <2.0 20 32 52 0.64 85
17409 22950 7/7/20 7/8/20 7/8/20 <1.0 <1.0 <2.0 18 27 45 0.62 84
17417 26850 7/7/20 7/8/20 7/8/20 <1.0 <1.0 <2.0 22 31 53 0.58 84

17460 30150 7/7/20 7/8/20 7/9/20 <1.0 <1.0 <2.0 2.1 1.5 4.0 0.02 102 Emergency shutdown of water main on 6/28/2020.  Water 
main not fully open. BWSO investigation

19356 31050 7/22/20 7/29/20 7/30/20 <1.0 <1.0 <2.0 15 28 43 0.46 87 Resample due to broken sample bottle on 7/7/2020 
17499 31650 7/7/20 7/10/20 7/11/20 <1.0 <1.0 <2.0 7.9 28 36 0.18 85
17462 31950 7/7/20 7/8/20 7/9/20 <1.0 <1.0 <2.0 17 26 43 0.48 86
17500 33550 7/7/20 7/10/20 7/11/20 <1.0 <1.0 <2.0 14 23 37 0.28 87
17463 35750 7/7/20 7/8/20 7/9/20 <1.0 <1.0 <2.0 15 26 41 0.34 85
17501 37450 7/7/20 7/10/20 7/11/20 <1.0 <1.0 <2.0 10 21 32 0.25 86
17476 44450 7/7/20 7/9/20 7/10/20 <1.0 <1.0 <2.0 14 26 39 0.37 83
17470 46150 7/7/20 7/9/20 7/9/20 <1.0 <1.0 <2.0 13 37 50 0.25 85
17471 47550 7/7/20 7/9/20 7/9/20 <1.0 <1.0 <2.0 12 26 38 0.32 83
17483 51450 7/7/20 7/9/20 7/10/20 <1.0 <1.0 <2.0 22 33 55 0.84 84
17484 57750 7/7/20 7/9/20 7/10/20 <1.0 <1.0 <2.0 17 35 51 0.55 85
17478 76150 7/7/20 7/9/20 7/10/20 <1.0 <1.0 <2.0 18 23 40 0.72 82
17472 78150 7/7/20 7/9/20 7/9/20 <1.0 <1.0 <2.0 17 27 44 0.60 82

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
July 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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20918 1S07 8/4/20 8/7/20 8/8/20 <1.0 <1.0 <2.0 13 24 37 0.90 85
20965 1S03A 8/4/20 8/5/20 8/5/20 <1.0 <1.0 <2.0 15 18 32 1.03 83
20966 1S03B 8/4/20 8/5/20 8/6/20 <1.0 <1.0 <2.0 14 23 37 0.87 85
20976 1SCH3 8/4/20 8/7/20 8/8/20 <1.0 <1.0 <2.0 16 25 41 0.79 85
20917 15150 8/4/20 8/7/20 8/7/20 <1.0 <1.0 <2.0 14 26 39 0.88 88
21764 18650 8/10/20 8/12/20 8/13/20 <1.0 <1.0 <2.0 16 27 44 0.59 86
20994 23450 8/4/20 8/5/20 8/6/20 <1.0 <1.0 <2.0 7.6 32 40 0.21 86
20923 24350 8/4/20 8/6/20 8/6/20 <1.0 <1.0 <2.0 17 25 42 0.58 86
20935 31750 8/4/20 8/6/20 8/6/20 <1.0 <1.0 <2.0 6.7 23 30 0.29 87
20936 31850 8/4/20 8/6/20 8/6/20 <1.0 <1.0 <2.0 14 38 51 0.32 86
20937 32350 8/4/20 8/5/20 8/5/20 <1.0 <1.0 <2.0 6.1 31 38 0.12 88
20969 33450 8/4/20 8/5/20 8/6/20 <1.0 <1.0 <2.0 9.9 33 43 0.42 87
20970 33950 8/4/20 8/5/20 8/6/20 <1.0 <1.0 <2.0 9.9 29 39 0.26 87
20938 37950 8/4/20 8/6/20 8/7/20 <1.0 <1.0 <2.0 6.6 32 38 0.14 89
20971 38250 8/4/20 8/5/20 8/6/20 <1.0 <1.0 <2.0 14 41 55 0.64 86
20972 39650 8/4/20 8/5/20 8/6/20 <1.0 <1.0 <2.0 15 41 56 0.43 86
20913 44350 8/4/20 8/5/20 8/5/20 <1.0 <1.0 <2.0 9.5 38 48 0.48 86
20945 45250 8/4/20 8/6/20 8/7/20 <1.0 <1.0 <2.0 14 39 53 0.41 84
20925 50250 8/4/20 8/6/20 8/6/20 <1.0 <1.0 <2.0 21 34 55 0.84 86
20952 50750 8/4/20 8/6/20 8/7/20 <1.0 <1.0 <2.0 6.4 29 35 0.11 89
20953 50850 8/4/20 8/6/20 8/7/20 <1.0 <1.0 <2.0 16 38 53 0.48 86
20926 52050 8/4/20 8/5/20 8/5/20 <1.0 <1.0 <2.0 12 40 53 0.21 88
20954 58650 8/4/20 8/6/20 8/7/20 <1.0 <1.0 <2.0 5.2 37 42 0.05 90
20947 77650 8/4/20 8/6/20 8/7/20 <1.0 <1.0 <2.0 14 34 48 0.40 84

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
August 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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24592 1S07 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 13 25 39 0.93 86
24586 1S03A 9/1/20 9/3/20 9/4/20 <1.0 <1.0 <2.0 14 18 32 1.15 86
24587 1S03B 9/1/20 9/3/20 9/4/20 <1.0 <1.0 <2.0 11 20 32 0.91 88
24530 1SCH3 9/1/20 9/2/20 9/2/20 <1.0 <1.0 <2.0 18 25 43 0.78 87
24584 11750 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 14 32 46 0.41 88
24591 16150 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 18 26 43 0.84 85
24564 20150 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 19 33 52 0.69 88
24565 20650 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 18 32 50 0.54 88
24521 27350 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 13 27 40 0.50 86
24534 30550 9/1/20 9/3/20 9/3/20 <1.0 <1.0 <2.0 9.8 28 38 0.35 91
24535 31450 9/1/20 9/3/20 9/3/20 <1.0 <1.0 <2.0 15 30 45 0.52 89
24536 31550 9/1/20 9/3/20 9/4/20 <1.0 <1.0 <2.0 14 28 42 0.59 89
24558 33050 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 14 29 43 0.48 89
24559 33850 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 10 26 36 0.44 90
24513 36950 9/1/20 9/2/20 9/2/20 <1.0 <1.0 <2.0 12 31 43 0.19 88
24560 39950 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 12 28 40 0.50 89
24516 40350 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 16 26 42 0.80 86
24570 46250 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 7.5 37 44 0.14 87
24571 47650 9/1/20 9/3/20 9/4/20 <1.0 <1.0 <2.0 4.8 21 25 0.43 96
24542 53550 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 20 28 48 0.77 87
24544 59050 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 20 31 51 0.89 86
24572 77750 9/1/20 9/3/20 9/4/20 <1.0 <1.0 <2.0 3.3 14 18 0.02 88
24573 79550 9/1/20 9/2/20 9/3/20 <1.0 <1.0 <2.0 20 34 54 0.60 86

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
September 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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28624 1S07 10/6/20 10/7/20 10/7/20 <1.0 <1.0 <2.0 12 19 31 0.73 86
28646 1S03A 10/6/20 10/7/20 10/8/20 <1.0 <1.0 <2.0 13 14 27 1.06 83
28647 1S03B 10/6/20 10/7/20 10/7/20 <1.0 <1.0 <2.0 13 22 35 0.80 88
28724 1SCH3 10/6/20 10/8/20 10/8/20 <1.0 <1.0 <2.0 16 19 35 0.60 85
28644 10750 10/6/20 10/7/20 10/8/20 <1.0 <1.0 <2.0 14 15 29 0.89 83
28638 21550 10/6/20 10/7/20 10/7/20 <1.0 <1.0 <2.0 15 26 41 0.63 87
28676 22250 10/6/20 10/8/20 10/8/20 <1.0 <1.0 <2.0 18 24 42 0.63 85
28639 22950 10/6/20 10/7/20 10/8/20 <1.0 <1.0 <2.0 15 21 37 0.56 84
28677 26850 10/6/20 10/8/20 10/8/20 <1.0 <1.0 <2.0 18 24 42 0.57 87
28703 30150 10/6/20 10/8/20 10/9/20 <1.0 <1.0 <2.0 13 20 33 0.58 91
28704 31050 10/6/20 10/8/20 10/9/20 <1.0 <1.0 <2.0 14 20 34 0.60 91
28656 31650 10/6/20 10/7/20 10/7/20 <1.0 <1.0 <2.0 11 32 43 0.21 92
28705 31950 10/6/20 10/8/20 10/8/20 <1.0 <1.0 <2.0 14 24 38 0.61 91
28657 33550 10/6/20 10/7/20 10/8/20 <1.0 <1.0 <2.0 15 31 46 0.46 91
28706 35750 10/6/20 10/8/20 10/8/20 <1.0 <1.0 <2.0 14 24 39 0.50 91
28658 37450 10/6/20 10/7/20 10/8/20 <1.0 <1.0 <2.0 11 24 34 0.45 91
28663 44450 10/6/20 10/7/20 10/8/20 <1.0 <1.0 <2.0 13 26 40 0.39 84
28628 46150 10/6/20 10/7/20 10/7/20 <1.0 <1.0 <2.0 16 28 44 0.75 84
28629 47550 10/6/20 10/7/20 10/7/20 <1.0 <1.0 <2.0 11 31 42 0.24 85
28670 51450 10/6/20 10/8/20 10/8/20 <1.0 <1.0 <2.0 19 32 52 0.84 84
28671 57750 10/6/20 10/8/20 10/8/20 <1.0 <1.0 <2.0 17 26 42 0.64 86
28665 76150 10/6/20 10/8/20 10/8/20 <1.0 <1.0 <2.0 18 23 41 0.76 82
28630 78150 10/6/20 10/7/20 10/7/20 <1.0 <1.0 <2.0 15 26 42 0.64 84

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
October 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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31965 1S07 11/4/20 11/5/20 11/6/20 <1.0 <1.0 <2.0 12 29 41 0.67 89
31901 1S03A 11/4/20 11/6/20 11/6/20 <1.0 <1.0 <2.0 10 13 24 0.96 87
31902 1S03B 11/4/20 11/6/20 11/6/20 <1.0 <1.0 <2.0 11 14 25 0.76 90
31948 1SCH3 11/4/20 11/6/20 11/6/20 <1.0 <1.0 <2.0 12 17 29 0.66 87
31949 1SCL1 11/4/20 11/9/20 11/10/20 <1.0 <1.0 <2.0 4.4 5.8 10 0.84 340
31964 15150 11/4/20 11/5/20 11/6/20 <1.0 <1.0 <2.0 12 20 32 0.62 88
31900 18650 11/4/20 11/6/20 11/6/20 <1.0 <1.0 <2.0 13 20 33 0.63 91
31971 23450 11/4/20 11/6/20 11/6/20 <1.0 <1.0 <2.0 7.7 24 31 0.39 86
31927 24350 11/4/20 11/5/20 11/5/20 <1.0 <1.0 <2.0 14 26 39 0.64 87
31966 3SC26 11/4/20 11/5/20 11/6/20 <1.0 <1.0 <2.0 1.8 2.2 4 0.72 403
31936 31750 11/4/20 11/5/20 11/6/20 <1.0 <1.0 <2.0 5.7 17 22 0.44 279
31937 31850 11/4/20 11/9/20 11/10/20 <1.0 <1.0 <2.0 8.9 29 38 0.32 92
31938 32350 11/4/20 11/5/20 11/6/20 <1.0 <1.0 <2.0 5.2 12 17 0.45 284
31905 33450 11/4/20 11/5/20 11/5/20 <1.0 <1.0 <2.0 5.6 10 16 0.69 289
31906 33950 11/4/20 11/5/20 11/5/20 <1.0 <1.0 <2.0 5.2 9.4 15 0.59 294
31939 37950 11/4/20 11/5/20 11/5/20 <1.0 <1.0 <2.0 6.5 28 34 0.21 91
31907 38250 11/4/20 11/5/20 11/5/20 <1.0 <1.0 <2.0 12 26 38 0.38 89
31908 39650 11/4/20 11/5/20 11/5/20 <1.0 <1.0 <2.0 9.1 27 36 0.31 90
31979 44350 11/4/20 11/9/20 11/10/20 <1.0 <1.0 <2.0 7.9 30 38 0.24 89
31928 45250 11/4/20 11/5/20 11/5/20 <1.0 <1.0 <2.0 13 30 43 0.56 87
31930 50250 11/4/20 11/6/20 11/6/20 <1.0 <1.0 <2.0 15 26 40 0.71 87
31954 50750 11/4/20 11/5/20 11/6/20 <1.0 <1.0 <2.0 7.2 24 32 0.20 89
31955 50850 11/4/20 11/9/20 11/10/20 <1.0 <1.0 <2.0 11 25 36 0.43 88
31931 52050 11/4/20 11/5/20 11/5/20 <1.0 <1.0 <2.0 14 34 48 0.50 88
31956 58650 11/4/20 11/9/20 11/10/20 <1.0 <1.0 <2.0 3.0 21 24 0.03 93
31981 77650 11/4/20 11/9/20 11/10/20 <1.0 <1.0 <2.0 13 23 36 0.70 87

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
November 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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34991 1S07 12/1/20 12/2/20 12/2/20 <1.0 <1.0 <2.0 10 19 29 0.68 89
35051 1S03A 12/1/20 12/3/20 12/3/20 <1.0 <1.0 <2.0 11 13 24 0.90 88
35052 1S03B 12/1/20 12/3/20 12/3/20 <1.0 <1.0 <2.0 13 17 30 0.55 87
35004 1SCH3 12/1/20 12/2/20 12/2/20 <1.0 <1.0 <2.0 2.9 2.2 5.0 0.63 445
35005 1SCL1 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 2.4 2.1 4.5 0.73 444
35049 11750 12/1/20 12/3/20 12/3/20 <1.0 <1.0 <2.0 15 23 38 0.57 89
34990 16150 12/1/20 12/2/20 12/2/20 <1.0 <1.0 <2.0 9.6 17 26 0.85 86
35073 20150 12/1/20 12/3/20 12/4/20 <1.0 <1.0 <2.0 17 23 41 0.69 89
35074 20650 12/1/20 12/3/20 12/4/20 <1.0 <1.0 <2.0 14 21 35 0.76 88
34985 27350 12/1/20 12/2/20 12/2/20 <1.0 <1.0 <2.0 14 19 34 0.66 88
35058 3SC26 12/1/20 12/3/20 12/4/20 <1.0 <1.0 <2.0 4.0 4.4 8.4 0.66 443
35014 30550 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 6.4 13 19 0.22 315
35015 31450 12/1/20 12/2/20 12/2/20 <1.0 <1.0 <2.0 9.0 12 21 0.29 322
35016 31550 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 7.7 17 25 0.28 208
35055 33050 12/1/20 12/3/20 12/4/20 <1.0 <1.0 <2.0 11 13 25 0.42 312
35056 33850 12/1/20 12/3/20 12/4/20 <1.0 <1.0 <2.0 7.4 13 20 0.34 313
35030 36950 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 8.5 13 22 0.32 315
35057 39950 12/1/20 12/3/20 12/4/20 <1.0 <1.0 <2.0 9.1 12 21 0.36 313
35033 40350 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 8.6 15 23 0.28 309
35024 46250 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 6.4 24 30 0.26 88
35025 47650 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 4.7 18 22 0.68 94
35038 53550 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 15 23 38 0.67 88
35040 59050 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 14 20 34 0.89 86
35026 77750 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 6.7 19 25 0.16 88
35027 79550 12/1/20 12/2/20 12/3/20 <1.0 <1.0 <2.0 12 19 31 0.59 87

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
December 2020

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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370 1S07 1/5/21 1/11/21 1/12/21 <1.0 <1.0 <2.0 10 13 23 0.76 111
423 1S03A 1/5/21 1/6/21 1/7/21 <1.0 <1.0 <2.0 9.1 11 20 0.81 91
424 1S03B 1/5/21 1/6/21 1/7/21 <1.0 <1.0 <2.0 12 15 27 0.80 93
434 1SCH3 1/5/21 1/7/21 1/8/21 <1.0 <1.0 <2.0 3.4 3.2 6.6 0.59 441
435 1SCL1 1/5/21 1/8/21 1/11/21 <1.0 <1.0 <2.0 3.7 3.6 7.3 0.75 441
421 10750 1/5/21 1/6/21 1/7/21 <1.0 <1.0 <2.0 9.3 11 20 0.82 91
356 21550 1/5/21 1/11/21 1/12/21 <1.0 <1.0 <2.0 16 20 35 0.60 95
364 22250 1/5/21 1/8/21 1/11/21 <1.0 <1.0 <2.0 12 19 31 0.74 94
357 22950 1/5/21 1/11/21 1/12/21 <1.0 <1.0 <2.0 13 18 32 0.57 95
365 26850 1/5/21 1/8/21 1/11/21 <1.0 <1.0 <2.0 17 24 41 0.57 113
430 3SC26 1/5/21 1/7/21 1/8/21 <1.0 <1.0 <2.0 4.0 4.2 8.2 0.66 440
388 30150 1/5/21 1/8/21 1/11/21 <1.0 <1.0 <2.0 5.9 8.2 14 0.48 427
389 31050 1/5/21 1/8/21 1/11/21 <1.0 <1.0 <2.0 14 20 34 0.51 258
427 31650 1/5/21 1/7/21 1/8/21 <1.0 <1.0 <2.0 9.3 22 31 0.31 196
390 31950 1/5/21 1/8/21 1/11/21 <1.0 <1.0 <2.0 16 24 40 0.56 195
428 33550 1/5/21 1/7/21 1/8/21 <1.0 <1.0 <2.0 12 21 34 0.42 197
391 35750 1/5/21 1/8/21 1/11/21 <1.0 <1.0 <2.0 17 21 39 0.56 182
429 37450 1/5/21 1/7/21 1/8/21 <1.0 <1.0 <2.0 13 23 36 0.50 180
404 44450 1/5/21 1/7/21 1/8/21 <1.0 <1.0 <2.0 12 19 30 0.51 93
398 46150 1/5/21 1/6/21 1/6/21 <1.0 <1.0 <2.0 16 22 38 0.59 95
399 47550 1/5/21 1/6/21 1/6/21 <1.0 <1.0 <2.0 7.3 23 30 0.30 95
411 51450 1/5/21 1/8/21 1/11/21 <1.0 <1.0 <2.0 15 20 35 0.71 93
412 57750 1/5/21 1/8/21 1/11/21 <1.0 <1.0 <2.0 14 20 34 0.67 94
406 76150 1/5/21 1/7/21 1/8/21 <1.0 <1.0 <2.0 12 17 30 0.55 93
400 78150 1/5/21 1/6/21 1/6/21 <1.0 <1.0 <2.0 13 18 31 0.48 96

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
January 2021

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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3768 1S07 2/2/21 2/4/21 2/5/21 <1.0 <1.0 <2.0 19 26 44 0.63 144
3809 1S03A 2/2/21 2/3/21 2/4/21 <1.0 <1.0 <2.0 14 16 30 0.85 94
3810 1S03B 2/2/21 2/3/21 2/4/21 <1.0 <1.0 <2.0 14 19 33 0.82 98
3736 1SCH3 2/2/21 2/8/21 2/8/21 <1.0 <1.0 <2.0 5.1 4.5 9.6 0.64 432
3737 1SCL1 2/2/21 2/8/21 2/9/21 <1.0 <1.0 <2.0 4.9 4.5 9.4 0.60 433
3767 15150 2/2/21 2/3/21 2/4/21 <1.0 <1.0 <2.0 11 15 27 0.58 308
3808 18650 2/2/21 2/3/21 2/4/21 <1.0 <1.0 <2.0 18 23 41 0.63 98
3797 23450 2/2/21 2/5/21 2/6/21 <1.0 <1.0 <2.0 18 24 42 0.58 94
3754 24350 2/2/21 2/4/21 2/4/21 <1.0 <1.0 <2.0 18 28 47 0.51 105
3769 3SC26 2/2/21 2/4/21 2/5/21 <1.0 <1.0 <2.0 5.2 6.0 11 0.53 433
3772 31750 2/2/21 2/3/21 2/4/21 <1.0 <1.0 <2.0 8.3 12 20 0.44 386
3773 31850 2/2/21 2/4/21 2/5/21 <1.0 <1.0 <2.0 19 30 49 0.46 177
3774 32350 2/2/21 2/3/21 2/4/21 <1.0 <1.0 <2.0 8.1 12 20 0.41 397
3760 33450 2/2/21 2/5/21 2/6/21 <1.0 <1.0 <2.0 5.6 6.8 12 0.48 418
3761 33950 2/2/21 2/5/21 2/6/21 <1.0 <1.0 <2.0 5.6 7.1 13 0.47 438
3775 37950 2/2/21 2/4/21 2/5/21 <1.0 <1.0 <2.0 19 31 50 0.33 181
3762 38250 2/2/21 2/5/21 2/6/21 <1.0 <1.0 <2.0 16 23 40 0.47 250
3763 39650 2/2/21 2/5/21 2/6/21 <1.0 <1.0 <2.0 19 29 47 0.41 197
3744 44350 2/2/21 2/5/21 2/6/21 <1.0 <1.0 <2.0 19 28 47 0.41 186
3747 45250 2/2/21 2/3/21 2/3/21 <1.0 <1.0 <2.0 19 30 49 0.25 99
3756 50250 2/2/21 2/4/21 2/5/21 <1.0 <1.0 <2.0 19 29 49 0.73 98
3779 50750 2/2/21 2/5/21 2/6/21 <1.0 <1.0 <2.0 18 31 49 0.40 99
3780 50850 2/2/21 2/5/21 2/6/21 <1.0 <1.0 <2.0 18 29 47 0.52 98
3757 52050 2/2/21 2/5/21 2/6/21 <1.0 <1.0 <2.0 17 27 45 0.61 91
3781 58650 2/2/21 2/5/21 2/6/21 <1.0 <1.0 <2.0 18 32 50 0.45 98
3749 77650 2/2/21 2/3/21 2/4/21 <1.0 <1.0 <2.0 16 24 40 0.47 92

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
February 2021

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________
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6643 1S07 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 23 24 46 0.68 100
6696 1S03A 3/2/21 3/8/21 3/9/21 <1.0 <1.0 <2.0 12 13 26 0.81 96
6697 1S03B 3/2/21 3/8/21 3/9/21 <1.0 <1.0 <2.0 17 18 34 0.70 100
6707 1SCH3 3/2/21 3/5/21 3/5/21 <1.0 <1.0 <2.0 14 18 32 0.65 97
6708 1SCL1 3/2/21 3/5/21 3/5/21 <1.0 <1.0 <2.0 7.5 9.2 17 0.70 374
6694 11750 3/2/21 3/8/21 3/8/21 <1.0 <1.0 <2.0 9.1 11 20 0.48 362
6642 16150 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 14 16 29 0.79 95
6629 20150 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 21 24 45 0.57 99
6630 20650 3/2/21 3/3/21 3/3/21 <1.0 <1.0 <2.0 18 27 45 0.70 99
6637 27350 3/2/21 3/3/21 3/3/21 <1.0 <1.0 <2.0 19 20 39 0.57 98
6703 3SC26 3/2/21 3/8/21 3/9/21 <1.0 <1.0 <2.0 5.8 6.6 12 0.65 405
6659 30550 3/2/21 3/3/21 3/3/21 <1.0 <1.0 <2.0 19 27 47 0.34 101
6660 31450 3/2/21 3/3/21 3/3/21 <1.0 <1.0 <2.0 23 32 55 0.34 101
6661 31550 3/2/21 3/3/21 3/3/21 <1.0 <1.0 <2.0 22 27 49 0.34 100
6700 33050 3/2/21 3/8/21 3/9/21 <1.0 <1.0 <2.0 15 19 34 0.43 98
6701 33850 3/2/21 3/8/21 3/9/21 <1.0 <1.0 <2.0 15 19 34 0.30 98
6675 36950 3/2/21 3/5/21 3/5/21 <1.0 <1.0 2.1 27 31 61 0.46 101
6702 39950 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 16 23 39 0.43 98
6678 40350 3/2/21 3/5/21 3/5/21 <1.0 <1.0 <2.0 26 27 53 0.47 101
6669 46250 3/2/21 3/3/21 3/4/21 <1.0 <1.0 <2.0 17 18 35 0.39 98
6670 47650 3/2/21 3/3/21 3/4/21 <1.0 <1.0 <2.0 13 28 41 0.53 103
6683 53550 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 18 24 42 0.59 98
6685 59050 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 18 24 42 0.65 98
6671 77750 3/2/21 3/4/21 3/4/21 <1.0 <1.0 <2.0 11 26 37 0.20 97
6672 79550 3/2/21 3/3/21 3/4/21 <1.0 <1.0 <2.0 16 22 38 0.63 96

EPA Method 552.3
* Hach DPD Method (analyte is not ELAP certified)

** Method SM 2510 B
Director ____________________
Date _______________________Date _______________________ Date __________________________

REPORT

NYC DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION HALOACETIC ACIDS FIVE (HAA5) - µg/L
March 2021

All analytes reported under EPA552.3 are ELAP certified

Analyst ____________________ Supervisor ____________________



REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

3565 45250 2/5/19 2/6/19 19 2.1 < 1.0 < 1.0 22 0.47 97.9
3567 77650 2/5/19 2/6/19 24 2.5 < 1.0 < 1.0 26 0.50 96.3
3574 50750 2/5/19 2/6/19 26 2.4 < 1.0 < 1.0 28 0.29 99.1
3575 50850 2/5/19 2/6/19 25 2.4 < 1.0 < 1.0 27 0.30 99.9
3576 58650 2/5/19 2/6/19 31 2.8 < 1.0 < 1.0 34 0.22 103
3579 33450 2/5/19 2/6/19 14 4.2 < 1.0 < 1.0 18 0.52 445
3580 33950 2/5/19 2/6/19 15 4.5 < 1.0 < 1.0 20 0.45 443
3581 38250 2/5/19 2/6/19 23 2.6 < 1.0 < 1.0 25 0.29 136
3582 39650 2/5/19 2/6/19 27 2.8 < 1.0 < 1.0 30 0.30 132
3586 15150 2/5/19 2/6/19 25 2.8 < 1.0 < 1.0 28 0.47 173
3588 3SC26 2/5/19 2/6/19 13 3.6 < 1.0 < 1.0 17 0.62 445
3599 44350 2/5/19 2/7/19 29 3.7 < 1.0 < 1.0 33 0.16 191
3603 23450 2/5/19 2/6/19 22 2.2 < 1.0 < 1.0 24 0.41 98.3
3625 24350 2/5/19 2/7/19 27 2.8 < 1.0 < 1.0 30 0.48 98.0
3627 50250 2/5/19 2/7/19 23 2.4 < 1.0 < 1.0 25 0.63 98.5
3628 52050 2/5/19 2/7/19 28 2.6 < 1.0 < 1.0 30 0.34 99.1
3641 31750 2/5/19 2/6/19 26 3.2 < 1.0 < 1.0 29 0.15 147
3642 31850 2/5/19 2/6/19 28 3.3 < 1.0 < 1.0 31 0.35 145
3643 32350 2/5/19 2/6/19 23 4.6 < 1.0 < 1.0 27 0.34 330
3644 37950 2/5/19 2/6/19 30 3.5 < 1.0 < 1.0 33 0.18 136
3648 18650 2/5/19 2/6/19 19 2.5 < 1.0 < 1.0 22 0.56 174

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

February 2019
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

3587 1S07 2/5/19 2/6/19 15 1.8 < 1.0 < 1.0 17 0.24 96.8

3637 1SCH3 2/5/19 2/5/19 11 3.7 < 1.0 < 1.0 14 0.52 430

3638 1SCL1 2/5/19 2/5/19 11 3.7 < 1.0 < 1.0 14 0.75 438

3650 1S03A 2/5/19 2/6/19 13 1.6 < 1.0 < 1.0 15 0.62 96.9

3651 1S03B 2/5/19 2/6/19 18 2.1 < 1.0 < 1.0 20 0.58 99.6

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

February 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

3587 1S07 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

3637 1SCH3 2/5/19 2/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

3638 1SCL1 2/5/19 2/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

3650 1S03A 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

3651 1S03B 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

February 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3587 1S07 2/5/19 2/6/19

3637 1SCH3 2/5/19 2/5/19

3638 1SCL1 2/5/19 2/5/19

3650 1S03A 2/5/19 2/6/19

3651 1S03B 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3587 1S07 2/5/19 2/6/19

3637 1SCH3 2/5/19 2/5/19

3638 1SCL1 2/5/19 2/5/19

3650 1S03A 2/5/19 2/6/19

3651 1S03B 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_201902.xls\Entry Points VOC page 5 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3587 1S07 2/5/19 2/6/19

3637 1SCH3 2/5/19 2/5/19

3638 1SCL1 2/5/19 2/5/19

3650 1S03A 2/5/19 2/6/19

3651 1S03B 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3587 1S07 2/5/19 2/6/19

3637 1SCH3 2/5/19 2/5/19

3638 1SCL1 2/5/19 2/5/19

3650 1S03A 2/5/19 2/6/19

3651 1S03B 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3587 1S07 2/5/19 2/6/19

3637 1SCH3 2/5/19 2/5/19

3638 1SCL1 2/5/19 2/5/19

3650 1S03A 2/5/19 2/6/19

3651 1S03B 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3587 1S07 2/5/19 2/6/19

3637 1SCH3 2/5/19 2/5/19

3638 1SCL1 2/5/19 2/5/19

3650 1S03A 2/5/19 2/6/19

3651 1S03B 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.24 96.8

0.52 430 Associated LFM1 failed for chlorodifluoromethane and t-butyl alcohol. 

0.75 438 Associated LCAL failed for t-butyl alcohol. 

0.62 96.9

0.58 99.6

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

3565 45250 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3567 77650 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3574 50750 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3575 50850 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3576 58650 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3579 33450 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3580 33950 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3581 38250 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3582 39650 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3586 15150 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3588 3SC26 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3599 44350 2/5/19 2/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3603 23450 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3625 24350 2/5/19 2/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3627 50250 2/5/19 2/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3628 52050 2/5/19 2/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3641 31750 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3642 31850 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3643 32350 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3644 37950 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3648 18650 2/5/19 2/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

February 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3565 45250 2/5/19 2/6/19
3567 77650 2/5/19 2/6/19
3574 50750 2/5/19 2/6/19
3575 50850 2/5/19 2/6/19
3576 58650 2/5/19 2/6/19
3579 33450 2/5/19 2/6/19
3580 33950 2/5/19 2/6/19
3581 38250 2/5/19 2/6/19
3582 39650 2/5/19 2/6/19
3586 15150 2/5/19 2/6/19
3588 3SC26 2/5/19 2/6/19
3599 44350 2/5/19 2/7/19
3603 23450 2/5/19 2/6/19
3625 24350 2/5/19 2/7/19
3627 50250 2/5/19 2/7/19
3628 52050 2/5/19 2/7/19
3641 31750 2/5/19 2/6/19
3642 31850 2/5/19 2/6/19
3643 32350 2/5/19 2/6/19
3644 37950 2/5/19 2/6/19
3648 18650 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3565 45250 2/5/19 2/6/19
3567 77650 2/5/19 2/6/19
3574 50750 2/5/19 2/6/19
3575 50850 2/5/19 2/6/19
3576 58650 2/5/19 2/6/19
3579 33450 2/5/19 2/6/19
3580 33950 2/5/19 2/6/19
3581 38250 2/5/19 2/6/19
3582 39650 2/5/19 2/6/19
3586 15150 2/5/19 2/6/19
3588 3SC26 2/5/19 2/6/19
3599 44350 2/5/19 2/7/19
3603 23450 2/5/19 2/6/19
3625 24350 2/5/19 2/7/19
3627 50250 2/5/19 2/7/19
3628 52050 2/5/19 2/7/19
3641 31750 2/5/19 2/6/19
3642 31850 2/5/19 2/6/19
3643 32350 2/5/19 2/6/19
3644 37950 2/5/19 2/6/19
3648 18650 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3565 45250 2/5/19 2/6/19
3567 77650 2/5/19 2/6/19
3574 50750 2/5/19 2/6/19
3575 50850 2/5/19 2/6/19
3576 58650 2/5/19 2/6/19
3579 33450 2/5/19 2/6/19
3580 33950 2/5/19 2/6/19
3581 38250 2/5/19 2/6/19
3582 39650 2/5/19 2/6/19
3586 15150 2/5/19 2/6/19
3588 3SC26 2/5/19 2/6/19
3599 44350 2/5/19 2/7/19
3603 23450 2/5/19 2/6/19
3625 24350 2/5/19 2/7/19
3627 50250 2/5/19 2/7/19
3628 52050 2/5/19 2/7/19
3641 31750 2/5/19 2/6/19
3642 31850 2/5/19 2/6/19
3643 32350 2/5/19 2/6/19
3644 37950 2/5/19 2/6/19
3648 18650 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3565 45250 2/5/19 2/6/19
3567 77650 2/5/19 2/6/19
3574 50750 2/5/19 2/6/19
3575 50850 2/5/19 2/6/19
3576 58650 2/5/19 2/6/19
3579 33450 2/5/19 2/6/19
3580 33950 2/5/19 2/6/19
3581 38250 2/5/19 2/6/19
3582 39650 2/5/19 2/6/19
3586 15150 2/5/19 2/6/19
3588 3SC26 2/5/19 2/6/19
3599 44350 2/5/19 2/7/19
3603 23450 2/5/19 2/6/19
3625 24350 2/5/19 2/7/19
3627 50250 2/5/19 2/7/19
3628 52050 2/5/19 2/7/19
3641 31750 2/5/19 2/6/19
3642 31850 2/5/19 2/6/19
3643 32350 2/5/19 2/6/19
3644 37950 2/5/19 2/6/19
3648 18650 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3565 45250 2/5/19 2/6/19
3567 77650 2/5/19 2/6/19
3574 50750 2/5/19 2/6/19
3575 50850 2/5/19 2/6/19
3576 58650 2/5/19 2/6/19
3579 33450 2/5/19 2/6/19
3580 33950 2/5/19 2/6/19
3581 38250 2/5/19 2/6/19
3582 39650 2/5/19 2/6/19
3586 15150 2/5/19 2/6/19
3588 3SC26 2/5/19 2/6/19
3599 44350 2/5/19 2/7/19
3603 23450 2/5/19 2/6/19
3625 24350 2/5/19 2/7/19
3627 50250 2/5/19 2/7/19
3628 52050 2/5/19 2/7/19
3641 31750 2/5/19 2/6/19
3642 31850 2/5/19 2/6/19
3643 32350 2/5/19 2/6/19
3644 37950 2/5/19 2/6/19
3648 18650 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3565 45250 2/5/19 2/6/19
3567 77650 2/5/19 2/6/19
3574 50750 2/5/19 2/6/19
3575 50850 2/5/19 2/6/19
3576 58650 2/5/19 2/6/19
3579 33450 2/5/19 2/6/19
3580 33950 2/5/19 2/6/19
3581 38250 2/5/19 2/6/19
3582 39650 2/5/19 2/6/19
3586 15150 2/5/19 2/6/19
3588 3SC26 2/5/19 2/6/19
3599 44350 2/5/19 2/7/19
3603 23450 2/5/19 2/6/19
3625 24350 2/5/19 2/7/19
3627 50250 2/5/19 2/7/19
3628 52050 2/5/19 2/7/19
3641 31750 2/5/19 2/6/19
3642 31850 2/5/19 2/6/19
3643 32350 2/5/19 2/6/19
3644 37950 2/5/19 2/6/19
3648 18650 2/5/19 2/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.47 97.9
0.50 96.3
0.29 99.1
0.30 99.9
0.22 103
0.52 445
0.45 443
0.29 136
0.30 132
0.47 173
0.62 445
0.16 191
0.41 98.3
0.48 98.0
0.63 98.5
0.34 99.1
0.15 147
0.35 145
0.34 330
0.18 136
0.56 174

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_201902.xls\Dist VOC page 16 of 7



REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

6428 1SCH3 3/5/19 3/6/19 8.3 3.2 < 1.0 < 1.0 12 0.54 452

6429 1SCL1 3/5/19 3/6/19 8.0 3.2 < 1.0 < 1.0 11 0.72 453

6434 1S03A 3/5/19 3/6/19 15 2.2 < 1.0 < 1.0 17 0.86 89

6435 1S03B 3/5/19 3/6/19 21 2.9 < 1.0 < 1.0 24 0.61 92

6444 1S07 3/5/19 3/6/19 13 1.9 < 1.0 < 1.0 15 0.49 87

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

March 2019
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

6405 46250 3/5/19 3/6/19 25 3.1 < 1.0 < 1.0 28 0.22 89
6406 47650 3/5/19 3/6/19 30 3.4 < 1.0 < 1.0 33 0.67 97
6407 77750 3/5/19 3/7/19 22 2.8 < 1.0 < 1.0 25 0.20 89
6408 79550 3/5/19 3/6/19 15 2.0 < 1.0 < 1.0 17 0.45 89
6413 53550 3/5/19 3/7/19 20 2.4 < 1.0 < 1.0 22 0.60 88
6415 59050 3/5/19 3/7/19 16 2.1 < 1.0 < 1.0 18 0.67 89
6432 11750 3/5/19 3/6/19 17 5.9 1.1 < 1.0 24 0.37 443
6443 16150 3/5/19 3/6/19 19 2.6 < 1.0 < 1.0 22 0.53 106
6448 33050 3/5/19 3/6/19 23 3.4 < 1.0 < 1.0 26 0.43 133
6449 33850 3/5/19 3/6/19 22 3.3 < 1.0 < 1.0 25 0.28 147
6450 39950 3/5/19 3/6/19 27 3.8 < 1.0 < 1.0 31 0.25 131
6451 3SC26 3/5/19 3/6/19 10 4.0 < 1.0 < 1.0 14 0.62 448
6454 30550 3/5/19 3/6/19 22 3.6 < 1.0 < 1.0 26 0.38 173
6455 31450 3/5/19 3/6/19 22 3.6 < 1.0 < 1.0 25 0.40 197
6456 31550 3/5/19 3/6/19 18 2.8 < 1.0 < 1.0 21 0.32 124
6471 36950 3/5/19 3/6/19 26 3.7 < 1.0 < 1.0 30 0.22 134
6474 40350 3/5/19 3/6/19 26 3.7 < 1.0 < 1.0 29 0.22 144
6479 27350 3/5/19 3/6/19 21 2.6 < 1.0 < 1.0 23 0.41 90
6485 20150 3/5/19 3/7/19 19 2.4 < 1.0 < 1.0 21 0.43 88
6486 20650 3/5/19 3/7/19 21 2.5 < 1.0 < 1.0 23 0.46 92

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

March 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

6428 1SCH3 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6429 1SCL1 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6434 1S03A 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6435 1S03B 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6444 1S07 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

March 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6428 1SCH3 3/5/19 3/6/19

6429 1SCL1 3/5/19 3/6/19

6434 1S03A 3/5/19 3/6/19

6435 1S03B 3/5/19 3/6/19

6444 1S07 3/5/19 3/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6428 1SCH3 3/5/19 3/6/19

6429 1SCL1 3/5/19 3/6/19

6434 1S03A 3/5/19 3/6/19

6435 1S03B 3/5/19 3/6/19

6444 1S07 3/5/19 3/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6428 1SCH3 3/5/19 3/6/19

6429 1SCL1 3/5/19 3/6/19

6434 1S03A 3/5/19 3/6/19

6435 1S03B 3/5/19 3/6/19

6444 1S07 3/5/19 3/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6428 1SCH3 3/5/19 3/6/19

6429 1SCL1 3/5/19 3/6/19

6434 1S03A 3/5/19 3/6/19

6435 1S03B 3/5/19 3/6/19

6444 1S07 3/5/19 3/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6428 1SCH3 3/5/19 3/6/19

6429 1SCL1 3/5/19 3/6/19

6434 1S03A 3/5/19 3/6/19

6435 1S03B 3/5/19 3/6/19

6444 1S07 3/5/19 3/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6428 1SCH3 3/5/19 3/6/19

6429 1SCL1 3/5/19 3/6/19

6434 1S03A 3/5/19 3/6/19

6435 1S03B 3/5/19 3/6/19

6444 1S07 3/5/19 3/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.54 452

0.72 453

0.86 89

0.61 92

0.49 87

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

6405 46250 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6406 47650 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6407 77750 3/5/19 3/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6408 79550 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6413 53550 3/5/19 3/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6415 59050 3/5/19 3/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6432 11750 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6443 16150 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6448 33050 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6449 33850 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6450 39950 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6451 3SC26 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6454 30550 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6455 31450 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6456 31550 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6471 36950 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6474 40350 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6479 27350 3/5/19 3/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6485 20150 3/5/19 3/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6486 20650 3/5/19 3/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

March 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6405 46250 3/5/19 3/6/19
6406 47650 3/5/19 3/6/19
6407 77750 3/5/19 3/7/19
6408 79550 3/5/19 3/6/19
6413 53550 3/5/19 3/7/19
6415 59050 3/5/19 3/7/19
6432 11750 3/5/19 3/6/19
6443 16150 3/5/19 3/6/19
6448 33050 3/5/19 3/6/19
6449 33850 3/5/19 3/6/19
6450 39950 3/5/19 3/6/19
6451 3SC26 3/5/19 3/6/19
6454 30550 3/5/19 3/6/19
6455 31450 3/5/19 3/6/19
6456 31550 3/5/19 3/6/19
6471 36950 3/5/19 3/6/19
6474 40350 3/5/19 3/6/19
6479 27350 3/5/19 3/6/19
6485 20150 3/5/19 3/7/19
6486 20650 3/5/19 3/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6405 46250 3/5/19 3/6/19
6406 47650 3/5/19 3/6/19
6407 77750 3/5/19 3/7/19
6408 79550 3/5/19 3/6/19
6413 53550 3/5/19 3/7/19
6415 59050 3/5/19 3/7/19
6432 11750 3/5/19 3/6/19
6443 16150 3/5/19 3/6/19
6448 33050 3/5/19 3/6/19
6449 33850 3/5/19 3/6/19
6450 39950 3/5/19 3/6/19
6451 3SC26 3/5/19 3/6/19
6454 30550 3/5/19 3/6/19
6455 31450 3/5/19 3/6/19
6456 31550 3/5/19 3/6/19
6471 36950 3/5/19 3/6/19
6474 40350 3/5/19 3/6/19
6479 27350 3/5/19 3/6/19
6485 20150 3/5/19 3/7/19
6486 20650 3/5/19 3/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6405 46250 3/5/19 3/6/19
6406 47650 3/5/19 3/6/19
6407 77750 3/5/19 3/7/19
6408 79550 3/5/19 3/6/19
6413 53550 3/5/19 3/7/19
6415 59050 3/5/19 3/7/19
6432 11750 3/5/19 3/6/19
6443 16150 3/5/19 3/6/19
6448 33050 3/5/19 3/6/19
6449 33850 3/5/19 3/6/19
6450 39950 3/5/19 3/6/19
6451 3SC26 3/5/19 3/6/19
6454 30550 3/5/19 3/6/19
6455 31450 3/5/19 3/6/19
6456 31550 3/5/19 3/6/19
6471 36950 3/5/19 3/6/19
6474 40350 3/5/19 3/6/19
6479 27350 3/5/19 3/6/19
6485 20150 3/5/19 3/7/19
6486 20650 3/5/19 3/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6405 46250 3/5/19 3/6/19
6406 47650 3/5/19 3/6/19
6407 77750 3/5/19 3/7/19
6408 79550 3/5/19 3/6/19
6413 53550 3/5/19 3/7/19
6415 59050 3/5/19 3/7/19
6432 11750 3/5/19 3/6/19
6443 16150 3/5/19 3/6/19
6448 33050 3/5/19 3/6/19
6449 33850 3/5/19 3/6/19
6450 39950 3/5/19 3/6/19
6451 3SC26 3/5/19 3/6/19
6454 30550 3/5/19 3/6/19
6455 31450 3/5/19 3/6/19
6456 31550 3/5/19 3/6/19
6471 36950 3/5/19 3/6/19
6474 40350 3/5/19 3/6/19
6479 27350 3/5/19 3/6/19
6485 20150 3/5/19 3/7/19
6486 20650 3/5/19 3/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6405 46250 3/5/19 3/6/19
6406 47650 3/5/19 3/6/19
6407 77750 3/5/19 3/7/19
6408 79550 3/5/19 3/6/19
6413 53550 3/5/19 3/7/19
6415 59050 3/5/19 3/7/19
6432 11750 3/5/19 3/6/19
6443 16150 3/5/19 3/6/19
6448 33050 3/5/19 3/6/19
6449 33850 3/5/19 3/6/19
6450 39950 3/5/19 3/6/19
6451 3SC26 3/5/19 3/6/19
6454 30550 3/5/19 3/6/19
6455 31450 3/5/19 3/6/19
6456 31550 3/5/19 3/6/19
6471 36950 3/5/19 3/6/19
6474 40350 3/5/19 3/6/19
6479 27350 3/5/19 3/6/19
6485 20150 3/5/19 3/7/19
6486 20650 3/5/19 3/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6405 46250 3/5/19 3/6/19
6406 47650 3/5/19 3/6/19
6407 77750 3/5/19 3/7/19
6408 79550 3/5/19 3/6/19
6413 53550 3/5/19 3/7/19
6415 59050 3/5/19 3/7/19
6432 11750 3/5/19 3/6/19
6443 16150 3/5/19 3/6/19
6448 33050 3/5/19 3/6/19
6449 33850 3/5/19 3/6/19
6450 39950 3/5/19 3/6/19
6451 3SC26 3/5/19 3/6/19
6454 30550 3/5/19 3/6/19
6455 31450 3/5/19 3/6/19
6456 31550 3/5/19 3/6/19
6471 36950 3/5/19 3/6/19
6474 40350 3/5/19 3/6/19
6479 27350 3/5/19 3/6/19
6485 20150 3/5/19 3/7/19
6486 20650 3/5/19 3/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.22 89
0.67 97
0.20 89
0.45 89
0.60 88
0.67 89
0.37 443
0.53 106
0.43 133
0.28 147
0.25 131
0.62 448
0.38 173
0.40 197
0.32 124
0.22 134
0.22 144
0.41 90
0.43 88
0.46 92

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

9264 1S03A 4/2/19 4/2/19 11 1.3 < 1.0 < 1.0 12 0.82 86

9265 1S03B 4/2/19 4/2/19 20 2.3 < 1.0 < 1.0 22 0.65 89

9276 1S07 4/2/19 4/2/19 18 2.1 < 1.0 < 1.0 20 0.63 84

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

April 2019

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_201904.xls\Entry Points THM page 1 of 16      



REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

9203 21550 4/2/19 4/3/19 20 2.4 < 1.0 < 1.0 23 0.44 87
9204 22950 4/2/19 4/2/19 28 3.2 < 1.0 < 1.0 31 0.34 88
9214 1SCH3 4/2/19 4/2/19 13 1.8 < 1.0 < 1.0 14 0.48 86
9215 1SCL1 4/2/19 4/2/19 15 2.1 < 1.0 < 1.0 17 0.65 88
9220 22250 4/2/19 4/2/19 19 2.3 < 1.0 < 1.0 22 0.67 86
9221 26850 4/2/19 4/2/19 25 3.0 < 1.0 < 1.0 28 0.45 88
9224 30150 4/2/19 4/3/19 29 3.3 < 1.0 < 1.0 33 0.39 90
9225 31050 4/2/19 4/3/19 21 2.4 < 1.0 < 1.0 23 0.41 86
9226 31950 4/2/19 4/3/19 26 3.1 < 1.0 < 1.0 29 0.42 88
9227 35750 4/2/19 4/3/19 23 2.7 < 1.0 < 1.0 26 0.36 87
9231 44450 4/2/19 4/2/19 20 2.3 < 1.0 < 1.0 22 0.45 86
9233 76150 4/2/19 4/2/19 16 2.0 < 1.0 < 1.0 18 0.53 84
9251 46150 4/2/19 4/2/19 21 2.4 < 1.0 < 1.0 23 0.50 86
9252 47550 4/2/19 4/2/19 24 2.7 < 1.0 < 1.0 27 0.26 85
9253 78150 4/2/19 4/2/19 16 1.9 < 1.0 < 1.0 18 0.56 84
9258 51450 4/2/19 4/2/19 20 2.2 < 1.0 < 1.0 22 0.54 87
9259 57750 4/2/19 4/2/19 20 2.1 < 1.0 < 1.0 22 0.65 88
9262 10750 4/2/19 4/2/19 12 1.5 < 1.0 < 1.0 13 0.80 84
9268 31650 4/2/19 4/3/19 26 3.0 < 1.0 < 1.0 29 0.27 90
9269 33550 4/2/19 4/3/19 27 3.1 < 1.0 < 1.0 30 0.28 88
9270 37450 4/2/19 4/2/19 24 2.6 < 1.0 < 1.0 27 0.39 90
9271 3SC26 4/2/19 4/3/19 22 2.6 < 1.0 < 1.0 25 0.57 88

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

April 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

9264 1S03A 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

9265 1S03B 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

9276 1S07 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

April 2019

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_201904.xls\Entry Points VOC page 3 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9264 1S03A 4/2/19 4/2/19

9265 1S03B 4/2/19 4/2/19

9276 1S07 4/2/19 4/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 April 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9264 1S03A 4/2/19 4/2/19

9265 1S03B 4/2/19 4/2/19

9276 1S07 4/2/19 4/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 April 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9264 1S03A 4/2/19 4/2/19

9265 1S03B 4/2/19 4/2/19

9276 1S07 4/2/19 4/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 April 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9264 1S03A 4/2/19 4/2/19

9265 1S03B 4/2/19 4/2/19

9276 1S07 4/2/19 4/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 April 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9264 1S03A 4/2/19 4/2/19

9265 1S03B 4/2/19 4/2/19

9276 1S07 4/2/19 4/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 April 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9264 1S03A 4/2/19 4/2/19

9265 1S03B 4/2/19 4/2/19

9276 1S07 4/2/19 4/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 April 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.82 86

0.65 89

0.63 84

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

9203 21550 4/2/19 4/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9204 22950 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9214 1SCH3 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9215 1SCL1 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9220 22250 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9221 26850 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9224 30150 4/2/19 4/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9225 31050 4/2/19 4/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9226 31950 4/2/19 4/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9227 35750 4/2/19 4/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9231 44450 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9233 76150 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9251 46150 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9252 47550 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9253 78150 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9258 51450 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9259 57750 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9262 10750 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9268 31650 4/2/19 4/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9269 33550 4/2/19 4/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9270 37450 4/2/19 4/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
9271 3SC26 4/2/19 4/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

April 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9203 21550 4/2/19 4/3/19
9204 22950 4/2/19 4/2/19
9214 1SCH3 4/2/19 4/2/19
9215 1SCL1 4/2/19 4/2/19
9220 22250 4/2/19 4/2/19
9221 26850 4/2/19 4/2/19
9224 30150 4/2/19 4/3/19
9225 31050 4/2/19 4/3/19
9226 31950 4/2/19 4/3/19
9227 35750 4/2/19 4/3/19
9231 44450 4/2/19 4/2/19
9233 76150 4/2/19 4/2/19
9251 46150 4/2/19 4/2/19
9252 47550 4/2/19 4/2/19
9253 78150 4/2/19 4/2/19
9258 51450 4/2/19 4/2/19
9259 57750 4/2/19 4/2/19
9262 10750 4/2/19 4/2/19
9268 31650 4/2/19 4/3/19
9269 33550 4/2/19 4/3/19
9270 37450 4/2/19 4/2/19
9271 3SC26 4/2/19 4/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 April 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9203 21550 4/2/19 4/3/19
9204 22950 4/2/19 4/2/19
9214 1SCH3 4/2/19 4/2/19
9215 1SCL1 4/2/19 4/2/19
9220 22250 4/2/19 4/2/19
9221 26850 4/2/19 4/2/19
9224 30150 4/2/19 4/3/19
9225 31050 4/2/19 4/3/19
9226 31950 4/2/19 4/3/19
9227 35750 4/2/19 4/3/19
9231 44450 4/2/19 4/2/19
9233 76150 4/2/19 4/2/19
9251 46150 4/2/19 4/2/19
9252 47550 4/2/19 4/2/19
9253 78150 4/2/19 4/2/19
9258 51450 4/2/19 4/2/19
9259 57750 4/2/19 4/2/19
9262 10750 4/2/19 4/2/19
9268 31650 4/2/19 4/3/19
9269 33550 4/2/19 4/3/19
9270 37450 4/2/19 4/2/19
9271 3SC26 4/2/19 4/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 April 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9203 21550 4/2/19 4/3/19
9204 22950 4/2/19 4/2/19
9214 1SCH3 4/2/19 4/2/19
9215 1SCL1 4/2/19 4/2/19
9220 22250 4/2/19 4/2/19
9221 26850 4/2/19 4/2/19
9224 30150 4/2/19 4/3/19
9225 31050 4/2/19 4/3/19
9226 31950 4/2/19 4/3/19
9227 35750 4/2/19 4/3/19
9231 44450 4/2/19 4/2/19
9233 76150 4/2/19 4/2/19
9251 46150 4/2/19 4/2/19
9252 47550 4/2/19 4/2/19
9253 78150 4/2/19 4/2/19
9258 51450 4/2/19 4/2/19
9259 57750 4/2/19 4/2/19
9262 10750 4/2/19 4/2/19
9268 31650 4/2/19 4/3/19
9269 33550 4/2/19 4/3/19
9270 37450 4/2/19 4/2/19
9271 3SC26 4/2/19 4/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 April 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9203 21550 4/2/19 4/3/19
9204 22950 4/2/19 4/2/19
9214 1SCH3 4/2/19 4/2/19
9215 1SCL1 4/2/19 4/2/19
9220 22250 4/2/19 4/2/19
9221 26850 4/2/19 4/2/19
9224 30150 4/2/19 4/3/19
9225 31050 4/2/19 4/3/19
9226 31950 4/2/19 4/3/19
9227 35750 4/2/19 4/3/19
9231 44450 4/2/19 4/2/19
9233 76150 4/2/19 4/2/19
9251 46150 4/2/19 4/2/19
9252 47550 4/2/19 4/2/19
9253 78150 4/2/19 4/2/19
9258 51450 4/2/19 4/2/19
9259 57750 4/2/19 4/2/19
9262 10750 4/2/19 4/2/19
9268 31650 4/2/19 4/3/19
9269 33550 4/2/19 4/3/19
9270 37450 4/2/19 4/2/19
9271 3SC26 4/2/19 4/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 April 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9203 21550 4/2/19 4/3/19
9204 22950 4/2/19 4/2/19
9214 1SCH3 4/2/19 4/2/19
9215 1SCL1 4/2/19 4/2/19
9220 22250 4/2/19 4/2/19
9221 26850 4/2/19 4/2/19
9224 30150 4/2/19 4/3/19
9225 31050 4/2/19 4/3/19
9226 31950 4/2/19 4/3/19
9227 35750 4/2/19 4/3/19
9231 44450 4/2/19 4/2/19
9233 76150 4/2/19 4/2/19
9251 46150 4/2/19 4/2/19
9252 47550 4/2/19 4/2/19
9253 78150 4/2/19 4/2/19
9258 51450 4/2/19 4/2/19
9259 57750 4/2/19 4/2/19
9262 10750 4/2/19 4/2/19
9268 31650 4/2/19 4/3/19
9269 33550 4/2/19 4/3/19
9270 37450 4/2/19 4/2/19
9271 3SC26 4/2/19 4/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 April 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

9203 21550 4/2/19 4/3/19
9204 22950 4/2/19 4/2/19
9214 1SCH3 4/2/19 4/2/19
9215 1SCL1 4/2/19 4/2/19
9220 22250 4/2/19 4/2/19
9221 26850 4/2/19 4/2/19
9224 30150 4/2/19 4/3/19
9225 31050 4/2/19 4/3/19
9226 31950 4/2/19 4/3/19
9227 35750 4/2/19 4/3/19
9231 44450 4/2/19 4/2/19
9233 76150 4/2/19 4/2/19
9251 46150 4/2/19 4/2/19
9252 47550 4/2/19 4/2/19
9253 78150 4/2/19 4/2/19
9258 51450 4/2/19 4/2/19
9259 57750 4/2/19 4/2/19
9262 10750 4/2/19 4/2/19
9268 31650 4/2/19 4/3/19
9269 33550 4/2/19 4/3/19
9270 37450 4/2/19 4/2/19
9271 3SC26 4/2/19 4/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 April 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.44 87
0.34 88
0.48 86
0.65 88
0.67 86
0.45 88
0.39 90
0.41 86
0.42 88
0.36 87
0.45 86
0.53 84
0.50 86
0.26 85
0.56 84
0.54 87
0.65 88
0.80 84
0.27 90
0.28 88
0.39 90
0.57 88

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

12918 1S07 5/7/19 5/7/19 31 3.1 < 1.0 < 1.0 34 0.41 81

12936 1S03A 5/7/19 5/7/19 22 2.6 < 1.0 < 1.0 25 0.98 80

12937 1S03B 5/7/19 5/7/19 37 3.7 < 1.0 < 1.0 40 0.77 83

12969 1SCL1 5/7/19 5/8/19 16 3.4 < 1.0 < 1.0 19 0.77 404

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

May 2019
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

12896 50750 5/7/19 5/8/19 30 2.7 < 1.0 < 1.0 32 0.12 82
12897 50850 5/7/19 5/8/19 31 2.9 < 1.0 < 1.0 34 0.22 82
12898 58650 5/7/19 5/8/19 31 2.9 < 1.0 < 1.0 34 0.25 80
12901 31750 5/7/19 5/7/19 35 3.8 < 1.0 < 1.0 39 0.19 83
12902 31850 5/7/19 5/7/19 27 2.8 < 1.0 < 1.0 30 0.30 81
12903 32350 5/7/19 5/7/19 36 6.5 < 1.0 < 1.0 43 0.30 318
12904 37950 5/7/19 5/7/19 43 4.0 < 1.0 < 1.0 47 0.19 82 Chloroform derived after a 2-fold dilution. 
12908 24350 5/7/19 5/8/19 29 2.7 < 1.0 < 1.0 32 0.47 80
12910 50250 5/7/19 5/8/19 23 2.2 < 1.0 < 1.0 25 0.61 80
12911 52050 5/7/19 5/8/19 28 2.6 < 1.0 < 1.0 31 0.28 81
12917 15150 5/7/19 5/7/19 39 3.6 < 1.0 < 1.0 42 0.56 83
12919 3SC26 5/7/19 5/7/19 32 5.9 < 1.0 < 1.0 37 0.53 337
12930 44350 5/7/19 5/8/19 39 3.6 < 1.0 < 1.0 42 0.13 82
12934 18650 5/7/19 5/7/19 29 3.2 < 1.0 < 1.0 32 0.64 102
12940 33450 5/7/19 5/8/19 26 5.2 < 1.0 < 1.0 31 0.50 371
12941 33950 5/7/19 5/8/19 26 5.3 < 1.0 < 1.0 31 0.44 382
12942 38250 5/7/19 5/8/19 37 3.5 < 1.0 < 1.0 40 0.30 82 Chloroform derived after a 2-fold dilution. 
12943 39650 5/7/19 5/8/19 41 3.5 < 1.0 < 1.0 44 0.33 82 Chloroform derived after a 2-fold dilution. 
12946 45250 5/7/19 5/8/19 28 2.8 < 1.0 < 1.0 31 0.46 79
12948 77650 5/7/19 5/8/19 25 2.8 < 1.0 < 1.0 28 0.47 79
12957 23450 5/7/19 5/8/19 29 2.9 < 1.0 < 1.0 32 0.52 81
12968 1SCH3 5/7/19 5/7/19 17 2.1 < 1.0 < 1.0 19 0.49 81

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

May 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

12918 1S07 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

12936 1S03A 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

12937 1S03B 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

12969 1SCL1 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

May 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12918 1S07 5/7/19 5/7/19

12936 1S03A 5/7/19 5/7/19

12937 1S03B 5/7/19 5/7/19

12969 1SCL1 5/7/19 5/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12918 1S07 5/7/19 5/7/19

12936 1S03A 5/7/19 5/7/19

12937 1S03B 5/7/19 5/7/19

12969 1SCL1 5/7/19 5/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12918 1S07 5/7/19 5/7/19

12936 1S03A 5/7/19 5/7/19

12937 1S03B 5/7/19 5/7/19

12969 1SCL1 5/7/19 5/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12918 1S07 5/7/19 5/7/19

12936 1S03A 5/7/19 5/7/19

12937 1S03B 5/7/19 5/7/19

12969 1SCL1 5/7/19 5/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_201905.xls\Entry Points VOC page 7 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12918 1S07 5/7/19 5/7/19

12936 1S03A 5/7/19 5/7/19

12937 1S03B 5/7/19 5/7/19

12969 1SCL1 5/7/19 5/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12918 1S07 5/7/19 5/7/19

12936 1S03A 5/7/19 5/7/19

12937 1S03B 5/7/19 5/7/19

12969 1SCL1 5/7/19 5/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.41 81

0.98 80

0.77 83

0.77 404

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

12896 50750 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12897 50850 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12898 58650 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12901 31750 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12902 31850 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12903 32350 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12904 37950 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12908 24350 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12910 50250 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12911 52050 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12917 15150 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12919 3SC26 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12930 44350 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12934 18650 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12940 33450 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12941 33950 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12942 38250 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12943 39650 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12946 45250 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12948 77650 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12957 23450 5/7/19 5/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
12968 1SCH3 5/7/19 5/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

May 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12896 50750 5/7/19 5/8/19
12897 50850 5/7/19 5/8/19
12898 58650 5/7/19 5/8/19
12901 31750 5/7/19 5/7/19
12902 31850 5/7/19 5/7/19
12903 32350 5/7/19 5/7/19
12904 37950 5/7/19 5/7/19
12908 24350 5/7/19 5/8/19
12910 50250 5/7/19 5/8/19
12911 52050 5/7/19 5/8/19
12917 15150 5/7/19 5/7/19
12919 3SC26 5/7/19 5/7/19
12930 44350 5/7/19 5/8/19
12934 18650 5/7/19 5/7/19
12940 33450 5/7/19 5/8/19
12941 33950 5/7/19 5/8/19
12942 38250 5/7/19 5/8/19
12943 39650 5/7/19 5/8/19
12946 45250 5/7/19 5/8/19
12948 77650 5/7/19 5/8/19
12957 23450 5/7/19 5/8/19
12968 1SCH3 5/7/19 5/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12896 50750 5/7/19 5/8/19
12897 50850 5/7/19 5/8/19
12898 58650 5/7/19 5/8/19
12901 31750 5/7/19 5/7/19
12902 31850 5/7/19 5/7/19
12903 32350 5/7/19 5/7/19
12904 37950 5/7/19 5/7/19
12908 24350 5/7/19 5/8/19
12910 50250 5/7/19 5/8/19
12911 52050 5/7/19 5/8/19
12917 15150 5/7/19 5/7/19
12919 3SC26 5/7/19 5/7/19
12930 44350 5/7/19 5/8/19
12934 18650 5/7/19 5/7/19
12940 33450 5/7/19 5/8/19
12941 33950 5/7/19 5/8/19
12942 38250 5/7/19 5/8/19
12943 39650 5/7/19 5/8/19
12946 45250 5/7/19 5/8/19
12948 77650 5/7/19 5/8/19
12957 23450 5/7/19 5/8/19
12968 1SCH3 5/7/19 5/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12896 50750 5/7/19 5/8/19
12897 50850 5/7/19 5/8/19
12898 58650 5/7/19 5/8/19
12901 31750 5/7/19 5/7/19
12902 31850 5/7/19 5/7/19
12903 32350 5/7/19 5/7/19
12904 37950 5/7/19 5/7/19
12908 24350 5/7/19 5/8/19
12910 50250 5/7/19 5/8/19
12911 52050 5/7/19 5/8/19
12917 15150 5/7/19 5/7/19
12919 3SC26 5/7/19 5/7/19
12930 44350 5/7/19 5/8/19
12934 18650 5/7/19 5/7/19
12940 33450 5/7/19 5/8/19
12941 33950 5/7/19 5/8/19
12942 38250 5/7/19 5/8/19
12943 39650 5/7/19 5/8/19
12946 45250 5/7/19 5/8/19
12948 77650 5/7/19 5/8/19
12957 23450 5/7/19 5/8/19
12968 1SCH3 5/7/19 5/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12896 50750 5/7/19 5/8/19
12897 50850 5/7/19 5/8/19
12898 58650 5/7/19 5/8/19
12901 31750 5/7/19 5/7/19
12902 31850 5/7/19 5/7/19
12903 32350 5/7/19 5/7/19
12904 37950 5/7/19 5/7/19
12908 24350 5/7/19 5/8/19
12910 50250 5/7/19 5/8/19
12911 52050 5/7/19 5/8/19
12917 15150 5/7/19 5/7/19
12919 3SC26 5/7/19 5/7/19
12930 44350 5/7/19 5/8/19
12934 18650 5/7/19 5/7/19
12940 33450 5/7/19 5/8/19
12941 33950 5/7/19 5/8/19
12942 38250 5/7/19 5/8/19
12943 39650 5/7/19 5/8/19
12946 45250 5/7/19 5/8/19
12948 77650 5/7/19 5/8/19
12957 23450 5/7/19 5/8/19
12968 1SCH3 5/7/19 5/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12896 50750 5/7/19 5/8/19
12897 50850 5/7/19 5/8/19
12898 58650 5/7/19 5/8/19
12901 31750 5/7/19 5/7/19
12902 31850 5/7/19 5/7/19
12903 32350 5/7/19 5/7/19
12904 37950 5/7/19 5/7/19
12908 24350 5/7/19 5/8/19
12910 50250 5/7/19 5/8/19
12911 52050 5/7/19 5/8/19
12917 15150 5/7/19 5/7/19
12919 3SC26 5/7/19 5/7/19
12930 44350 5/7/19 5/8/19
12934 18650 5/7/19 5/7/19
12940 33450 5/7/19 5/8/19
12941 33950 5/7/19 5/8/19
12942 38250 5/7/19 5/8/19
12943 39650 5/7/19 5/8/19
12946 45250 5/7/19 5/8/19
12948 77650 5/7/19 5/8/19
12957 23450 5/7/19 5/8/19
12968 1SCH3 5/7/19 5/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

12896 50750 5/7/19 5/8/19
12897 50850 5/7/19 5/8/19
12898 58650 5/7/19 5/8/19
12901 31750 5/7/19 5/7/19
12902 31850 5/7/19 5/7/19
12903 32350 5/7/19 5/7/19
12904 37950 5/7/19 5/7/19
12908 24350 5/7/19 5/8/19
12910 50250 5/7/19 5/8/19
12911 52050 5/7/19 5/8/19
12917 15150 5/7/19 5/7/19
12919 3SC26 5/7/19 5/7/19
12930 44350 5/7/19 5/8/19
12934 18650 5/7/19 5/7/19
12940 33450 5/7/19 5/8/19
12941 33950 5/7/19 5/8/19
12942 38250 5/7/19 5/8/19
12943 39650 5/7/19 5/8/19
12946 45250 5/7/19 5/8/19
12948 77650 5/7/19 5/8/19
12957 23450 5/7/19 5/8/19
12968 1SCH3 5/7/19 5/7/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.12 82
0.22 82
0.25 80
0.19 83
0.30 81
0.30 318
0.19 82
0.47 80
0.61 80
0.28 81
0.56 83
0.53 337
0.13 82
0.64 102
0.50 371
0.44 382
0.30 82
0.33 82
0.46 79
0.47 79
0.52 81
0.49 81

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

15851 1S07 6/4/19 6/4/19 47 4.3 < 1.0 < 1.0 52 0.57 84
Chloroform derived after a 2-fold dilution. 

15874 1S03A 6/4/19 6/4/19 26 3.0 < 1.0 < 1.0 29 0.93 82

15875 1S03B 6/4/19 6/4/19 40 3.8 < 1.0 < 1.0 43 0.67 86

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

June 2019
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

15805 30550 6/4/19 6/5/19 38 4.1 < 1.0 < 1.0 43 0.28 88 Chloroform derived after a 2-fold dilution. 

15806 31450 6/4/19 6/5/19 40 4.0 < 1.0 < 1.0 44 0.20 87
15807 31550 6/4/19 6/5/19 48 4.8 < 1.0 < 1.0 53 0.26 86 Chloroform derived after a 2-fold dilution. 

15819 20150 6/4/19 6/4/19 39 4.0 < 1.0 < 1.0 43 0.62 84
15820 20650 6/4/19 6/4/19 32 3.4 < 1.0 < 1.0 35 0.66 83
15825 36950 6/4/19 6/4/19 47 4.7 < 1.0 < 1.0 51 0.25 87 Chloroform derived after a 2-fold dilution. 

15828 40350 6/4/19 6/5/19 40 3.9 < 1.0 < 1.0 43 0.19 87
15844 53550 6/4/19 6/4/19 36 3.7 < 1.0 < 1.0 40 0.47 84
15846 59050 6/4/19 6/4/19 32 3.4 < 1.0 < 1.0 35 0.84 83
15850 16150 6/4/19 6/4/19 33 3.7 < 1.0 < 1.0 36 0.57 82
15859 27350 6/4/19 6/4/19 38 3.9 < 1.0 < 1.0 42 0.59 83
15868 1SCH3 6/4/19 6/5/19 35 3.9 < 1.0 < 1.0 39 0.64 85
15869 1SCL1 6/4/19 6/5/19 33 3.5 < 1.0 < 1.0 36 0.98 87
15872 11750 6/4/19 6/4/19 31 3.4 < 1.0 < 1.0 34 0.42 97
15878 46250 6/4/19 6/4/19 37 3.9 < 1.0 < 1.0 40 0.16 86 Chloroform derived after a 2-fold dilution. 

15879 47650 6/4/19 6/4/19 44 4.3 < 1.0 < 1.0 48 1.03 92 Chloroform derived after a 2-fold dilution. 

15880 77750 6/4/19 6/5/19 33 3.6 < 1.0 < 1.0 37 0.08 84
15881 79550 6/4/19 6/4/19 30 3.1 < 1.0 < 1.0 33 0.48 83
15884 33050 6/4/19 6/4/19 38 3.9 < 1.0 < 1.0 42 0.16 86 Chloroform derived after a 2-fold dilution. 
15885 33850 6/4/19 6/4/19 37 3.6 < 1.0 < 1.0 41 0.24 85
15886 39950 6/4/19 6/4/19 42 4.0 < 1.0 < 1.0 46 0.30 86 Chloroform derived after a 2-fold dilution. 

15887 3SC26 6/4/19 6/4/19 37 3.9 < 1.0 < 1.0 41 0.93 90 Chloroform derived after a 2-fold dilution. 

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

June 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

15851 1S07 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

15874 1S03A 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

15875 1S03B 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

June 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15851 1S07 6/4/19 6/4/19

15874 1S03A 6/4/19 6/4/19

15875 1S03B 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15851 1S07 6/4/19 6/4/19

15874 1S03A 6/4/19 6/4/19

15875 1S03B 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15851 1S07 6/4/19 6/4/19

15874 1S03A 6/4/19 6/4/19

15875 1S03B 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15851 1S07 6/4/19 6/4/19

15874 1S03A 6/4/19 6/4/19

15875 1S03B 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15851 1S07 6/4/19 6/4/19

15874 1S03A 6/4/19 6/4/19

15875 1S03B 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15851 1S07 6/4/19 6/4/19

15874 1S03A 6/4/19 6/4/19

15875 1S03B 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.57 84  t-Butyl alcohol failed for associated LCAL.

0.93 82  t-Butyl alcohol failed for associated LCAL.

0.67 86  t-Butyl alcohol failed for associated LCAL.

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

15805 30550 6/4/19 6/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15806 31450 6/4/19 6/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15807 31550 6/4/19 6/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15819 20150 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15820 20650 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15825 36950 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15828 40350 6/4/19 6/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15844 53550 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15846 59050 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15850 16150 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15859 27350 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15868 1SCH3 6/4/19 6/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15869 1SCL1 6/4/19 6/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15872 11750 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15878 46250 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15879 47650 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15880 77750 6/4/19 6/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15881 79550 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15884 33050 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15885 33850 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15886 39950 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15887 3SC26 6/4/19 6/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

June 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15805 30550 6/4/19 6/5/19
15806 31450 6/4/19 6/5/19
15807 31550 6/4/19 6/5/19
15819 20150 6/4/19 6/4/19
15820 20650 6/4/19 6/4/19
15825 36950 6/4/19 6/4/19
15828 40350 6/4/19 6/5/19
15844 53550 6/4/19 6/4/19
15846 59050 6/4/19 6/4/19
15850 16150 6/4/19 6/4/19
15859 27350 6/4/19 6/4/19
15868 1SCH3 6/4/19 6/5/19
15869 1SCL1 6/4/19 6/5/19
15872 11750 6/4/19 6/4/19
15878 46250 6/4/19 6/4/19
15879 47650 6/4/19 6/4/19
15880 77750 6/4/19 6/5/19
15881 79550 6/4/19 6/4/19
15884 33050 6/4/19 6/4/19
15885 33850 6/4/19 6/4/19
15886 39950 6/4/19 6/4/19
15887 3SC26 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15805 30550 6/4/19 6/5/19
15806 31450 6/4/19 6/5/19
15807 31550 6/4/19 6/5/19
15819 20150 6/4/19 6/4/19
15820 20650 6/4/19 6/4/19
15825 36950 6/4/19 6/4/19
15828 40350 6/4/19 6/5/19
15844 53550 6/4/19 6/4/19
15846 59050 6/4/19 6/4/19
15850 16150 6/4/19 6/4/19
15859 27350 6/4/19 6/4/19
15868 1SCH3 6/4/19 6/5/19
15869 1SCL1 6/4/19 6/5/19
15872 11750 6/4/19 6/4/19
15878 46250 6/4/19 6/4/19
15879 47650 6/4/19 6/4/19
15880 77750 6/4/19 6/5/19
15881 79550 6/4/19 6/4/19
15884 33050 6/4/19 6/4/19
15885 33850 6/4/19 6/4/19
15886 39950 6/4/19 6/4/19
15887 3SC26 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15805 30550 6/4/19 6/5/19
15806 31450 6/4/19 6/5/19
15807 31550 6/4/19 6/5/19
15819 20150 6/4/19 6/4/19
15820 20650 6/4/19 6/4/19
15825 36950 6/4/19 6/4/19
15828 40350 6/4/19 6/5/19
15844 53550 6/4/19 6/4/19
15846 59050 6/4/19 6/4/19
15850 16150 6/4/19 6/4/19
15859 27350 6/4/19 6/4/19
15868 1SCH3 6/4/19 6/5/19
15869 1SCL1 6/4/19 6/5/19
15872 11750 6/4/19 6/4/19
15878 46250 6/4/19 6/4/19
15879 47650 6/4/19 6/4/19
15880 77750 6/4/19 6/5/19
15881 79550 6/4/19 6/4/19
15884 33050 6/4/19 6/4/19
15885 33850 6/4/19 6/4/19
15886 39950 6/4/19 6/4/19
15887 3SC26 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15805 30550 6/4/19 6/5/19
15806 31450 6/4/19 6/5/19
15807 31550 6/4/19 6/5/19
15819 20150 6/4/19 6/4/19
15820 20650 6/4/19 6/4/19
15825 36950 6/4/19 6/4/19
15828 40350 6/4/19 6/5/19
15844 53550 6/4/19 6/4/19
15846 59050 6/4/19 6/4/19
15850 16150 6/4/19 6/4/19
15859 27350 6/4/19 6/4/19
15868 1SCH3 6/4/19 6/5/19
15869 1SCL1 6/4/19 6/5/19
15872 11750 6/4/19 6/4/19
15878 46250 6/4/19 6/4/19
15879 47650 6/4/19 6/4/19
15880 77750 6/4/19 6/5/19
15881 79550 6/4/19 6/4/19
15884 33050 6/4/19 6/4/19
15885 33850 6/4/19 6/4/19
15886 39950 6/4/19 6/4/19
15887 3SC26 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15805 30550 6/4/19 6/5/19
15806 31450 6/4/19 6/5/19
15807 31550 6/4/19 6/5/19
15819 20150 6/4/19 6/4/19
15820 20650 6/4/19 6/4/19
15825 36950 6/4/19 6/4/19
15828 40350 6/4/19 6/5/19
15844 53550 6/4/19 6/4/19
15846 59050 6/4/19 6/4/19
15850 16150 6/4/19 6/4/19
15859 27350 6/4/19 6/4/19
15868 1SCH3 6/4/19 6/5/19
15869 1SCL1 6/4/19 6/5/19
15872 11750 6/4/19 6/4/19
15878 46250 6/4/19 6/4/19
15879 47650 6/4/19 6/4/19
15880 77750 6/4/19 6/5/19
15881 79550 6/4/19 6/4/19
15884 33050 6/4/19 6/4/19
15885 33850 6/4/19 6/4/19
15886 39950 6/4/19 6/4/19
15887 3SC26 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_201906.xls\Dist VOC page 15 of 7



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

15805 30550 6/4/19 6/5/19
15806 31450 6/4/19 6/5/19
15807 31550 6/4/19 6/5/19
15819 20150 6/4/19 6/4/19
15820 20650 6/4/19 6/4/19
15825 36950 6/4/19 6/4/19
15828 40350 6/4/19 6/5/19
15844 53550 6/4/19 6/4/19
15846 59050 6/4/19 6/4/19
15850 16150 6/4/19 6/4/19
15859 27350 6/4/19 6/4/19
15868 1SCH3 6/4/19 6/5/19
15869 1SCL1 6/4/19 6/5/19
15872 11750 6/4/19 6/4/19
15878 46250 6/4/19 6/4/19
15879 47650 6/4/19 6/4/19
15880 77750 6/4/19 6/5/19
15881 79550 6/4/19 6/4/19
15884 33050 6/4/19 6/4/19
15885 33850 6/4/19 6/4/19
15886 39950 6/4/19 6/4/19
15887 3SC26 6/4/19 6/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.28 88  Chlorodifluoromethane and t-butyl alcohol failed for associated LFB. 
0.20 87  Chlorodifluoromethane and t-butyl alcohol failed for associated LFB. 
0.26 86  Chlorodifluoromethane and t-butyl alcohol failed for associated LFB. 
0.62 84  Chlorodifluoromethane and t-butyl alcohol failed for associated LFB. 
0.66 83  Chlorodifluoromethane and t-butyl alcohol failed for associated LFB. 
0.25 87  Chlorodifluoromethane and t-butyl alcohol failed for associated LFB. 
0.19 87  Chlorodifluoromethane and t-butyl alcohol failed for associated LFB. 
0.47 84  t-Butyl alcohol failed for associated LCAL.
0.84 83  t-Butyl alcohol failed for associated LCAL.
0.57 82  t-Butyl alcohol failed for associated LCAL.
0.59 83  t-Butyl alcohol failed for associated LCAL.
0.64 85  t-Butyl alcohol failed for associated LCAL.
0.98 87  t-Butyl alcohol failed for associated LCAL.
0.42 97  t-Butyl alcohol failed for associated LCAL.
0.16 86  t-Butyl alcohol failed for associated LCAL.
1.03 92  t-Butyl alcohol failed for associated LCAL.
0.08 84  t-Butyl alcohol failed for associated LCAL.
0.48 83  t-Butyl alcohol failed for associated LCAL.
0.16 86  t-Butyl alcohol failed for associated LCAL.
0.24 85  t-Butyl alcohol failed for associated LCAL.
0.30 86  t-Butyl alcohol failed for associated LCAL.
0.93 90  t-Butyl alcohol failed for associated LCAL.

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

18973 1S03A 7/2/19 7/3/19 25 2.5 < 1.0 < 1.0 28 0.97 90

18974 1S03B 7/2/19 7/3/19 44 3.5 < 1.0 < 1.0 48 0.73 93 Chloroform derived after a 2-fold dilution. 

19008 1S07 7/2/19 7/2/19 50 4.0 < 1.0 < 1.0 54 0.60 92 Chloroform derived after a 2-fold dilution. 

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

July 2019
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

18961 1SCH3 7/2/19 7/2/19 46 3.9 < 1.0 < 1.0 50 0.77 94 Chloroform derived after a 2-fold dilution. 

18962 1SCL1 7/2/19 7/2/19 37 3.6 < 1.0 < 1.0 41 0.87 93 Chloroform derived after a 2-fold dilution. 

18971 10750 7/2/19 7/2/19 28 2.9 < 1.0 < 1.0 31 0.99 92
18978 21550 7/2/19 7/2/19 37 4.0 < 1.0 < 1.0 41 0.48 90 Chloroform derived after a 2-fold dilution. 

18979 22950 7/2/19 7/2/19 41 3.9 < 1.0 < 1.0 45 0.41 90 Chloroform derived after a 2-fold dilution. 

18984 31650 7/2/19 7/2/19 45 3.8 < 1.0 < 1.0 48 0.27 92 Chloroform derived after a 2-fold dilution. 

18985 33550 7/2/19 7/2/19 48 3.9 < 1.0 < 1.0 52 0.35 92 Chloroform derived after a 2-fold dilution. 

18986 37450 7/2/19 7/2/19 47 4.4 < 1.0 < 1.0 51 0.26 92 Chloroform derived after a 2-fold dilution. 

18987 3SC26 7/2/19 7/2/19 45 3.8 < 1.0 < 1.0 49 0.68 94 Chloroform derived after a 2-fold dilution. 

18993 26850 7/2/19 7/3/19 41 3.7 < 1.0 < 1.0 45 0.58 89 Chloroform derived after a 2-fold dilution. 

18998 51450 7/2/19 7/3/19 29 2.8 < 1.0 < 1.0 32 0.67 87
18999 57750 7/2/19 7/3/19 34 3.0 < 1.0 < 1.0 37 0.67 91
19012 30150 7/2/19 7/3/19 45 3.8 < 1.0 < 1.0 49 0.41 92 Chloroform derived after a 2-fold dilution. 

19013 31050 7/2/19 7/3/19 46 3.6 < 1.0 < 1.0 49 0.58 92 Chloroform derived after a 2-fold dilution. 

19014 31950 7/2/19 7/3/19 46 3.6 < 1.0 < 1.0 49 0.48 92 Chloroform derived after a 2-fold dilution. 

19015 35750 7/2/19 7/3/19 45 3.8 < 1.0 < 1.0 49 0.29 91 Chloroform derived after a 2-fold dilution. 

19019 44450 7/2/19 7/2/19 35 3.1 < 1.0 < 1.0 38 0.38 90
19021 76150 7/2/19 7/2/19 28 2.7 < 1.0 < 1.0 30 0.63 90
19024 46150 7/2/19 7/2/19 30 4.4 < 1.0 < 1.0 35 0.55 91
19025 47550 7/2/19 7/3/19 38 3.7 < 1.0 < 1.0 42 0.31 89 Chloroform derived after a 2-fold dilution. 

19026 78150 7/2/19 7/2/19 34 3.2 < 1.0 < 1.0 37 0.56 90
19090 22250 7/2/19 7/3/19 38 3.2 < 1.0 < 1.0 41 0.57 92

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

July 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

18973 1S03A 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

18974 1S03B 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

19008 1S07 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

July 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18973 1S03A 7/2/19 7/3/19

18974 1S03B 7/2/19 7/3/19

19008 1S07 7/2/19 7/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 July 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18973 1S03A 7/2/19 7/3/19

18974 1S03B 7/2/19 7/3/19

19008 1S07 7/2/19 7/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 July 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18973 1S03A 7/2/19 7/3/19

18974 1S03B 7/2/19 7/3/19

19008 1S07 7/2/19 7/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 July 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18973 1S03A 7/2/19 7/3/19

18974 1S03B 7/2/19 7/3/19

19008 1S07 7/2/19 7/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 July 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18973 1S03A 7/2/19 7/3/19

18974 1S03B 7/2/19 7/3/19

19008 1S07 7/2/19 7/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 July 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18973 1S03A 7/2/19 7/3/19

18974 1S03B 7/2/19 7/3/19

19008 1S07 7/2/19 7/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 July 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.97 90

0.73 93

0.60 92

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

18961 1SCH3 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18962 1SCL1 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18971 10750 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18978 21550 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18979 22950 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18984 31650 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18985 33550 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18986 37450 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18987 3SC26 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18993 26850 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18998 51450 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
18999 57750 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
19012 30150 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
19013 31050 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
19014 31950 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
19015 35750 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
19019 44450 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
19021 76150 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
19024 46150 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
19025 47550 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
19026 78150 7/2/19 7/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
19090 22250 7/2/19 7/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

July 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18961 1SCH3 7/2/19 7/2/19
18962 1SCL1 7/2/19 7/2/19
18971 10750 7/2/19 7/2/19
18978 21550 7/2/19 7/2/19
18979 22950 7/2/19 7/2/19
18984 31650 7/2/19 7/2/19
18985 33550 7/2/19 7/2/19
18986 37450 7/2/19 7/2/19
18987 3SC26 7/2/19 7/2/19
18993 26850 7/2/19 7/3/19
18998 51450 7/2/19 7/3/19
18999 57750 7/2/19 7/3/19
19012 30150 7/2/19 7/3/19
19013 31050 7/2/19 7/3/19
19014 31950 7/2/19 7/3/19
19015 35750 7/2/19 7/3/19
19019 44450 7/2/19 7/2/19
19021 76150 7/2/19 7/2/19
19024 46150 7/2/19 7/2/19
19025 47550 7/2/19 7/3/19
19026 78150 7/2/19 7/2/19
19090 22250 7/2/19 7/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 July 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18961 1SCH3 7/2/19 7/2/19
18962 1SCL1 7/2/19 7/2/19
18971 10750 7/2/19 7/2/19
18978 21550 7/2/19 7/2/19
18979 22950 7/2/19 7/2/19
18984 31650 7/2/19 7/2/19
18985 33550 7/2/19 7/2/19
18986 37450 7/2/19 7/2/19
18987 3SC26 7/2/19 7/2/19
18993 26850 7/2/19 7/3/19
18998 51450 7/2/19 7/3/19
18999 57750 7/2/19 7/3/19
19012 30150 7/2/19 7/3/19
19013 31050 7/2/19 7/3/19
19014 31950 7/2/19 7/3/19
19015 35750 7/2/19 7/3/19
19019 44450 7/2/19 7/2/19
19021 76150 7/2/19 7/2/19
19024 46150 7/2/19 7/2/19
19025 47550 7/2/19 7/3/19
19026 78150 7/2/19 7/2/19
19090 22250 7/2/19 7/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 July 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18961 1SCH3 7/2/19 7/2/19
18962 1SCL1 7/2/19 7/2/19
18971 10750 7/2/19 7/2/19
18978 21550 7/2/19 7/2/19
18979 22950 7/2/19 7/2/19
18984 31650 7/2/19 7/2/19
18985 33550 7/2/19 7/2/19
18986 37450 7/2/19 7/2/19
18987 3SC26 7/2/19 7/2/19
18993 26850 7/2/19 7/3/19
18998 51450 7/2/19 7/3/19
18999 57750 7/2/19 7/3/19
19012 30150 7/2/19 7/3/19
19013 31050 7/2/19 7/3/19
19014 31950 7/2/19 7/3/19
19015 35750 7/2/19 7/3/19
19019 44450 7/2/19 7/2/19
19021 76150 7/2/19 7/2/19
19024 46150 7/2/19 7/2/19
19025 47550 7/2/19 7/3/19
19026 78150 7/2/19 7/2/19
19090 22250 7/2/19 7/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 July 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18961 1SCH3 7/2/19 7/2/19
18962 1SCL1 7/2/19 7/2/19
18971 10750 7/2/19 7/2/19
18978 21550 7/2/19 7/2/19
18979 22950 7/2/19 7/2/19
18984 31650 7/2/19 7/2/19
18985 33550 7/2/19 7/2/19
18986 37450 7/2/19 7/2/19
18987 3SC26 7/2/19 7/2/19
18993 26850 7/2/19 7/3/19
18998 51450 7/2/19 7/3/19
18999 57750 7/2/19 7/3/19
19012 30150 7/2/19 7/3/19
19013 31050 7/2/19 7/3/19
19014 31950 7/2/19 7/3/19
19015 35750 7/2/19 7/3/19
19019 44450 7/2/19 7/2/19
19021 76150 7/2/19 7/2/19
19024 46150 7/2/19 7/2/19
19025 47550 7/2/19 7/3/19
19026 78150 7/2/19 7/2/19
19090 22250 7/2/19 7/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 July 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18961 1SCH3 7/2/19 7/2/19
18962 1SCL1 7/2/19 7/2/19
18971 10750 7/2/19 7/2/19
18978 21550 7/2/19 7/2/19
18979 22950 7/2/19 7/2/19
18984 31650 7/2/19 7/2/19
18985 33550 7/2/19 7/2/19
18986 37450 7/2/19 7/2/19
18987 3SC26 7/2/19 7/2/19
18993 26850 7/2/19 7/3/19
18998 51450 7/2/19 7/3/19
18999 57750 7/2/19 7/3/19
19012 30150 7/2/19 7/3/19
19013 31050 7/2/19 7/3/19
19014 31950 7/2/19 7/3/19
19015 35750 7/2/19 7/3/19
19019 44450 7/2/19 7/2/19
19021 76150 7/2/19 7/2/19
19024 46150 7/2/19 7/2/19
19025 47550 7/2/19 7/3/19
19026 78150 7/2/19 7/2/19
19090 22250 7/2/19 7/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 July 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

18961 1SCH3 7/2/19 7/2/19
18962 1SCL1 7/2/19 7/2/19
18971 10750 7/2/19 7/2/19
18978 21550 7/2/19 7/2/19
18979 22950 7/2/19 7/2/19
18984 31650 7/2/19 7/2/19
18985 33550 7/2/19 7/2/19
18986 37450 7/2/19 7/2/19
18987 3SC26 7/2/19 7/2/19
18993 26850 7/2/19 7/3/19
18998 51450 7/2/19 7/3/19
18999 57750 7/2/19 7/3/19
19012 30150 7/2/19 7/3/19
19013 31050 7/2/19 7/3/19
19014 31950 7/2/19 7/3/19
19015 35750 7/2/19 7/3/19
19019 44450 7/2/19 7/2/19
19021 76150 7/2/19 7/2/19
19024 46150 7/2/19 7/2/19
19025 47550 7/2/19 7/3/19
19026 78150 7/2/19 7/2/19
19090 22250 7/2/19 7/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 July 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.77 94
0.87 93
0.99 92
0.48 90
0.41 90
0.27 92
0.35 92
0.26 92
0.68 94
0.58 89
0.67 87
0.67 91
0.41 92
0.58 92
0.48 92
0.29 91
0.38 90
0.63 90
0.55 91
0.31 89
0.56 90
0.57 92

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

22818 1S07 8/6/19 8/6/19 65 6.3 < 1.0 < 1.0 72 0.58 88 Chloroform derived after a 2-fold dilution. 

22852 1S03A 8/6/19 8/6/19 39 4.6 < 1.0 < 1.0 44 1.04 86

22853 1S03B 8/6/19 8/6/19 57 5.3 < 1.0 < 1.0 62 0.75 89 Chloroform derived after a 2-fold dilution.

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

August 2019
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

22803 50750 8/6/19 8/6/19 53 5.3 < 1.0 < 1.0 58 0.34 88 Chloroform derived after a 2-fold dilution. 

22804 50850 8/6/19 8/6/19 58 5.5 < 1.0 < 1.0 63 0.31 89 Chloroform derived after a 2-fold dilution. 

22805 58650 8/6/19 8/6/19 56 5.3 < 1.0 < 1.0 62 0.38 88 Chloroform derived after a 2-fold dilution. 

22812 1SCH3 8/6/19 8/7/19 53 5.7 < 1.0 < 1.0 59 0.73 89 Chloroform derived after a 2-fold dilution. 

22813 1SCL1 8/6/19 8/7/19 44 5.0 < 1.0 < 1.0 49 0.75 89 Chloroform derived after a 2-fold dilution. 

22817 15150 8/6/19 8/6/19 52 5.3 < 1.0 < 1.0 57 0.52 89 Chloroform derived after a 2-fold dilution. 

22819 3SC26 8/6/19 8/6/19 68 6.6 < 1.0 < 1.0 75 0.62 90 Chloroform derived after a 2-fold dilution. 

22822 31750 8/6/19 8/6/19 68 5.3 < 1.0 < 1.0 73 0.25 89 Chloroform derived after a 2-fold dilution. 

22823 31850 8/6/19 8/7/19 70 6.3 < 1.0 < 1.0 76 0.39 89 Chloroform derived after a 2-fold dilution. 

22824 32350 8/6/19 8/7/19 60 5.8 < 1.0 < 1.0 66 0.17 89 Chloroform derived after a 2-fold dilution.

22825 37950 8/6/19 8/7/19 48 5.6 < 1.0 < 1.0 54 0.16 88 Chloroform derived after a 2-fold dilution. 

22832 45250 8/6/19 8/6/19 54 5.5 < 1.0 < 1.0 60 0.23 87 Chloroform derived after a 2-fold dilution. 

22834 77650 8/6/19 8/6/19 44 4.8 < 1.0 < 1.0 49 0.47 87 Chloroform derived after a 2-fold dilution. 

22850 18650 8/6/19 8/6/19 44 4.9 < 1.0 < 1.0 49 0.71 86 Chloroform derived after a 2-fold dilution. 

22857 23450 8/6/19 8/6/19 55 5.2 < 1.0 < 1.0 60 0.32 87 Chloroform derived after a 2-fold dilution. 

22863 33450 8/6/19 8/6/19 56 6.3 < 1.0 < 1.0 62 0.56 91 Chloroform derived after a 2-fold dilution. 

22864 33950 8/6/19 8/6/19 55 5.6 < 1.0 < 1.0 61 0.28 90 Chloroform derived after a 2-fold dilution. 
22865 38250 8/6/19 8/6/19 70 6.5 < 1.0 < 1.0 77 0.25 89 Chloroform derived after a 2-fold dilution. 
22866 39650 8/6/19 8/6/19 64 6.1 < 1.0 < 1.0 70 0.42 89 Chloroform derived after a 2-fold dilution. 
22870 24350 8/6/19 8/6/19 58 5.1 < 1.0 < 1.0 63 0.40 88 Chloroform derived after a 2-fold dilution. 

22872 50250 8/6/19 8/6/19 43 5.0 < 1.0 < 1.0 48 0.71 87 Chloroform derived after a 2-fold dilution. 

22873 52050 8/6/19 8/7/19 53 5.5 < 1.0 < 1.0 58 0.15 89 Chloroform derived after a 2-fold dilution. 

22886 44350 08/06/2019 8/6/19 66 6.2 < 1.0 < 1.0 72 0.15 89 Chloroform derived after a 2-fold dilution. 

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

August 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

22818 1S07 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

22852 1S03A 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

22853 1S03B 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

August 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22818 1S07 8/6/19 8/6/19

22852 1S03A 8/6/19 8/6/19

22853 1S03B 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 August 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22818 1S07 8/6/19 8/6/19

22852 1S03A 8/6/19 8/6/19

22853 1S03B 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 August 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22818 1S07 8/6/19 8/6/19

22852 1S03A 8/6/19 8/6/19

22853 1S03B 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 August 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22818 1S07 8/6/19 8/6/19

22852 1S03A 8/6/19 8/6/19

22853 1S03B 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 August 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22818 1S07 8/6/19 8/6/19

22852 1S03A 8/6/19 8/6/19

22853 1S03B 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 August 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22818 1S07 8/6/19 8/6/19

22852 1S03A 8/6/19 8/6/19

22853 1S03B 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 August 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.58 88

1.04 86

0.75 89

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

22803 50750 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22804 50850 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22805 58650 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22812 1SCH3 8/6/19 8/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22813 1SCL1 8/6/19 8/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22817 15150 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22819 3SC26 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22822 31750 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22823 31850 8/6/19 8/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22824 32350 8/6/19 8/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22825 37950 8/6/19 8/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22832 45250 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22834 77650 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22850 18650 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22857 23450 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22863 33450 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22864 33950 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22865 38250 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22866 39650 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22870 24350 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22872 50250 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22873 52050 8/6/19 8/7/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
22886 44350 8/6/19 8/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

August 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22803 50750 8/6/19 8/6/19
22804 50850 8/6/19 8/6/19
22805 58650 8/6/19 8/6/19
22812 1SCH3 8/6/19 8/7/19
22813 1SCL1 8/6/19 8/7/19
22817 15150 8/6/19 8/6/19
22819 3SC26 8/6/19 8/6/19
22822 31750 8/6/19 8/6/19
22823 31850 8/6/19 8/7/19
22824 32350 8/6/19 8/7/19
22825 37950 8/6/19 8/7/19
22832 45250 8/6/19 8/6/19
22834 77650 8/6/19 8/6/19
22850 18650 8/6/19 8/6/19
22857 23450 8/6/19 8/6/19
22863 33450 8/6/19 8/6/19
22864 33950 8/6/19 8/6/19
22865 38250 8/6/19 8/6/19
22866 39650 8/6/19 8/6/19
22870 24350 8/6/19 8/6/19
22872 50250 8/6/19 8/6/19
22873 52050 8/6/19 8/7/19
22886 44350 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 August 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22803 50750 8/6/19 8/6/19
22804 50850 8/6/19 8/6/19
22805 58650 8/6/19 8/6/19
22812 1SCH3 8/6/19 8/7/19
22813 1SCL1 8/6/19 8/7/19
22817 15150 8/6/19 8/6/19
22819 3SC26 8/6/19 8/6/19
22822 31750 8/6/19 8/6/19
22823 31850 8/6/19 8/7/19
22824 32350 8/6/19 8/7/19
22825 37950 8/6/19 8/7/19
22832 45250 8/6/19 8/6/19
22834 77650 8/6/19 8/6/19
22850 18650 8/6/19 8/6/19
22857 23450 8/6/19 8/6/19
22863 33450 8/6/19 8/6/19
22864 33950 8/6/19 8/6/19
22865 38250 8/6/19 8/6/19
22866 39650 8/6/19 8/6/19
22870 24350 8/6/19 8/6/19
22872 50250 8/6/19 8/6/19
22873 52050 8/6/19 8/7/19
22886 44350 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 August 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22803 50750 8/6/19 8/6/19
22804 50850 8/6/19 8/6/19
22805 58650 8/6/19 8/6/19
22812 1SCH3 8/6/19 8/7/19
22813 1SCL1 8/6/19 8/7/19
22817 15150 8/6/19 8/6/19
22819 3SC26 8/6/19 8/6/19
22822 31750 8/6/19 8/6/19
22823 31850 8/6/19 8/7/19
22824 32350 8/6/19 8/7/19
22825 37950 8/6/19 8/7/19
22832 45250 8/6/19 8/6/19
22834 77650 8/6/19 8/6/19
22850 18650 8/6/19 8/6/19
22857 23450 8/6/19 8/6/19
22863 33450 8/6/19 8/6/19
22864 33950 8/6/19 8/6/19
22865 38250 8/6/19 8/6/19
22866 39650 8/6/19 8/6/19
22870 24350 8/6/19 8/6/19
22872 50250 8/6/19 8/6/19
22873 52050 8/6/19 8/7/19
22886 44350 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 August 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22803 50750 8/6/19 8/6/19
22804 50850 8/6/19 8/6/19
22805 58650 8/6/19 8/6/19
22812 1SCH3 8/6/19 8/7/19
22813 1SCL1 8/6/19 8/7/19
22817 15150 8/6/19 8/6/19
22819 3SC26 8/6/19 8/6/19
22822 31750 8/6/19 8/6/19
22823 31850 8/6/19 8/7/19
22824 32350 8/6/19 8/7/19
22825 37950 8/6/19 8/7/19
22832 45250 8/6/19 8/6/19
22834 77650 8/6/19 8/6/19
22850 18650 8/6/19 8/6/19
22857 23450 8/6/19 8/6/19
22863 33450 8/6/19 8/6/19
22864 33950 8/6/19 8/6/19
22865 38250 8/6/19 8/6/19
22866 39650 8/6/19 8/6/19
22870 24350 8/6/19 8/6/19
22872 50250 8/6/19 8/6/19
22873 52050 8/6/19 8/7/19
22886 44350 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 August 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22803 50750 8/6/19 8/6/19
22804 50850 8/6/19 8/6/19
22805 58650 8/6/19 8/6/19
22812 1SCH3 8/6/19 8/7/19
22813 1SCL1 8/6/19 8/7/19
22817 15150 8/6/19 8/6/19
22819 3SC26 8/6/19 8/6/19
22822 31750 8/6/19 8/6/19
22823 31850 8/6/19 8/7/19
22824 32350 8/6/19 8/7/19
22825 37950 8/6/19 8/7/19
22832 45250 8/6/19 8/6/19
22834 77650 8/6/19 8/6/19
22850 18650 8/6/19 8/6/19
22857 23450 8/6/19 8/6/19
22863 33450 8/6/19 8/6/19
22864 33950 8/6/19 8/6/19
22865 38250 8/6/19 8/6/19
22866 39650 8/6/19 8/6/19
22870 24350 8/6/19 8/6/19
22872 50250 8/6/19 8/6/19
22873 52050 8/6/19 8/7/19
22886 44350 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 August 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

22803 50750 8/6/19 8/6/19
22804 50850 8/6/19 8/6/19
22805 58650 8/6/19 8/6/19
22812 1SCH3 8/6/19 8/7/19
22813 1SCL1 8/6/19 8/7/19
22817 15150 8/6/19 8/6/19
22819 3SC26 8/6/19 8/6/19
22822 31750 8/6/19 8/6/19
22823 31850 8/6/19 8/7/19
22824 32350 8/6/19 8/7/19
22825 37950 8/6/19 8/7/19
22832 45250 8/6/19 8/6/19
22834 77650 8/6/19 8/6/19
22850 18650 8/6/19 8/6/19
22857 23450 8/6/19 8/6/19
22863 33450 8/6/19 8/6/19
22864 33950 8/6/19 8/6/19
22865 38250 8/6/19 8/6/19
22866 39650 8/6/19 8/6/19
22870 24350 8/6/19 8/6/19
22872 50250 8/6/19 8/6/19
22873 52050 8/6/19 8/7/19
22886 44350 8/6/19 8/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 August 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.34 88
0.31 89
0.38 88
0.73 89
0.75 89
0.52 89
0.62 90
0.25 89
0.39 89
0.17 89
0.16 88
0.23 87
0.47 87
0.71 86
0.32 87
0.56 91
0.28 90
0.25 89
0.42 89
0.40 88
0.71 87
0.15 89
0.15 89

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

25962 1S07 9/4/19 9/4/19 54 5.3 < 1.0 < 1.0 59 0.64 96 Chloroform derived after a 5-fold dilution. 

26008 1S03A 9/4/19 9/4/19 39 4.3 < 1.0 < 1.0 43 1.07 94

26009 1S03B 9/4/19 9/4/19 61 5.5 < 1.0 < 1.0 67 0.84 98 Chloroform derived after a 2-fold dilution. 

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

September 2019
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

25961 16150 9/4/19 9/4/19 35 3.8 < 1.0 < 1.0 39 0.90 94
25973 1SCH3 9/4/19 9/4/19 52 5.2 < 1.0 < 1.0 57 0.77 98 Chloroform derived after a 2-fold dilution. 

25974 1SCL1 9/4/19 9/4/19 48 5.0 < 1.0 < 1.0 53 0.77 97 Chloroform derived after a 2-fold dilution. 

25977 20150 9/4/19 9/4/19 51 5.0 < 1.0 < 1.0 56 0.57 96 Chloroform derived after a 5-fold dilution. 

25978 20650 9/4/19 9/4/19 47 4.8 < 1.0 < 1.0 52 0.48 96 Chloroform derived after a 5-fold dilution. 

25983 46250 9/4/19 9/4/19 56 5.0 < 1.0 < 1.0 61 0.32 95 Chloroform derived after a 2-fold dilution. 

25984 47650 9/4/19 9/4/19 73 6.5 < 1.0 < 1.0 79 0.75 105 Chloroform derived after a 2-fold dilution. 

25985 77750 9/4/19 9/4/19 63 5.5 < 1.0 < 1.0 68 0.07 97 Chloroform derived after a 2-fold dilution. 

25986 79550 9/4/19 9/4/19 51 4.9 < 1.0 < 1.0 56 0.64 94 Chloroform derived after a 2-fold dilution. 

25995 27350 9/4/19 9/4/19 60 5.6 < 1.0 < 1.0 65 0.21 95 Chloroform derived after a 2-fold dilution. 

26001 53550 9/4/19 9/5/19 52 5.0 < 1.0 < 1.0 57 0.52 95 Chloroform derived after a 2-fold dilution. 

26003 59050 9/4/19 9/4/19 57 5.2 < 1.0 < 1.0 62 0.48 96 Chloroform derived after a 2-fold dilution. 

26006 11750 9/4/19 9/4/19 65 5.3 < 1.0 < 1.0 71 0.10 97 Chloroform derived after a 2-fold dilution. 

26012 33050 9/4/19 9/5/19 65 5.6 < 1.0 < 1.0 71 0.53 98 Chloroform derived after a 2-fold dilution. 

26014 39950 9/4/19 9/4/19 67 5.8 < 1.0 < 1.0 73 0.24 98 Chloroform derived after a 2-fold dilution. 

26021 36950 9/4/19 9/4/19 66 6.0 < 1.0 < 1.0 72 0.24 98 Chloroform derived after a 5-fold dilution. 

26024 40350 9/4/19 9/4/19 37 4.1 < 1.0 < 1.0 41 0.91 94
26027 33850 9/4/19 9/4/19 56 5.3 < 1.0 < 1.0 61 0.41 98 Chloroform derived after a 5-fold dilution. 

26028 3SC26 9/4/19 9/4/19 59 5.5 < 1.0 < 1.0 65 0.69 99 Chloroform derived after a 5-fold dilution. 

26042 30550 9/4/19 9/4/19 64 5.8 < 1.0 < 1.0 70 0.29 98 Chloroform derived after a 2-fold dilution. 

26043 31450 9/4/19 9/4/19 65 5.7 < 1.0 < 1.0 70 0.38 97 Chloroform derived after a 2-fold dilution. 

26044 31550 9/4/19 9/4/19 65 5.9 < 1.0 < 1.0 71 0.46 98 Chloroform derived after a 2-fold dilution. 

26095 35750 9/4/19 9/4/19 64 5.9 < 1.0 < 1.0 69 0.40 98 Chloroform derived after a 2-fold dilution. 

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

September 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

25962 1S07 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

26008 1S03A 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

26009 1S03B 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

September 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25962 1S07 9/4/19 9/4/19

26008 1S03A 9/4/19 9/4/19

26009 1S03B 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 September 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25962 1S07 9/4/19 9/4/19

26008 1S03A 9/4/19 9/4/19

26009 1S03B 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 September 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25962 1S07 9/4/19 9/4/19

26008 1S03A 9/4/19 9/4/19

26009 1S03B 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 September 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25962 1S07 9/4/19 9/4/19

26008 1S03A 9/4/19 9/4/19

26009 1S03B 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 September 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25962 1S07 9/4/19 9/4/19

26008 1S03A 9/4/19 9/4/19

26009 1S03B 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 September 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25962 1S07 9/4/19 9/4/19

26008 1S03A 9/4/19 9/4/19

26009 1S03B 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 September 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.64 96

1.07 94

0.84 98

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

25961 16150 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
25973 1SCH3 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
25974 1SCL1 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
25977 20150 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
25978 20650 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
25983 46250 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
25984 47650 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
25985 77750 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
25986 79550 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
25995 27350 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26001 53550 9/4/19 9/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26003 59050 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26006 11750 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26012 33050 9/4/19 9/5/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26014 39950 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26021 36950 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26024 40350 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26027 33850 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26028 3SC26 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26042 30550 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26043 31450 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26044 31550 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
26095 35750 9/4/19 9/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

September 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25961 16150 9/4/19 9/4/19
25973 1SCH3 9/4/19 9/4/19
25974 1SCL1 9/4/19 9/4/19
25977 20150 9/4/19 9/4/19
25978 20650 9/4/19 9/4/19
25983 46250 9/4/19 9/4/19
25984 47650 9/4/19 9/4/19
25985 77750 9/4/19 9/4/19
25986 79550 9/4/19 9/4/19
25995 27350 9/4/19 9/4/19
26001 53550 9/4/19 9/5/19
26003 59050 9/4/19 9/4/19
26006 11750 9/4/19 9/4/19
26012 33050 9/4/19 9/5/19
26014 39950 9/4/19 9/4/19
26021 36950 9/4/19 9/4/19
26024 40350 9/4/19 9/4/19
26027 33850 9/4/19 9/4/19
26028 3SC26 9/4/19 9/4/19
26042 30550 9/4/19 9/4/19
26043 31450 9/4/19 9/4/19
26044 31550 9/4/19 9/4/19
26095 35750 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 September 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25961 16150 9/4/19 9/4/19
25973 1SCH3 9/4/19 9/4/19
25974 1SCL1 9/4/19 9/4/19
25977 20150 9/4/19 9/4/19
25978 20650 9/4/19 9/4/19
25983 46250 9/4/19 9/4/19
25984 47650 9/4/19 9/4/19
25985 77750 9/4/19 9/4/19
25986 79550 9/4/19 9/4/19
25995 27350 9/4/19 9/4/19
26001 53550 9/4/19 9/5/19
26003 59050 9/4/19 9/4/19
26006 11750 9/4/19 9/4/19
26012 33050 9/4/19 9/5/19
26014 39950 9/4/19 9/4/19
26021 36950 9/4/19 9/4/19
26024 40350 9/4/19 9/4/19
26027 33850 9/4/19 9/4/19
26028 3SC26 9/4/19 9/4/19
26042 30550 9/4/19 9/4/19
26043 31450 9/4/19 9/4/19
26044 31550 9/4/19 9/4/19
26095 35750 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 September 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25961 16150 9/4/19 9/4/19
25973 1SCH3 9/4/19 9/4/19
25974 1SCL1 9/4/19 9/4/19
25977 20150 9/4/19 9/4/19
25978 20650 9/4/19 9/4/19
25983 46250 9/4/19 9/4/19
25984 47650 9/4/19 9/4/19
25985 77750 9/4/19 9/4/19
25986 79550 9/4/19 9/4/19
25995 27350 9/4/19 9/4/19
26001 53550 9/4/19 9/5/19
26003 59050 9/4/19 9/4/19
26006 11750 9/4/19 9/4/19
26012 33050 9/4/19 9/5/19
26014 39950 9/4/19 9/4/19
26021 36950 9/4/19 9/4/19
26024 40350 9/4/19 9/4/19
26027 33850 9/4/19 9/4/19
26028 3SC26 9/4/19 9/4/19
26042 30550 9/4/19 9/4/19
26043 31450 9/4/19 9/4/19
26044 31550 9/4/19 9/4/19
26095 35750 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 September 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25961 16150 9/4/19 9/4/19
25973 1SCH3 9/4/19 9/4/19
25974 1SCL1 9/4/19 9/4/19
25977 20150 9/4/19 9/4/19
25978 20650 9/4/19 9/4/19
25983 46250 9/4/19 9/4/19
25984 47650 9/4/19 9/4/19
25985 77750 9/4/19 9/4/19
25986 79550 9/4/19 9/4/19
25995 27350 9/4/19 9/4/19
26001 53550 9/4/19 9/5/19
26003 59050 9/4/19 9/4/19
26006 11750 9/4/19 9/4/19
26012 33050 9/4/19 9/5/19
26014 39950 9/4/19 9/4/19
26021 36950 9/4/19 9/4/19
26024 40350 9/4/19 9/4/19
26027 33850 9/4/19 9/4/19
26028 3SC26 9/4/19 9/4/19
26042 30550 9/4/19 9/4/19
26043 31450 9/4/19 9/4/19
26044 31550 9/4/19 9/4/19
26095 35750 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 September 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25961 16150 9/4/19 9/4/19
25973 1SCH3 9/4/19 9/4/19
25974 1SCL1 9/4/19 9/4/19
25977 20150 9/4/19 9/4/19
25978 20650 9/4/19 9/4/19
25983 46250 9/4/19 9/4/19
25984 47650 9/4/19 9/4/19
25985 77750 9/4/19 9/4/19
25986 79550 9/4/19 9/4/19
25995 27350 9/4/19 9/4/19
26001 53550 9/4/19 9/5/19
26003 59050 9/4/19 9/4/19
26006 11750 9/4/19 9/4/19
26012 33050 9/4/19 9/5/19
26014 39950 9/4/19 9/4/19
26021 36950 9/4/19 9/4/19
26024 40350 9/4/19 9/4/19
26027 33850 9/4/19 9/4/19
26028 3SC26 9/4/19 9/4/19
26042 30550 9/4/19 9/4/19
26043 31450 9/4/19 9/4/19
26044 31550 9/4/19 9/4/19
26095 35750 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 September 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

25961 16150 9/4/19 9/4/19
25973 1SCH3 9/4/19 9/4/19
25974 1SCL1 9/4/19 9/4/19
25977 20150 9/4/19 9/4/19
25978 20650 9/4/19 9/4/19
25983 46250 9/4/19 9/4/19
25984 47650 9/4/19 9/4/19
25985 77750 9/4/19 9/4/19
25986 79550 9/4/19 9/4/19
25995 27350 9/4/19 9/4/19
26001 53550 9/4/19 9/5/19
26003 59050 9/4/19 9/4/19
26006 11750 9/4/19 9/4/19
26012 33050 9/4/19 9/5/19
26014 39950 9/4/19 9/4/19
26021 36950 9/4/19 9/4/19
26024 40350 9/4/19 9/4/19
26027 33850 9/4/19 9/4/19
26028 3SC26 9/4/19 9/4/19
26042 30550 9/4/19 9/4/19
26043 31450 9/4/19 9/4/19
26044 31550 9/4/19 9/4/19
26095 35750 9/4/19 9/4/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 September 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.90 94
0.77 98
0.77 97
0.57 96
0.48 96
0.32 95
0.75 105
0.07 97
0.64 94
0.21 95
0.52 95
0.48 96
0.10 97
0.53 98
0.24 98
0.24 98
0.91 94
0.41 98
0.69 99
0.29 98
0.38 97
0.46 98
0.40 98

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

28877 1S07 10/1/19 10/2/19 38 4.5 < 1.0 < 1.0 43 0.64 90 Chloroform derived after a 5-fold dilution. 

28906 1S03A 10/1/19 10/2/19 25 3.1 < 1.0 < 1.0 28 0.92 89

28907 1S03B 10/1/19 10/2/19 39 4.1 < 1.0 < 1.0 43 0.68 91

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

October 2019
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

28856 30150 10/1/19 10/2/19 46 5.2 < 1.0 < 1.0 51 0.29 93 Chloroform derived after a 5-fold dilution. 

28857 31050 10/1/19 10/2/19 46 5.5 < 1.0 < 1.0 51 0.59 92 Chloroform derived after a 2-fold dilution. 

28858 31950 10/1/19 10/2/19 48 5.5 < 1.0 < 1.0 54 0.54 92 Chloroform derived after a 2-fold dilution. 

28859 35750 10/1/19 10/2/19 47 5.3 < 1.0 < 1.0 52 0.24 95 Chloroform derived after a 5-fold dilution. 

28870 46150 10/1/19 10/2/19 34 4.1 < 1.0 < 1.0 38 0.66 90
28871 47550 10/1/19 10/2/19 38 4.3 < 1.0 < 1.0 42 0.32 90
28872 78150 10/1/19 10/2/19 34 4.2 < 1.0 < 1.0 38 0.58 89
28881 31650 10/1/19 10/2/19 38 5.2 < 1.0 < 1.0 43 0.18 92 Chloroform derived after a 2-fold dilution. 

28882 33550 10/1/19 10/2/19 42 5.1 < 1.0 < 1.0 47 0.29 91 Chloroform derived after a 5-fold dilution. 

28883 37450 10/1/19 10/2/19 46 4.8 < 1.0 < 1.0 51 0.30 92 Chloroform derived after a 5-fold dilution. 

28884 3SC26 10/1/19 10/2/19 47 5.5 < 1.0 < 1.0 53 0.60 93 Chloroform derived after a 5-fold dilution. 

28890 44450 10/1/19 10/2/19 35 4.1 < 1.0 < 1.0 39 0.42 90
28892 76150 10/1/19 10/2/19 31 3.8 < 1.0 < 1.0 34 0.74 89
28900 1SCH3 10/1/19 10/2/19 39 4.2 < 1.0 < 1.0 43 0.53 91
28901 1SCL1 10/1/19 10/2/19 26 3.8 < 1.0 < 1.0 30 0.67 90
28904 10750 10/1/19 10/2/19 21 2.8 < 1.0 < 1.0 24 0.89 88
28911 21550 10/1/19 10/2/19 45 4.8 < 1.0 < 1.0 50 0.59 90 Chloroform derived after a 5-fold dilution. 

28912 22950 10/1/19 10/2/19 45 4.5 < 1.0 < 1.0 50 0.44 91 Chloroform derived after a 5-fold dilution. 

28919 22250 10/1/19 10/2/19 37 3.9 < 1.0 < 1.0 40 0.87 91
28920 26850 10/1/19 10/2/19 41 4.4 < 1.0 < 1.0 45 0.58 91 Chloroform derived after a 5-fold dilution. 

28925 51450 10/1/19 10/2/19 33 3.6 < 1.0 < 1.0 37 0.75 89
28926 57750 10/1/19 10/2/19 37 3.8 < 1.0 < 1.0 41 0.76 91

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

October 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

28877 1S07 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

28906 1S03A 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

28907 1S03B 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

October 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28877 1S07 10/1/19 10/2/19

28906 1S03A 10/1/19 10/2/19

28907 1S03B 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 October 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28877 1S07 10/1/19 10/2/19

28906 1S03A 10/1/19 10/2/19

28907 1S03B 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 October 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28877 1S07 10/1/19 10/2/19

28906 1S03A 10/1/19 10/2/19

28907 1S03B 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 October 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28877 1S07 10/1/19 10/2/19

28906 1S03A 10/1/19 10/2/19

28907 1S03B 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 October 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28877 1S07 10/1/19 10/2/19

28906 1S03A 10/1/19 10/2/19

28907 1S03B 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 October 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28877 1S07 10/1/19 10/2/19

28906 1S03A 10/1/19 10/2/19

28907 1S03B 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 October 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.64 90

0.92 89

0.68 91

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

28856 30150 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28857 31050 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28858 31950 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28859 35750 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28870 46150 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28871 47550 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28872 78150 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28881 31650 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28882 33550 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28883 37450 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28884 3SC26 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28890 44450 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28892 76150 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28900 1SCH3 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28901 1SCL1 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28904 10750 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28911 21550 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28912 22950 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28919 22250 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28920 26850 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28925 51450 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28926 57750 10/1/19 10/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

October 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28856 30150 10/1/19 10/2/19
28857 31050 10/1/19 10/2/19
28858 31950 10/1/19 10/2/19
28859 35750 10/1/19 10/2/19
28870 46150 10/1/19 10/2/19
28871 47550 10/1/19 10/2/19
28872 78150 10/1/19 10/2/19
28881 31650 10/1/19 10/2/19
28882 33550 10/1/19 10/2/19
28883 37450 10/1/19 10/2/19
28884 3SC26 10/1/19 10/2/19
28890 44450 10/1/19 10/2/19
28892 76150 10/1/19 10/2/19
28900 1SCH3 10/1/19 10/2/19
28901 1SCL1 10/1/19 10/2/19
28904 10750 10/1/19 10/2/19
28911 21550 10/1/19 10/2/19
28912 22950 10/1/19 10/2/19
28919 22250 10/1/19 10/2/19
28920 26850 10/1/19 10/2/19
28925 51450 10/1/19 10/2/19
28926 57750 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 October 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28856 30150 10/1/19 10/2/19
28857 31050 10/1/19 10/2/19
28858 31950 10/1/19 10/2/19
28859 35750 10/1/19 10/2/19
28870 46150 10/1/19 10/2/19
28871 47550 10/1/19 10/2/19
28872 78150 10/1/19 10/2/19
28881 31650 10/1/19 10/2/19
28882 33550 10/1/19 10/2/19
28883 37450 10/1/19 10/2/19
28884 3SC26 10/1/19 10/2/19
28890 44450 10/1/19 10/2/19
28892 76150 10/1/19 10/2/19
28900 1SCH3 10/1/19 10/2/19
28901 1SCL1 10/1/19 10/2/19
28904 10750 10/1/19 10/2/19
28911 21550 10/1/19 10/2/19
28912 22950 10/1/19 10/2/19
28919 22250 10/1/19 10/2/19
28920 26850 10/1/19 10/2/19
28925 51450 10/1/19 10/2/19
28926 57750 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 October 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28856 30150 10/1/19 10/2/19
28857 31050 10/1/19 10/2/19
28858 31950 10/1/19 10/2/19
28859 35750 10/1/19 10/2/19
28870 46150 10/1/19 10/2/19
28871 47550 10/1/19 10/2/19
28872 78150 10/1/19 10/2/19
28881 31650 10/1/19 10/2/19
28882 33550 10/1/19 10/2/19
28883 37450 10/1/19 10/2/19
28884 3SC26 10/1/19 10/2/19
28890 44450 10/1/19 10/2/19
28892 76150 10/1/19 10/2/19
28900 1SCH3 10/1/19 10/2/19
28901 1SCL1 10/1/19 10/2/19
28904 10750 10/1/19 10/2/19
28911 21550 10/1/19 10/2/19
28912 22950 10/1/19 10/2/19
28919 22250 10/1/19 10/2/19
28920 26850 10/1/19 10/2/19
28925 51450 10/1/19 10/2/19
28926 57750 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 October 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28856 30150 10/1/19 10/2/19
28857 31050 10/1/19 10/2/19
28858 31950 10/1/19 10/2/19
28859 35750 10/1/19 10/2/19
28870 46150 10/1/19 10/2/19
28871 47550 10/1/19 10/2/19
28872 78150 10/1/19 10/2/19
28881 31650 10/1/19 10/2/19
28882 33550 10/1/19 10/2/19
28883 37450 10/1/19 10/2/19
28884 3SC26 10/1/19 10/2/19
28890 44450 10/1/19 10/2/19
28892 76150 10/1/19 10/2/19
28900 1SCH3 10/1/19 10/2/19
28901 1SCL1 10/1/19 10/2/19
28904 10750 10/1/19 10/2/19
28911 21550 10/1/19 10/2/19
28912 22950 10/1/19 10/2/19
28919 22250 10/1/19 10/2/19
28920 26850 10/1/19 10/2/19
28925 51450 10/1/19 10/2/19
28926 57750 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 October 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28856 30150 10/1/19 10/2/19
28857 31050 10/1/19 10/2/19
28858 31950 10/1/19 10/2/19
28859 35750 10/1/19 10/2/19
28870 46150 10/1/19 10/2/19
28871 47550 10/1/19 10/2/19
28872 78150 10/1/19 10/2/19
28881 31650 10/1/19 10/2/19
28882 33550 10/1/19 10/2/19
28883 37450 10/1/19 10/2/19
28884 3SC26 10/1/19 10/2/19
28890 44450 10/1/19 10/2/19
28892 76150 10/1/19 10/2/19
28900 1SCH3 10/1/19 10/2/19
28901 1SCL1 10/1/19 10/2/19
28904 10750 10/1/19 10/2/19
28911 21550 10/1/19 10/2/19
28912 22950 10/1/19 10/2/19
28919 22250 10/1/19 10/2/19
28920 26850 10/1/19 10/2/19
28925 51450 10/1/19 10/2/19
28926 57750 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 October 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28856 30150 10/1/19 10/2/19
28857 31050 10/1/19 10/2/19
28858 31950 10/1/19 10/2/19
28859 35750 10/1/19 10/2/19
28870 46150 10/1/19 10/2/19
28871 47550 10/1/19 10/2/19
28872 78150 10/1/19 10/2/19
28881 31650 10/1/19 10/2/19
28882 33550 10/1/19 10/2/19
28883 37450 10/1/19 10/2/19
28884 3SC26 10/1/19 10/2/19
28890 44450 10/1/19 10/2/19
28892 76150 10/1/19 10/2/19
28900 1SCH3 10/1/19 10/2/19
28901 1SCL1 10/1/19 10/2/19
28904 10750 10/1/19 10/2/19
28911 21550 10/1/19 10/2/19
28912 22950 10/1/19 10/2/19
28919 22250 10/1/19 10/2/19
28920 26850 10/1/19 10/2/19
28925 51450 10/1/19 10/2/19
28926 57750 10/1/19 10/2/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 October 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.29 93
0.59 92
0.54 92
0.24 95
0.66 90
0.32 90
0.58 89
0.18 92
0.29 91
0.30 92
0.60 93
0.42 90
0.74 89
0.53 91
0.67 90
0.89 88
0.59 90
0.44 91
0.87 91
0.58 91
0.75 89
0.76 91

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

32960 1SCH3 11/6/19 11/8/19 16 5.8 < 1.0 < 1.0 22 0.60 404

32961 1SCL1 11/6/19 11/8/19 16 5.6 < 1.0 < 1.0 21 0.88 406

32973 1S03A 11/6/19 11/8/19 17 2.5 < 1.0 < 1.0 19 0.95 81

32974 1S03B 11/6/19 11/8/19 32 4.3 < 1.0 < 1.0 36 0.76 86

32986 1S07 11/6/19 11/6/19 19 2.7 < 1.0 < 1.0 22 0.81 81

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

November 2019
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

32905 23450 11/6/19 11/12/19 36 4.5 < 1.0 < 1.0 40 0.35 85 Dup RPD is outside limit for chloroform and bromodich

32911 31750 11/6/19 11/8/19 37 10 1.3 < 1.0 48 0.27 170
32912 31850 11/6/19 11/8/19 34 6.6 < 1.0 < 1.0 40 0.36 169
32913 32350 11/6/19 11/8/19 36 9.7 1.3 < 1.0 47 0.23 378
32914 37950 11/6/19 11/8/19 35 6.5 < 1.0 < 1.0 41 0.31 209
32922 50750 11/6/19 11/6/19 31 3.6 < 1.0 < 1.0 35 0.53 85
32923 50850 11/6/19 11/6/19 32 4.0 < 1.0 < 1.0 36 0.60 86
32924 58650 11/6/19 11/8/19 36 4.5 < 1.0 < 1.0 41 0.34 86
32927 33450 11/6/19 11/6/19 30 8.7 1.1 < 1.0 40 0.43 411
32928 33950 11/6/19 11/6/19 32 9.0 1.1 < 1.0 42 0.33 413
32929 38250 11/6/19 11/6/19 43 6.7 < 1.0 < 1.0 50 0.27 182 Chloroform derived after a 2-fold dilution. 

32930 39650 11/6/19 11/6/19 35 6.4 < 1.0 < 1.0 41 0.29 198
32937 44350 11/6/19 11/8/19 45 7.4 < 1.0 < 1.0 52 0.15 192 Chloroform derived after a 2-fold dilution. 

32964 45250 11/6/19 11/6/19 28 3.6 < 1.0 < 1.0 31 0.66 83
32966 77650 11/6/19 11/6/19 25 3.2 < 1.0 < 1.0 28 0.69 85
32971 18650 11/6/19 11/8/19 27 6.7 < 1.0 < 1.0 33 0.46 315
32978 24350 11/6/19 11/6/19 35 4.1 < 1.0 < 1.0 39 0.58 85
32980 50250 11/6/19 11/6/19 24 3.0 < 1.0 < 1.0 27 0.71 83
32981 52050 11/6/19 11/6/19 31 3.8 < 1.0 < 1.0 35 0.61 84
32985 15150 11/6/19 11/6/19 38 5.6 < 1.0 < 1.0 44 0.47 208
32987 3SC26 11/6/19 11/6/19 24 6.8 < 1.0 < 1.0 31 0.55 418

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

November 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

32960 1SCH3 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

32961 1SCL1 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

32973 1S03A 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

32974 1S03B 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

32986 1S07 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

November 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32960 1SCH3 11/6/19 11/8/19

32961 1SCL1 11/6/19 11/8/19

32973 1S03A 11/6/19 11/8/19

32974 1S03B 11/6/19 11/8/19

32986 1S07 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32960 1SCH3 11/6/19 11/8/19

32961 1SCL1 11/6/19 11/8/19

32973 1S03A 11/6/19 11/8/19

32974 1S03B 11/6/19 11/8/19

32986 1S07 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_201911.xls\Entry Points VOC page 5 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32960 1SCH3 11/6/19 11/8/19

32961 1SCL1 11/6/19 11/8/19

32973 1S03A 11/6/19 11/8/19

32974 1S03B 11/6/19 11/8/19

32986 1S07 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32960 1SCH3 11/6/19 11/8/19

32961 1SCL1 11/6/19 11/8/19

32973 1S03A 11/6/19 11/8/19

32974 1S03B 11/6/19 11/8/19

32986 1S07 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32960 1SCH3 11/6/19 11/8/19

32961 1SCL1 11/6/19 11/8/19

32973 1S03A 11/6/19 11/8/19

32974 1S03B 11/6/19 11/8/19

32986 1S07 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_201911.xls\Entry Points VOC page 8 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32960 1SCH3 11/6/19 11/8/19

32961 1SCL1 11/6/19 11/8/19

32973 1S03A 11/6/19 11/8/19

32974 1S03B 11/6/19 11/8/19

32986 1S07 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.60 404

0.88 406

0.95 81

0.76 86

0.81 81

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

32905 23450 11/6/19 11/12/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32911 31750 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32912 31850 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32913 32350 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32914 37950 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32922 50750 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32923 50850 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32924 58650 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32927 33450 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32928 33950 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32929 38250 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32930 39650 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32937 44350 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32964 45250 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32966 77650 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32971 18650 11/6/19 11/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32978 24350 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32980 50250 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32981 52050 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32985 15150 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
32987 3SC26 11/6/19 11/6/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

November 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32905 23450 11/6/19 11/12/19
32911 31750 11/6/19 11/8/19
32912 31850 11/6/19 11/8/19
32913 32350 11/6/19 11/8/19
32914 37950 11/6/19 11/8/19
32922 50750 11/6/19 11/6/19
32923 50850 11/6/19 11/6/19
32924 58650 11/6/19 11/8/19
32927 33450 11/6/19 11/6/19
32928 33950 11/6/19 11/6/19
32929 38250 11/6/19 11/6/19
32930 39650 11/6/19 11/6/19
32937 44350 11/6/19 11/8/19
32964 45250 11/6/19 11/6/19
32966 77650 11/6/19 11/6/19
32971 18650 11/6/19 11/8/19
32978 24350 11/6/19 11/6/19
32980 50250 11/6/19 11/6/19
32981 52050 11/6/19 11/6/19
32985 15150 11/6/19 11/6/19
32987 3SC26 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32905 23450 11/6/19 11/12/19
32911 31750 11/6/19 11/8/19
32912 31850 11/6/19 11/8/19
32913 32350 11/6/19 11/8/19
32914 37950 11/6/19 11/8/19
32922 50750 11/6/19 11/6/19
32923 50850 11/6/19 11/6/19
32924 58650 11/6/19 11/8/19
32927 33450 11/6/19 11/6/19
32928 33950 11/6/19 11/6/19
32929 38250 11/6/19 11/6/19
32930 39650 11/6/19 11/6/19
32937 44350 11/6/19 11/8/19
32964 45250 11/6/19 11/6/19
32966 77650 11/6/19 11/6/19
32971 18650 11/6/19 11/8/19
32978 24350 11/6/19 11/6/19
32980 50250 11/6/19 11/6/19
32981 52050 11/6/19 11/6/19
32985 15150 11/6/19 11/6/19
32987 3SC26 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32905 23450 11/6/19 11/12/19
32911 31750 11/6/19 11/8/19
32912 31850 11/6/19 11/8/19
32913 32350 11/6/19 11/8/19
32914 37950 11/6/19 11/8/19
32922 50750 11/6/19 11/6/19
32923 50850 11/6/19 11/6/19
32924 58650 11/6/19 11/8/19
32927 33450 11/6/19 11/6/19
32928 33950 11/6/19 11/6/19
32929 38250 11/6/19 11/6/19
32930 39650 11/6/19 11/6/19
32937 44350 11/6/19 11/8/19
32964 45250 11/6/19 11/6/19
32966 77650 11/6/19 11/6/19
32971 18650 11/6/19 11/8/19
32978 24350 11/6/19 11/6/19
32980 50250 11/6/19 11/6/19
32981 52050 11/6/19 11/6/19
32985 15150 11/6/19 11/6/19
32987 3SC26 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32905 23450 11/6/19 11/12/19
32911 31750 11/6/19 11/8/19
32912 31850 11/6/19 11/8/19
32913 32350 11/6/19 11/8/19
32914 37950 11/6/19 11/8/19
32922 50750 11/6/19 11/6/19
32923 50850 11/6/19 11/6/19
32924 58650 11/6/19 11/8/19
32927 33450 11/6/19 11/6/19
32928 33950 11/6/19 11/6/19
32929 38250 11/6/19 11/6/19
32930 39650 11/6/19 11/6/19
32937 44350 11/6/19 11/8/19
32964 45250 11/6/19 11/6/19
32966 77650 11/6/19 11/6/19
32971 18650 11/6/19 11/8/19
32978 24350 11/6/19 11/6/19
32980 50250 11/6/19 11/6/19
32981 52050 11/6/19 11/6/19
32985 15150 11/6/19 11/6/19
32987 3SC26 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32905 23450 11/6/19 11/12/19
32911 31750 11/6/19 11/8/19
32912 31850 11/6/19 11/8/19
32913 32350 11/6/19 11/8/19
32914 37950 11/6/19 11/8/19
32922 50750 11/6/19 11/6/19
32923 50850 11/6/19 11/6/19
32924 58650 11/6/19 11/8/19
32927 33450 11/6/19 11/6/19
32928 33950 11/6/19 11/6/19
32929 38250 11/6/19 11/6/19
32930 39650 11/6/19 11/6/19
32937 44350 11/6/19 11/8/19
32964 45250 11/6/19 11/6/19
32966 77650 11/6/19 11/6/19
32971 18650 11/6/19 11/8/19
32978 24350 11/6/19 11/6/19
32980 50250 11/6/19 11/6/19
32981 52050 11/6/19 11/6/19
32985 15150 11/6/19 11/6/19
32987 3SC26 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

32905 23450 11/6/19 11/12/19
32911 31750 11/6/19 11/8/19
32912 31850 11/6/19 11/8/19
32913 32350 11/6/19 11/8/19
32914 37950 11/6/19 11/8/19
32922 50750 11/6/19 11/6/19
32923 50850 11/6/19 11/6/19
32924 58650 11/6/19 11/8/19
32927 33450 11/6/19 11/6/19
32928 33950 11/6/19 11/6/19
32929 38250 11/6/19 11/6/19
32930 39650 11/6/19 11/6/19
32937 44350 11/6/19 11/8/19
32964 45250 11/6/19 11/6/19
32966 77650 11/6/19 11/6/19
32971 18650 11/6/19 11/8/19
32978 24350 11/6/19 11/6/19
32980 50250 11/6/19 11/6/19
32981 52050 11/6/19 11/6/19
32985 15150 11/6/19 11/6/19
32987 3SC26 11/6/19 11/6/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.35 85
0.27 170
0.36 169
0.23 378
0.31 209
0.53 85
0.60 86
0.34 86
0.43 411
0.33 413
0.27 182
0.29 198
0.15 192 Dup RPD is outside limit for acetone
0.66 83
0.69 85
0.46 315
0.58 85
0.71 83
0.61 84
0.47 208
0.55 418

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

603 1S03A 1/7/20 1/8/20 12 2.3 < 1.0 < 1.0 15 0.90 127

604 1S03B 1/7/20 1/8/20 19 3.1 < 1.0 < 1.0 22 0.82 128

609 1S07 1/7/20 1/7/20 16 2.7 < 1.0 < 1.0 19 0.66 125

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

January 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

561 31650 1/7/20 1/7/20 29 4.1 < 1.0 < 1.0 33 0.38 127
562 33550 1/7/20 1/7/20 29 4.0 < 1.0 < 1.0 33 0.45 128
563 37450 1/7/20 1/7/20 27 3.8 < 1.0 < 1.0 30 0.48 126
564 3SC26 1/7/20 1/7/20 27 3.8 < 1.0 < 1.0 31 0.78 127
582 22250 1/7/20 1/7/20 23 3.5 < 1.0 < 1.0 27 0.86 127
583 26850 1/7/20 1/7/20 28 3.9 < 1.0 < 1.0 32 0.61 126
586 46150 1/7/20 1/7/20 24 3.6 < 1.0 < 1.0 28 0.52 125
587 47550 1/7/20 1/7/20 24 3.6 < 1.0 < 1.0 27 0.52 125
588 78150 1/7/20 1/7/20 21 3.3 < 1.0 < 1.0 24 0.60 125
591 30150 1/7/20 1/7/20 27 3.8 < 1.0 < 1.0 30 0.58 126
592 31050 1/7/20 1/7/20 22 3.5 < 1.0 < 1.0 26 0.51 127
593 31950 1/7/20 1/7/20 29 4.0 < 1.0 < 1.0 33 0.63 128
594 35750 1/7/20 1/7/20 28 4.1 < 1.0 < 1.0 32 0.59 128
601 10750 1/7/20 1/8/20 14 2.6 < 1.0 < 1.0 16 0.87 127
614 44450 1/7/20 1/8/20 23 3.6 < 1.0 < 1.0 27 0.50 126
616 76150 1/7/20 1/8/20 19 3.2 < 1.0 < 1.0 22 0.64 126
621 51450 1/7/20 1/8/20 23 3.7 < 1.0 < 1.0 26 0.69 128
622 57750 1/7/20 1/7/20 23 3.5 < 1.0 < 1.0 27 0.79 128
626 21550 1/7/20 1/7/20 25 3.7 < 1.0 < 1.0 29 0.59 126
627 22950 1/7/20 1/7/20 30 4.3 < 1.0 < 1.0 34 0.61 125
638 1SCH3 1/7/20 1/8/20 14 2.7 < 1.0 < 1.0 17 0.73 128
639 1SCL1 1/7/20 1/8/20 17 3.0 < 1.0 < 1.0 20 0.75 126

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

January 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

603 1S03A 1/7/20 1/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

604 1S03B 1/7/20 1/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

609 1S07 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

January 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

603 1S03A 1/7/20 1/8/20

604 1S03B 1/7/20 1/8/20

609 1S07 1/7/20 1/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

603 1S03A 1/7/20 1/8/20

604 1S03B 1/7/20 1/8/20

609 1S07 1/7/20 1/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

603 1S03A 1/7/20 1/8/20

604 1S03B 1/7/20 1/8/20

609 1S07 1/7/20 1/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

603 1S03A 1/7/20 1/8/20

604 1S03B 1/7/20 1/8/20

609 1S07 1/7/20 1/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

603 1S03A 1/7/20 1/8/20

604 1S03B 1/7/20 1/8/20

609 1S07 1/7/20 1/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

603 1S03A 1/7/20 1/8/20

604 1S03B 1/7/20 1/8/20

609 1S07 1/7/20 1/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.90 127

0.82 128

0.66 125

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

561 31650 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
562 33550 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
563 37450 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
564 3SC26 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
582 22250 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
583 26850 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
586 46150 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
587 47550 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
588 78150 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
591 30150 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
592 31050 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
593 31950 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
594 35750 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
601 10750 1/7/20 1/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
614 44450 1/7/20 1/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
616 76150 1/7/20 1/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
621 51450 1/7/20 1/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
622 57750 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
626 21550 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
627 22950 1/7/20 1/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
638 1SCH3 1/7/20 1/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
639 1SCL1 1/7/20 1/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

January 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

561 31650 1/7/20 1/7/20
562 33550 1/7/20 1/7/20
563 37450 1/7/20 1/7/20
564 3SC26 1/7/20 1/7/20
582 22250 1/7/20 1/7/20
583 26850 1/7/20 1/7/20
586 46150 1/7/20 1/7/20
587 47550 1/7/20 1/7/20
588 78150 1/7/20 1/7/20
591 30150 1/7/20 1/7/20
592 31050 1/7/20 1/7/20
593 31950 1/7/20 1/7/20
594 35750 1/7/20 1/7/20
601 10750 1/7/20 1/8/20
614 44450 1/7/20 1/8/20
616 76150 1/7/20 1/8/20
621 51450 1/7/20 1/8/20
622 57750 1/7/20 1/7/20
626 21550 1/7/20 1/7/20
627 22950 1/7/20 1/7/20
638 1SCH3 1/7/20 1/8/20
639 1SCL1 1/7/20 1/8/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

561 31650 1/7/20 1/7/20
562 33550 1/7/20 1/7/20
563 37450 1/7/20 1/7/20
564 3SC26 1/7/20 1/7/20
582 22250 1/7/20 1/7/20
583 26850 1/7/20 1/7/20
586 46150 1/7/20 1/7/20
587 47550 1/7/20 1/7/20
588 78150 1/7/20 1/7/20
591 30150 1/7/20 1/7/20
592 31050 1/7/20 1/7/20
593 31950 1/7/20 1/7/20
594 35750 1/7/20 1/7/20
601 10750 1/7/20 1/8/20
614 44450 1/7/20 1/8/20
616 76150 1/7/20 1/8/20
621 51450 1/7/20 1/8/20
622 57750 1/7/20 1/7/20
626 21550 1/7/20 1/7/20
627 22950 1/7/20 1/7/20
638 1SCH3 1/7/20 1/8/20
639 1SCL1 1/7/20 1/8/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

561 31650 1/7/20 1/7/20
562 33550 1/7/20 1/7/20
563 37450 1/7/20 1/7/20
564 3SC26 1/7/20 1/7/20
582 22250 1/7/20 1/7/20
583 26850 1/7/20 1/7/20
586 46150 1/7/20 1/7/20
587 47550 1/7/20 1/7/20
588 78150 1/7/20 1/7/20
591 30150 1/7/20 1/7/20
592 31050 1/7/20 1/7/20
593 31950 1/7/20 1/7/20
594 35750 1/7/20 1/7/20
601 10750 1/7/20 1/8/20
614 44450 1/7/20 1/8/20
616 76150 1/7/20 1/8/20
621 51450 1/7/20 1/8/20
622 57750 1/7/20 1/7/20
626 21550 1/7/20 1/7/20
627 22950 1/7/20 1/7/20
638 1SCH3 1/7/20 1/8/20
639 1SCL1 1/7/20 1/8/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

561 31650 1/7/20 1/7/20
562 33550 1/7/20 1/7/20
563 37450 1/7/20 1/7/20
564 3SC26 1/7/20 1/7/20
582 22250 1/7/20 1/7/20
583 26850 1/7/20 1/7/20
586 46150 1/7/20 1/7/20
587 47550 1/7/20 1/7/20
588 78150 1/7/20 1/7/20
591 30150 1/7/20 1/7/20
592 31050 1/7/20 1/7/20
593 31950 1/7/20 1/7/20
594 35750 1/7/20 1/7/20
601 10750 1/7/20 1/8/20
614 44450 1/7/20 1/8/20
616 76150 1/7/20 1/8/20
621 51450 1/7/20 1/8/20
622 57750 1/7/20 1/7/20
626 21550 1/7/20 1/7/20
627 22950 1/7/20 1/7/20
638 1SCH3 1/7/20 1/8/20
639 1SCL1 1/7/20 1/8/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

561 31650 1/7/20 1/7/20
562 33550 1/7/20 1/7/20
563 37450 1/7/20 1/7/20
564 3SC26 1/7/20 1/7/20
582 22250 1/7/20 1/7/20
583 26850 1/7/20 1/7/20
586 46150 1/7/20 1/7/20
587 47550 1/7/20 1/7/20
588 78150 1/7/20 1/7/20
591 30150 1/7/20 1/7/20
592 31050 1/7/20 1/7/20
593 31950 1/7/20 1/7/20
594 35750 1/7/20 1/7/20
601 10750 1/7/20 1/8/20
614 44450 1/7/20 1/8/20
616 76150 1/7/20 1/8/20
621 51450 1/7/20 1/8/20
622 57750 1/7/20 1/7/20
626 21550 1/7/20 1/7/20
627 22950 1/7/20 1/7/20
638 1SCH3 1/7/20 1/8/20
639 1SCL1 1/7/20 1/8/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

561 31650 1/7/20 1/7/20
562 33550 1/7/20 1/7/20
563 37450 1/7/20 1/7/20
564 3SC26 1/7/20 1/7/20
582 22250 1/7/20 1/7/20
583 26850 1/7/20 1/7/20
586 46150 1/7/20 1/7/20
587 47550 1/7/20 1/7/20
588 78150 1/7/20 1/7/20
591 30150 1/7/20 1/7/20
592 31050 1/7/20 1/7/20
593 31950 1/7/20 1/7/20
594 35750 1/7/20 1/7/20
601 10750 1/7/20 1/8/20
614 44450 1/7/20 1/8/20
616 76150 1/7/20 1/8/20
621 51450 1/7/20 1/8/20
622 57750 1/7/20 1/7/20
626 21550 1/7/20 1/7/20
627 22950 1/7/20 1/7/20
638 1SCH3 1/7/20 1/8/20
639 1SCL1 1/7/20 1/8/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.38 127
0.45 128
0.48 126
0.78 127
0.86 127
0.61 126
0.52 125
0.52 125
0.60 125
0.58 126
0.51 127
0.63 128
0.59 128
0.87 127
0.50 126
0.64 126
0.69 128
0.79 128
0.59 126
0.61 125
0.73 128
0.75 126

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

3470 1S07 2/4/20 2/4/20 10 1.8 < 1.0 < 1.0 12 0.68 132

3520 1S03A 2/4/20 2/5/20 10 1.8 < 1.0 < 1.0 12 0.83 133

3521 1S03B 2/4/20 2/5/20 20 2.9 < 1.0 < 1.0 23 0.55 134

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

February 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

3513 1SCH3 2/4/20 2/4/20 17 2.8 < 1.0 < 1.0 20 0.55 140
3514 1SCL1 2/4/20 2/4/20 11 2.0 < 1.0 < 1.0 13 0.55 136
3469 15150 2/4/20 2/4/20 20 3.1 < 1.0 < 1.0 24 0.53 139
3518 18650 2/4/20 2/4/20 16 2.5 < 1.0 < 1.0 18 0.48 139
3455 23450 2/4/20 2/4/20 20 3.1 < 1.0 < 1.0 23 0.36 139
3475 24350 2/4/20 2/5/20 24 3.3 < 1.0 < 1.0 27 0.56 139
3471 3SC26 2/4/20 2/4/20 22 3.1 < 1.0 < 1.0 25 0.56 140
3487 31750 2/4/20 2/5/20 21 3.1 < 1.0 < 1.0 24 0.33 139
3488 31850 2/4/20 2/5/20 24 3.3 < 1.0 < 1.0 27 0.39 139
3489 32350 2/4/20 2/5/20 24 3.4 < 1.0 < 1.0 27 0.34 139
3524 33450 2/4/20 2/5/20 22 3.1 < 1.0 < 1.0 25 0.48 140
3525 33950 2/4/20 2/5/20 23 3.3 < 1.0 < 1.0 26 0.43 140
3490 37950 2/4/20 2/5/20 24 3.5 < 1.0 < 1.0 28 0.32 139
4438 37950 2/13/20 2/14/20 27 3.6 < 1.0 < 1.0 30 0.33 121

re-sample for confirming the detection of TBA in sample collected on 
2/4/2020

3526 38250 2/4/20 2/5/20 23 3.3 < 1.0 < 1.0 27 0.33 138
3527 39650 2/4/20 2/5/20 25 3.6 < 1.0 < 1.0 29 0.37 138
3465 44350 2/4/20 2/5/20 25 3.5 < 1.0 < 1.0 29 0.22 135
3497 45250 2/4/20 2/5/20 19 2.8 < 1.0 < 1.0 21 0.44 138
4448 45250 2/13/20 2/14/20 19 2.7 < 1.0 < 1.0 22 0.47 107

re-sample for confirming the detection of TBA in sample collected on 
2/4/2020

3477 50250 2/4/20 2/5/20 18 2.8 < 1.0 < 1.0 21 0.67 139
3504 50750 2/4/20 2/4/20 27 3.6 < 1.0 < 1.0 31 0.42 136
3505 50850 2/4/20 2/5/20 22 3.3 < 1.0 < 1.0 25 0.49 136
3478 52050 2/4/20 2/5/20 20 2.8 < 1.0 < 1.0 23 0.56 139
3506 58650 2/4/20 2/5/20 40 4.7 < 1.0 < 1.0 44 0.09 144
3499 77650 2/4/20 2/5/20 16 2.5 < 1.0 < 1.0 19 0.43 138

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

February 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

3470 1S07 2/4/20 2/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

3520 1S03A 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

3521 1S03B 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

February 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3470 1S07 2/4/20 2/4/20

3520 1S03A 2/4/20 2/5/20

3521 1S03B 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3470 1S07 2/4/20 2/4/20

3520 1S03A 2/4/20 2/5/20

3521 1S03B 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3470 1S07 2/4/20 2/4/20

3520 1S03A 2/4/20 2/5/20

3521 1S03B 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3470 1S07 2/4/20 2/4/20

3520 1S03A 2/4/20 2/5/20

3521 1S03B 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3470 1S07 2/4/20 2/4/20

3520 1S03A 2/4/20 2/5/20

3521 1S03B 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3470 1S07 2/4/20 2/4/20

3520 1S03A 2/4/20 2/5/20

3521 1S03B 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.68 132

0.83 133

0.55 134

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

3513 1SCH3 2/4/20 2/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3514 1SCL1 2/4/20 2/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3469 15150 2/4/20 2/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3518 18650 2/4/20 2/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3455 23450 2/4/20 2/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3475 24350 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3471 3SC26 2/4/20 2/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3487 31750 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3488 31850 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3489 32350 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3524 33450 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3525 33950 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3490 37950 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
4438 37950 2/13/20 2/14/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3526 38250 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3527 39650 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3465 44350 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3497 45250 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
4448 45250 2/13/20 2/14/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3477 50250 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3504 50750 2/4/20 2/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3505 50850 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3478 52050 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3506 58650 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3499 77650 2/4/20 2/5/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

February 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3513 1SCH3 2/4/20 2/4/20
3514 1SCL1 2/4/20 2/4/20
3469 15150 2/4/20 2/4/20
3518 18650 2/4/20 2/4/20
3455 23450 2/4/20 2/4/20
3475 24350 2/4/20 2/5/20
3471 3SC26 2/4/20 2/4/20
3487 31750 2/4/20 2/5/20
3488 31850 2/4/20 2/5/20
3489 32350 2/4/20 2/5/20
3524 33450 2/4/20 2/5/20
3525 33950 2/4/20 2/5/20
3490 37950 2/4/20 2/5/20
4438 37950 2/13/20 2/14/20
3526 38250 2/4/20 2/5/20
3527 39650 2/4/20 2/5/20
3465 44350 2/4/20 2/5/20
3497 45250 2/4/20 2/5/20
4448 45250 2/13/20 2/14/20
3477 50250 2/4/20 2/5/20
3504 50750 2/4/20 2/4/20
3505 50850 2/4/20 2/5/20
3478 52050 2/4/20 2/5/20
3506 58650 2/4/20 2/5/20
3499 77650 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 D < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 D < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3513 1SCH3 2/4/20 2/4/20
3514 1SCL1 2/4/20 2/4/20
3469 15150 2/4/20 2/4/20
3518 18650 2/4/20 2/4/20
3455 23450 2/4/20 2/4/20
3475 24350 2/4/20 2/5/20
3471 3SC26 2/4/20 2/4/20
3487 31750 2/4/20 2/5/20
3488 31850 2/4/20 2/5/20
3489 32350 2/4/20 2/5/20
3524 33450 2/4/20 2/5/20
3525 33950 2/4/20 2/5/20
3490 37950 2/4/20 2/5/20
4438 37950 2/13/20 2/14/20
3526 38250 2/4/20 2/5/20
3527 39650 2/4/20 2/5/20
3465 44350 2/4/20 2/5/20
3497 45250 2/4/20 2/5/20
4448 45250 2/13/20 2/14/20
3477 50250 2/4/20 2/5/20
3504 50750 2/4/20 2/4/20
3505 50850 2/4/20 2/5/20
3478 52050 2/4/20 2/5/20
3506 58650 2/4/20 2/5/20
3499 77650 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3513 1SCH3 2/4/20 2/4/20
3514 1SCL1 2/4/20 2/4/20
3469 15150 2/4/20 2/4/20
3518 18650 2/4/20 2/4/20
3455 23450 2/4/20 2/4/20
3475 24350 2/4/20 2/5/20
3471 3SC26 2/4/20 2/4/20
3487 31750 2/4/20 2/5/20
3488 31850 2/4/20 2/5/20
3489 32350 2/4/20 2/5/20
3524 33450 2/4/20 2/5/20
3525 33950 2/4/20 2/5/20
3490 37950 2/4/20 2/5/20
4438 37950 2/13/20 2/14/20
3526 38250 2/4/20 2/5/20
3527 39650 2/4/20 2/5/20
3465 44350 2/4/20 2/5/20
3497 45250 2/4/20 2/5/20
4448 45250 2/13/20 2/14/20
3477 50250 2/4/20 2/5/20
3504 50750 2/4/20 2/4/20
3505 50850 2/4/20 2/5/20
3478 52050 2/4/20 2/5/20
3506 58650 2/4/20 2/5/20
3499 77650 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3513 1SCH3 2/4/20 2/4/20
3514 1SCL1 2/4/20 2/4/20
3469 15150 2/4/20 2/4/20
3518 18650 2/4/20 2/4/20
3455 23450 2/4/20 2/4/20
3475 24350 2/4/20 2/5/20
3471 3SC26 2/4/20 2/4/20
3487 31750 2/4/20 2/5/20
3488 31850 2/4/20 2/5/20
3489 32350 2/4/20 2/5/20
3524 33450 2/4/20 2/5/20
3525 33950 2/4/20 2/5/20
3490 37950 2/4/20 2/5/20
4438 37950 2/13/20 2/14/20
3526 38250 2/4/20 2/5/20
3527 39650 2/4/20 2/5/20
3465 44350 2/4/20 2/5/20
3497 45250 2/4/20 2/5/20
4448 45250 2/13/20 2/14/20
3477 50250 2/4/20 2/5/20
3504 50750 2/4/20 2/4/20
3505 50850 2/4/20 2/5/20
3478 52050 2/4/20 2/5/20
3506 58650 2/4/20 2/5/20
3499 77650 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3513 1SCH3 2/4/20 2/4/20
3514 1SCL1 2/4/20 2/4/20
3469 15150 2/4/20 2/4/20
3518 18650 2/4/20 2/4/20
3455 23450 2/4/20 2/4/20
3475 24350 2/4/20 2/5/20
3471 3SC26 2/4/20 2/4/20
3487 31750 2/4/20 2/5/20
3488 31850 2/4/20 2/5/20
3489 32350 2/4/20 2/5/20
3524 33450 2/4/20 2/5/20
3525 33950 2/4/20 2/5/20
3490 37950 2/4/20 2/5/20
4438 37950 2/13/20 2/14/20
3526 38250 2/4/20 2/5/20
3527 39650 2/4/20 2/5/20
3465 44350 2/4/20 2/5/20
3497 45250 2/4/20 2/5/20
4448 45250 2/13/20 2/14/20
3477 50250 2/4/20 2/5/20
3504 50750 2/4/20 2/4/20
3505 50850 2/4/20 2/5/20
3478 52050 2/4/20 2/5/20
3506 58650 2/4/20 2/5/20
3499 77650 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3513 1SCH3 2/4/20 2/4/20
3514 1SCL1 2/4/20 2/4/20
3469 15150 2/4/20 2/4/20
3518 18650 2/4/20 2/4/20
3455 23450 2/4/20 2/4/20
3475 24350 2/4/20 2/5/20
3471 3SC26 2/4/20 2/4/20
3487 31750 2/4/20 2/5/20
3488 31850 2/4/20 2/5/20
3489 32350 2/4/20 2/5/20
3524 33450 2/4/20 2/5/20
3525 33950 2/4/20 2/5/20
3490 37950 2/4/20 2/5/20
4438 37950 2/13/20 2/14/20
3526 38250 2/4/20 2/5/20
3527 39650 2/4/20 2/5/20
3465 44350 2/4/20 2/5/20
3497 45250 2/4/20 2/5/20
4448 45250 2/13/20 2/14/20
3477 50250 2/4/20 2/5/20
3504 50750 2/4/20 2/4/20
3505 50850 2/4/20 2/5/20
3478 52050 2/4/20 2/5/20
3506 58650 2/4/20 2/5/20
3499 77650 2/4/20 2/5/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 February 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.55 140
0.55 136
0.53 139
0.48 139
0.36 139
0.56 139
0.56 140
0.33 139
0.39 139
0.34 139
0.48 140
0.43 140
0.32 139
0.33 121 re-sample for confirming the detection of TBA in sample collected on 2/4/2020
0.33 138
0.37 138
0.22 135
0.44 138
0.47 107 re-sample for confirming the detection of TBA in sample collected on 2/4/2020
0.67 139
0.42 136
0.49 136
0.56 139
0.09 144
0.43 138

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

11558 1S07 5/5/20 5/8/20 35 4.8 < 1.0 < 1.0 40 0.45 101 Chloroform derived after a 5-fold dilution. 

11608 1S03A 5/5/20 5/6/20 18 2.6 < 1.0 < 1.0 21 0.93 98

11609 1S03B 5/5/20 5/6/20 31 3.8 < 1.0 < 1.0 35 0.77 102

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

May 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

11601 1SCH3 5/5/20 5/6/20 18 2.8 < 1.0 < 1.0 21 0.63 100
11602 1SCL1 5/5/20 5/8/20 25 3.4 < 1.0 < 1.0 28 0.69 101
11557 15150 5/5/20 5/8/20 40 4.7 < 1.0 < 1.0 44 0.59 102
11606 18650 5/5/20 5/7/20 28 3.6 < 1.0 < 1.0 32 0.65 100
11543 23450 5/5/20 5/8/20 33 4.1 < 1.0 < 1.0 38 0.27 99
11563 24350 5/5/20 5/6/20 28 3.3 < 1.0 < 1.0 32 0.23 100
11559 3SC26 5/5/20 5/8/20 38 5.0 < 1.0 < 1.0 43 0.67 103 Chloroform derived after a 5-fold dilution. 

11575 31750 5/5/20 5/6/20 42 4.4 < 1.0 < 1.0 46 0.21 103 Chloroform derived after a 5-fold dilution on 5/8/2020. 

11576 31850 5/5/20 5/6/20 39 4.5 < 1.0 < 1.0 44 0.23 103
11577 32350 5/5/20 5/6/20 40 4.6 < 1.0 < 1.0 44 0.28 102
11612 33450 5/5/20 5/7/20 40 5.0 < 1.0 < 1.0 45 0.54 103 Chloroform derived after a 5-fold dilution on 5/8/2020. 

11613 33950 5/5/20 5/7/20 33 4.2 < 1.0 < 1.0 38 0.32 102
11578 37950 5/5/20 5/6/20 42 4.4 < 1.0 < 1.0 46 0.25 103 Chloroform derived after a 5-fold dilution on 5/8/2020. 

11614 38250 5/5/20 5/8/20 40 5.2 < 1.0 < 1.0 45 0.26 101 Chloroform derived after a 5-fold dilution. 

11615 39650 5/5/20 5/7/20 41 4.9 < 1.0 < 1.0 46 0.27 103 Chloroform derived after a 5-fold dilution on 5/8/2020. 

11553 44350 5/5/20 5/7/20 40 4.8 < 1.0 < 1.0 44 0.22 100 Chloroform derived after a 5-fold dilution on 5/8/2020. 

11585 45250 5/5/20 5/7/20 36 4.3 < 1.0 < 1.0 40 0.28 100
11565 50250 5/5/20 5/8/20 31 4.0 < 1.0 < 1.0 35 0.31 101
11592 50750 5/5/20 5/8/20 35 4.3 < 1.0 < 1.0 40 0.34 101
11593 50850 5/5/20 5/8/20 37 4.2 < 1.0 < 1.0 41 0.35 101
11566 52050 5/5/20 5/8/20 36 4.4 < 1.0 < 1.0 40 0.29 101
11594 58650 5/5/20 5/7/20 35 4.2 < 1.0 < 1.0 39 0.41 101
11587 77650 5/5/20 5/7/20 30 3.8 < 1.0 < 1.0 34 0.66 99

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

May 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

11558 1S07 5/5/20 5/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

11608 1S03A 5/5/20 5/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

11609 1S03B 5/5/20 5/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

May 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11558 1S07 5/5/20 5/8/20

11608 1S03A 5/5/20 5/6/20

11609 1S03B 5/5/20 5/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11558 1S07 5/5/20 5/8/20

11608 1S03A 5/5/20 5/6/20

11609 1S03B 5/5/20 5/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11558 1S07 5/5/20 5/8/20

11608 1S03A 5/5/20 5/6/20

11609 1S03B 5/5/20 5/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11558 1S07 5/5/20 5/8/20

11608 1S03A 5/5/20 5/6/20

11609 1S03B 5/5/20 5/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11558 1S07 5/5/20 5/8/20

11608 1S03A 5/5/20 5/6/20

11609 1S03B 5/5/20 5/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11558 1S07 5/5/20 5/8/20

11608 1S03A 5/5/20 5/6/20

11609 1S03B 5/5/20 5/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 May 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.45 101

0.93 98

0.77 102

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

11601 1SCH3 5/5/20 5/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11602 1SCL1 5/5/20 5/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11557 15150 5/5/20 5/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11606 18650 5/5/20 5/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11543 23450 5/5/20 5/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11563 24350 5/5/20 5/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11559 3SC26 5/5/20 5/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11575 31750 5/5/20 5/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11576 31850 5/5/20 5/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11577 32350 5/5/20 5/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11612 33450 5/5/20 5/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11613 33950 5/5/20 5/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11578 37950 5/5/20 5/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11614 38250 5/5/20 5/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11615 39650 5/5/20 5/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11553 44350 5/5/20 5/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11585 45250 5/5/20 5/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11565 50250 5/5/20 5/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11592 50750 5/5/20 5/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11593 50850 5/5/20 5/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11566 52050 5/5/20 5/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11594 58650 5/5/20 5/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
11587 77650 5/5/20 5/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

May 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11601 1SCH3 5/5/20 5/6/20
11602 1SCL1 5/5/20 5/8/20
11557 15150 5/5/20 5/8/20
11606 18650 5/5/20 5/7/20
11543 23450 5/5/20 5/8/20
11563 24350 5/5/20 5/6/20
11559 3SC26 5/5/20 5/8/20
11575 31750 5/5/20 5/6/20
11576 31850 5/5/20 5/6/20
11577 32350 5/5/20 5/6/20
11612 33450 5/5/20 5/7/20
11613 33950 5/5/20 5/7/20
11578 37950 5/5/20 5/6/20
11614 38250 5/5/20 5/8/20
11615 39650 5/5/20 5/7/20
11553 44350 5/5/20 5/7/20
11585 45250 5/5/20 5/7/20
11565 50250 5/5/20 5/8/20
11592 50750 5/5/20 5/8/20
11593 50850 5/5/20 5/8/20
11566 52050 5/5/20 5/8/20
11594 58650 5/5/20 5/7/20
11587 77650 5/5/20 5/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 D < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 D < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 D < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11601 1SCH3 5/5/20 5/6/20
11602 1SCL1 5/5/20 5/8/20
11557 15150 5/5/20 5/8/20
11606 18650 5/5/20 5/7/20
11543 23450 5/5/20 5/8/20
11563 24350 5/5/20 5/6/20
11559 3SC26 5/5/20 5/8/20
11575 31750 5/5/20 5/6/20
11576 31850 5/5/20 5/6/20
11577 32350 5/5/20 5/6/20
11612 33450 5/5/20 5/7/20
11613 33950 5/5/20 5/7/20
11578 37950 5/5/20 5/6/20
11614 38250 5/5/20 5/8/20
11615 39650 5/5/20 5/7/20
11553 44350 5/5/20 5/7/20
11585 45250 5/5/20 5/7/20
11565 50250 5/5/20 5/8/20
11592 50750 5/5/20 5/8/20
11593 50850 5/5/20 5/8/20
11566 52050 5/5/20 5/8/20
11594 58650 5/5/20 5/7/20
11587 77650 5/5/20 5/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11601 1SCH3 5/5/20 5/6/20
11602 1SCL1 5/5/20 5/8/20
11557 15150 5/5/20 5/8/20
11606 18650 5/5/20 5/7/20
11543 23450 5/5/20 5/8/20
11563 24350 5/5/20 5/6/20
11559 3SC26 5/5/20 5/8/20
11575 31750 5/5/20 5/6/20
11576 31850 5/5/20 5/6/20
11577 32350 5/5/20 5/6/20
11612 33450 5/5/20 5/7/20
11613 33950 5/5/20 5/7/20
11578 37950 5/5/20 5/6/20
11614 38250 5/5/20 5/8/20
11615 39650 5/5/20 5/7/20
11553 44350 5/5/20 5/7/20
11585 45250 5/5/20 5/7/20
11565 50250 5/5/20 5/8/20
11592 50750 5/5/20 5/8/20
11593 50850 5/5/20 5/8/20
11566 52050 5/5/20 5/8/20
11594 58650 5/5/20 5/7/20
11587 77650 5/5/20 5/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11601 1SCH3 5/5/20 5/6/20
11602 1SCL1 5/5/20 5/8/20
11557 15150 5/5/20 5/8/20
11606 18650 5/5/20 5/7/20
11543 23450 5/5/20 5/8/20
11563 24350 5/5/20 5/6/20
11559 3SC26 5/5/20 5/8/20
11575 31750 5/5/20 5/6/20
11576 31850 5/5/20 5/6/20
11577 32350 5/5/20 5/6/20
11612 33450 5/5/20 5/7/20
11613 33950 5/5/20 5/7/20
11578 37950 5/5/20 5/6/20
11614 38250 5/5/20 5/8/20
11615 39650 5/5/20 5/7/20
11553 44350 5/5/20 5/7/20
11585 45250 5/5/20 5/7/20
11565 50250 5/5/20 5/8/20
11592 50750 5/5/20 5/8/20
11593 50850 5/5/20 5/8/20
11566 52050 5/5/20 5/8/20
11594 58650 5/5/20 5/7/20
11587 77650 5/5/20 5/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11601 1SCH3 5/5/20 5/6/20
11602 1SCL1 5/5/20 5/8/20
11557 15150 5/5/20 5/8/20
11606 18650 5/5/20 5/7/20
11543 23450 5/5/20 5/8/20
11563 24350 5/5/20 5/6/20
11559 3SC26 5/5/20 5/8/20
11575 31750 5/5/20 5/6/20
11576 31850 5/5/20 5/6/20
11577 32350 5/5/20 5/6/20
11612 33450 5/5/20 5/7/20
11613 33950 5/5/20 5/7/20
11578 37950 5/5/20 5/6/20
11614 38250 5/5/20 5/8/20
11615 39650 5/5/20 5/7/20
11553 44350 5/5/20 5/7/20
11585 45250 5/5/20 5/7/20
11565 50250 5/5/20 5/8/20
11592 50750 5/5/20 5/8/20
11593 50850 5/5/20 5/8/20
11566 52050 5/5/20 5/8/20
11594 58650 5/5/20 5/7/20
11587 77650 5/5/20 5/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

11601 1SCH3 5/5/20 5/6/20
11602 1SCL1 5/5/20 5/8/20
11557 15150 5/5/20 5/8/20
11606 18650 5/5/20 5/7/20
11543 23450 5/5/20 5/8/20
11563 24350 5/5/20 5/6/20
11559 3SC26 5/5/20 5/8/20
11575 31750 5/5/20 5/6/20
11576 31850 5/5/20 5/6/20
11577 32350 5/5/20 5/6/20
11612 33450 5/5/20 5/7/20
11613 33950 5/5/20 5/7/20
11578 37950 5/5/20 5/6/20
11614 38250 5/5/20 5/8/20
11615 39650 5/5/20 5/7/20
11553 44350 5/5/20 5/7/20
11585 45250 5/5/20 5/7/20
11565 50250 5/5/20 5/8/20
11592 50750 5/5/20 5/8/20
11593 50850 5/5/20 5/8/20
11566 52050 5/5/20 5/8/20
11594 58650 5/5/20 5/7/20
11587 77650 5/5/20 5/7/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 May 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.63 100
0.69 101
0.59 102
0.65 100
0.27 99
0.23 100 t-Butyl alcohol (TBA) is present; may be a contamination.   Analysis of the duplicate vial didn't confirm the presence of TBA. 
0.67 103
0.21 103 t-Butyl alcohol (TBA) is present; may be a contamination.   Analysis of the duplicate vial didn't confirm the presence of TBA. 
0.23 103 t-Butyl alcohol (TBA) is present; may be a contamination.   Analysis of the duplicate vial didn't confirm the presence of TBA. 
0.28 102
0.54 103
0.32 102
0.25 103
0.26 101
0.27 103
0.22 100
0.28 100
0.31 101
0.34 101
0.35 101
0.29 101
0.41 101
0.66 99

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

13871 1S07 6/2/20 6/8/20 42 4.4 < 1.0 < 1.0 46 0.68 93 Chloroform derived after a 5-fold dilution on 
6/9/2020.  

13889 1S03A 6/2/20 6/2/20 23 2.8 < 1.0 < 1.0 26 0.98 92    

13890 1S03B 6/2/20 6/2/20 44 3.6 < 1.0 < 1.0 48 0.80 96 Chloroform derived after a 2-fold dilution on 
6/3/2020.  

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

June 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

13898 1SCH3 6/2/20 6/2/20 35 3.7 < 1.0 < 1.0 39 0.74 95    

15454 16150 6/16/20 6/16/20 44 4.7 < 1.0 < 1.0 48 0.57 90 Chloroform derived after a 5-fold dilution.

13887 11750 6/2/20 6/2/20 66 4.8 < 1.0 < 1.0 70 0.20 99 Chloroform derived after a 2-fold dilution on 6/3/2020.

13936 20150 6/2/20 6/8/20 48 4.9 < 1.0 < 1.0 53 0.44 95 Chloroform derived after a 5-fold dilution on 6/9/2020.

13937 20650 6/2/20 6/8/20 43 4.6 < 1.0 < 1.0 48 0.40 95 Chloroform derived after a 5-fold dilution on 6/9/2020.

13946 27350 6/2/20 6/2/20 65 4.1 < 1.0 < 1.0 69 0.35 95 Chloroform derived after a 2-fold dilution on 6/3/2020.

13875 30550 6/2/20 6/2/20 58 4.8 < 1.0 < 1.0 63 0.09 100 Chloroform derived after a 5-fold dilution.

13876 31450 6/2/20 6/2/20 62 4.7 < 1.0 < 1.0 67 0.29 100 Chloroform derived after a 5-fold dilution.

13877 31550 6/2/20 6/2/20 49 4.0 < 1.0 < 1.0 53 0.53 97 Chloroform derived after a 5-fold dilution.

13881 33050 6/2/20 6/2/20 51 4.2 < 1.0 < 1.0 55 0.55 97 Chloroform derived after a 2-fold dilution on 6/3/2020.

13882 33850 6/2/20 6/8/20 55 5.2 < 1.0 < 1.0 60 0.48 98 Chloroform derived after a 5-fold dilution on 6/9/2020.

13902 36950 6/2/20 6/2/20 61 4.2 < 1.0 < 1.0 65 0.18 98 Chloroform derived after a 2-fold dilution on 6/3/2020.

13883 39950 6/2/20 6/8/20 50 4.8 < 1.0 < 1.0 55 0.49 97 Chloroform derived after a 5-fold dilution on 6/9/2020.

13905 40350 6/2/20 6/2/20 33 3.2 < 1.0 < 1.0 36 0.69 93
13908 46250 6/2/20 6/2/20 40 3.6 < 1.0 < 1.0 44 0.34 94 Chloroform derived after a 5-fold dilution.

13909 47650 6/2/20 6/2/20 51 4.1 < 1.0 < 1.0 55 0.73 100 Chloroform derived after a 2-fold dilution on 6/3/2020.

13916 53550 6/2/20 6/2/20 31 2.5 < 1.0 < 1.0 33 0.42 95
13918 59050 6/2/20 6/2/20 35 3.4 < 1.0 < 1.0 39 0.73 93
13910 77750 6/2/20 6/2/20 46 3.9 < 1.0 < 1.0 50 0.05 94 Chloroform derived after a 2-fold dilution on 6/3/2020.

13911 79550 6/2/20 6/2/20 39 3.4 < 1.0 < 1.0 42 0.40 93    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

June 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

13871 1S07 6/2/20 6/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

13889 1S03A 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

13890 1S03B 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

June 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13871 1S07 6/2/20 6/8/20

13889 1S03A 6/2/20 6/2/20

13890 1S03B 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13871 1S07 6/2/20 6/8/20

13889 1S03A 6/2/20 6/2/20

13890 1S03B 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13871 1S07 6/2/20 6/8/20

13889 1S03A 6/2/20 6/2/20

13890 1S03B 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202006.xls\Entry Points VOC page 6 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13871 1S07 6/2/20 6/8/20

13889 1S03A 6/2/20 6/2/20

13890 1S03B 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13871 1S07 6/2/20 6/8/20

13889 1S03A 6/2/20 6/2/20

13890 1S03B 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13871 1S07 6/2/20 6/8/20

13889 1S03A 6/2/20 6/2/20

13890 1S03B 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 June 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.68 93

0.98 92

0.80 96

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

13898 1SCH3 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
15454 16150 6/16/20 6/16/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13887 11750 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13936 20150 6/2/20 6/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13937 20650 6/2/20 6/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13946 27350 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13875 30550 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13876 31450 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13877 31550 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13881 33050 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13882 33850 6/2/20 6/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13902 36950 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13883 39950 6/2/20 6/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13905 40350 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13908 46250 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13909 47650 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13916 53550 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13918 59050 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13910 77750 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
13911 79550 6/2/20 6/2/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

June 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13898 1SCH3 6/2/20 6/2/20
15454 16150 6/16/20 6/16/20
13887 11750 6/2/20 6/2/20
13936 20150 6/2/20 6/8/20
13937 20650 6/2/20 6/8/20
13946 27350 6/2/20 6/2/20
13875 30550 6/2/20 6/2/20
13876 31450 6/2/20 6/2/20
13877 31550 6/2/20 6/2/20
13881 33050 6/2/20 6/2/20
13882 33850 6/2/20 6/8/20
13902 36950 6/2/20 6/2/20
13883 39950 6/2/20 6/8/20
13905 40350 6/2/20 6/2/20
13908 46250 6/2/20 6/2/20
13909 47650 6/2/20 6/2/20
13916 53550 6/2/20 6/2/20
13918 59050 6/2/20 6/2/20
13910 77750 6/2/20 6/2/20
13911 79550 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 D < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 D < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 D < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13898 1SCH3 6/2/20 6/2/20
15454 16150 6/16/20 6/16/20
13887 11750 6/2/20 6/2/20
13936 20150 6/2/20 6/8/20
13937 20650 6/2/20 6/8/20
13946 27350 6/2/20 6/2/20
13875 30550 6/2/20 6/2/20
13876 31450 6/2/20 6/2/20
13877 31550 6/2/20 6/2/20
13881 33050 6/2/20 6/2/20
13882 33850 6/2/20 6/8/20
13902 36950 6/2/20 6/2/20
13883 39950 6/2/20 6/8/20
13905 40350 6/2/20 6/2/20
13908 46250 6/2/20 6/2/20
13909 47650 6/2/20 6/2/20
13916 53550 6/2/20 6/2/20
13918 59050 6/2/20 6/2/20
13910 77750 6/2/20 6/2/20
13911 79550 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13898 1SCH3 6/2/20 6/2/20
15454 16150 6/16/20 6/16/20
13887 11750 6/2/20 6/2/20
13936 20150 6/2/20 6/8/20
13937 20650 6/2/20 6/8/20
13946 27350 6/2/20 6/2/20
13875 30550 6/2/20 6/2/20
13876 31450 6/2/20 6/2/20
13877 31550 6/2/20 6/2/20
13881 33050 6/2/20 6/2/20
13882 33850 6/2/20 6/8/20
13902 36950 6/2/20 6/2/20
13883 39950 6/2/20 6/8/20
13905 40350 6/2/20 6/2/20
13908 46250 6/2/20 6/2/20
13909 47650 6/2/20 6/2/20
13916 53550 6/2/20 6/2/20
13918 59050 6/2/20 6/2/20
13910 77750 6/2/20 6/2/20
13911 79550 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13898 1SCH3 6/2/20 6/2/20
15454 16150 6/16/20 6/16/20
13887 11750 6/2/20 6/2/20
13936 20150 6/2/20 6/8/20
13937 20650 6/2/20 6/8/20
13946 27350 6/2/20 6/2/20
13875 30550 6/2/20 6/2/20
13876 31450 6/2/20 6/2/20
13877 31550 6/2/20 6/2/20
13881 33050 6/2/20 6/2/20
13882 33850 6/2/20 6/8/20
13902 36950 6/2/20 6/2/20
13883 39950 6/2/20 6/8/20
13905 40350 6/2/20 6/2/20
13908 46250 6/2/20 6/2/20
13909 47650 6/2/20 6/2/20
13916 53550 6/2/20 6/2/20
13918 59050 6/2/20 6/2/20
13910 77750 6/2/20 6/2/20
13911 79550 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13898 1SCH3 6/2/20 6/2/20
15454 16150 6/16/20 6/16/20
13887 11750 6/2/20 6/2/20
13936 20150 6/2/20 6/8/20
13937 20650 6/2/20 6/8/20
13946 27350 6/2/20 6/2/20
13875 30550 6/2/20 6/2/20
13876 31450 6/2/20 6/2/20
13877 31550 6/2/20 6/2/20
13881 33050 6/2/20 6/2/20
13882 33850 6/2/20 6/8/20
13902 36950 6/2/20 6/2/20
13883 39950 6/2/20 6/8/20
13905 40350 6/2/20 6/2/20
13908 46250 6/2/20 6/2/20
13909 47650 6/2/20 6/2/20
13916 53550 6/2/20 6/2/20
13918 59050 6/2/20 6/2/20
13910 77750 6/2/20 6/2/20
13911 79550 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

13898 1SCH3 6/2/20 6/2/20
15454 16150 6/16/20 6/16/20
13887 11750 6/2/20 6/2/20
13936 20150 6/2/20 6/8/20
13937 20650 6/2/20 6/8/20
13946 27350 6/2/20 6/2/20
13875 30550 6/2/20 6/2/20
13876 31450 6/2/20 6/2/20
13877 31550 6/2/20 6/2/20
13881 33050 6/2/20 6/2/20
13882 33850 6/2/20 6/8/20
13902 36950 6/2/20 6/2/20
13883 39950 6/2/20 6/8/20
13905 40350 6/2/20 6/2/20
13908 46250 6/2/20 6/2/20
13909 47650 6/2/20 6/2/20
13916 53550 6/2/20 6/2/20
13918 59050 6/2/20 6/2/20
13910 77750 6/2/20 6/2/20
13911 79550 6/2/20 6/2/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 June 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.74 95
0.57 90 Dup RPD is outside limit for methylene chloride. 
0.20 99
0.44 95
0.40 95
0.35 95
0.09 100
0.29 100
0.53 97
0.55 97
0.48 98
0.18 98
0.49 97
0.69 93
0.34 94
0.73 100
0.42 95
0.73 93
0.05 94
0.40 93

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

20098 1S07 7/28/20 7/28/20 68 6.0 < 1.0 < 1.0 74 0.84 85 Chloroform derived after a 5-fold dilution.  

20079 1S03A 7/28/20 7/28/20 29 3.3 < 1.0 < 1.0 32 1.21 83    

20080 1S03B 7/28/20 7/28/20 43 4.1 < 1.0 < 1.0 47 0.94 86 Chloroform derived after a 2-fold dilution.  

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

July 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

20081 1SCH3 7/28/20 7/28/20 39 4.2 < 1.0 < 1.0 43 0.88 84   Chloroform derived after a 2-fold dilution.  

20076 10750 7/28/20 7/28/20 31 3.5 < 1.0 < 1.0 35 1.11 84    

20050 21550 7/28/20 7/28/20 59 5.3 < 1.0 < 1.0 64 0.67 85   Chloroform derived after a 5-fold dilution.  

20111 22250 7/28/20 7/28/20 50 4.7 < 1.0 < 1.0 55 0.68 86   Chloroform derived after a 2-fold dilution.  

20038 22950 7/28/20 7/28/20 48 4.7 < 1.0 < 1.0 53 0.53 84   Chloroform derived after a 2-fold dilution.  

20112 26850 7/28/20 7/28/20 61 5.6 < 1.0 < 1.0 67 0.69 86   Chloroform derived after a 5-fold dilution.  

20088 30150 7/28/20 7/28/20 67 5.9 < 1.0 < 1.0 73 0.16 87   Chloroform derived after a 5-fold dilution.  

20089 31050 7/28/20 7/28/20 56 5.3 < 1.0 < 1.0 61 0.50 87   Chloroform derived after a 5-fold dilution.  

20090 31650 7/28/20 7/28/20 48 5.0 < 1.0 < 1.0 53 0.21 86   Chloroform derived after a 2-fold dilution.  

20091 31950 7/28/20 7/28/20 57 5.3 < 1.0 < 1.0 62 0.57 86   Chloroform derived after a 5-fold dilution.  

20092 33550 7/28/20 7/28/20 55 5.2 < 1.0 < 1.0 61 0.34 86   Chloroform derived after a 5-fold dilution.  

20093 35750 7/28/20 7/28/20 59 5.5 < 1.0 < 1.0 64 0.37 88   Chloroform derived after a 5-fold dilution.  

20094 37450 7/28/20 7/28/20 60 5.5 < 1.0 < 1.0 66 0.37 88   Chloroform derived after a 5-fold dilution.  

20051 44450 7/28/20 7/28/20 42 4.7 < 1.0 < 1.0 47 0.26 85   Chloroform derived after a 2-fold dilution.  

20052 46150 7/28/20 7/28/20 42 4.7 < 1.0 < 1.0 47 0.41 86   Chloroform derived after a 2-fold dilution.  

20053 47550 7/28/20 7/28/20 47 5.0 < 1.0 < 1.0 52 0.19 85   Chloroform derived after a 2-fold dilution.  

20115 51450 7/28/20 7/28/20 41 4.5 < 1.0 < 1.0 46 0.77 84   Chloroform derived after a 2-fold dilution.  

20116 57750 7/28/20 7/28/20 48 4.6 < 1.0 < 1.0 53 0.66 85   Chloroform derived after a 2-fold dilution.  

20055 76150 7/28/20 7/28/20 34 4.2 < 1.0 < 1.0 38 0.80 84   Chloroform derived after a 2-fold dilution.  

20056 78150 7/28/20 7/28/20 38 4.4 < 1.0 < 1.0 43 0.67 83   Chloroform derived after a 2-fold dilution.  

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

July 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE

17422 1S07 7/7/20 7/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5

17495 1S03A 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5

17496 1S03B 7/7/20 7/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5

20098 1S07 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

20079 1S03A 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

20080 1S03B 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

July 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17422 1S07 7/7/20 7/8/20

17495 1S03A 7/7/20 7/7/20

17496 1S03B 7/7/20 7/8/20

20098 1S07 7/28/20 7/28/20

20079 1S03A 7/28/20 7/28/20

20080 1S03B 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 July 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE

METHYL 
ACETATE

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN

< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND

< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND

< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17422 1S07 7/7/20 7/8/20

17495 1S03A 7/7/20 7/7/20

17496 1S03B 7/7/20 7/8/20

20098 1S07 7/28/20 7/28/20

20079 1S03A 7/28/20 7/28/20

20080 1S03B 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 July 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR

NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR

NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17422 1S07 7/7/20 7/8/20

17495 1S03A 7/7/20 7/7/20

17496 1S03B 7/7/20 7/8/20

20098 1S07 7/28/20 7/28/20

20079 1S03A 7/28/20 7/28/20

20080 1S03B 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 July 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

NR NR < 0.5 NR NR NR NR NR NR NR NR NR

NR NR < 0.5 NR NR NR NR NR NR NR NR NR

NR NR < 0.5 NR NR NR NR NR NR NR NR NR

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17422 1S07 7/7/20 7/8/20

17495 1S03A 7/7/20 7/7/20

17496 1S03B 7/7/20 7/8/20

20098 1S07 7/28/20 7/28/20

20079 1S03A 7/28/20 7/28/20

20080 1S03B 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 July 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

NR NR NR NR NR NR NR NR NR < 0.5 NR NR

NR NR NR NR NR NR NR NR NR < 0.5 NR NR

NR NR NR NR NR NR NR NR NR < 0.5 NR NR

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17422 1S07 7/7/20 7/8/20

17495 1S03A 7/7/20 7/7/20

17496 1S03B 7/7/20 7/8/20

20098 1S07 7/28/20 7/28/20

20079 1S03A 7/28/20 7/28/20

20080 1S03B 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 July 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

NR NR NR NR NR < 0.5 NR NR NR NR

NR NR NR NR NR < 0.5 NR NR NR NR

NR NR NR NR NR < 0.5 NR NR NR NR

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17422 1S07 7/7/20 7/8/20

17495 1S03A 7/7/20 7/7/20

17496 1S03B 7/7/20 7/8/20

20098 1S07 7/28/20 7/28/20

20079 1S03A 7/28/20 7/28/20

20080 1S03B 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 July 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.84 85

1.05 82

0.80 86

0.84 85

1.21 83

0.94 86

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

17493 10750 7/7/20 7/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17408 21550 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17416 22250 7/7/20 7/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17409 22950 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17417 26850 7/7/20 7/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17460 30150 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17461 31050 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17499 31650 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17462 31950 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17500 33550 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17463 35750 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17501 37450 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17476 44450 7/7/20 7/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17470 46150 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17471 47550 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17483 51450 7/7/20 7/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17484 57750 7/7/20 7/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17478 76150 7/7/20 7/8/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
17472 78150 7/7/20 7/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 NR < 10 < 0.5 < 0.5
20081 1SCH3 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20076 10750 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20050 21550 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20111 22250 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20038 22950 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20112 26850 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20088 30150 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20089 31050 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20090 31650 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20091 31950 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20092 33550 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20093 35750 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20094 37450 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20051 44450 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20052 46150 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20053 47550 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20115 51450 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

July 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17493 10750 7/7/20 7/8/20
17408 21550 7/7/20 7/7/20
17416 22250 7/7/20 7/8/20
17409 22950 7/7/20 7/7/20
17417 26850 7/7/20 7/8/20
17460 30150 7/7/20 7/7/20
17461 31050 7/7/20 7/7/20
17499 31650 7/7/20 7/7/20
17462 31950 7/7/20 7/7/20
17500 33550 7/7/20 7/7/20
17463 35750 7/7/20 7/7/20
17501 37450 7/7/20 7/7/20
17476 44450 7/7/20 7/8/20
17470 46150 7/7/20 7/7/20
17471 47550 7/7/20 7/7/20
17483 51450 7/7/20 7/8/20
17484 57750 7/7/20 7/8/20
17478 76150 7/7/20 7/8/20
17472 78150 7/7/20 7/7/20
20081 1SCH3 7/28/20 7/28/20
20076 10750 7/28/20 7/28/20
20050 21550 7/28/20 7/28/20
20111 22250 7/28/20 7/28/20
20038 22950 7/28/20 7/28/20
20112 26850 7/28/20 7/28/20
20088 30150 7/28/20 7/28/20
20089 31050 7/28/20 7/28/20
20090 31650 7/28/20 7/28/20
20091 31950 7/28/20 7/28/20
20092 33550 7/28/20 7/28/20
20093 35750 7/28/20 7/28/20
20094 37450 7/28/20 7/28/20
20051 44450 7/28/20 7/28/20
20052 46150 7/28/20 7/28/20
20053 47550 7/28/20 7/28/20
20115 51450 7/28/20 7/28/20

 July 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND NR ND NR < 0.5 NR < 0.5 < 0.5 NR NR ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17493 10750 7/7/20 7/8/20
17408 21550 7/7/20 7/7/20
17416 22250 7/7/20 7/8/20
17409 22950 7/7/20 7/7/20
17417 26850 7/7/20 7/8/20
17460 30150 7/7/20 7/7/20
17461 31050 7/7/20 7/7/20
17499 31650 7/7/20 7/7/20
17462 31950 7/7/20 7/7/20
17500 33550 7/7/20 7/7/20
17463 35750 7/7/20 7/7/20
17501 37450 7/7/20 7/7/20
17476 44450 7/7/20 7/8/20
17470 46150 7/7/20 7/7/20
17471 47550 7/7/20 7/7/20
17483 51450 7/7/20 7/8/20
17484 57750 7/7/20 7/8/20
17478 76150 7/7/20 7/8/20
17472 78150 7/7/20 7/7/20
20081 1SCH3 7/28/20 7/28/20
20076 10750 7/28/20 7/28/20
20050 21550 7/28/20 7/28/20
20111 22250 7/28/20 7/28/20
20038 22950 7/28/20 7/28/20
20112 26850 7/28/20 7/28/20
20088 30150 7/28/20 7/28/20
20089 31050 7/28/20 7/28/20
20090 31650 7/28/20 7/28/20
20091 31950 7/28/20 7/28/20
20092 33550 7/28/20 7/28/20
20093 35750 7/28/20 7/28/20
20094 37450 7/28/20 7/28/20
20051 44450 7/28/20 7/28/20
20052 46150 7/28/20 7/28/20
20053 47550 7/28/20 7/28/20
20115 51450 7/28/20 7/28/20

 July 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR NR NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR
NR < 0.5 NR NR NR NR < 0.5 NR NR < 0.5 NR NR

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17493 10750 7/7/20 7/8/20
17408 21550 7/7/20 7/7/20
17416 22250 7/7/20 7/8/20
17409 22950 7/7/20 7/7/20
17417 26850 7/7/20 7/8/20
17460 30150 7/7/20 7/7/20
17461 31050 7/7/20 7/7/20
17499 31650 7/7/20 7/7/20
17462 31950 7/7/20 7/7/20
17500 33550 7/7/20 7/7/20
17463 35750 7/7/20 7/7/20
17501 37450 7/7/20 7/7/20
17476 44450 7/7/20 7/8/20
17470 46150 7/7/20 7/7/20
17471 47550 7/7/20 7/7/20
17483 51450 7/7/20 7/8/20
17484 57750 7/7/20 7/8/20
17478 76150 7/7/20 7/8/20
17472 78150 7/7/20 7/7/20
20081 1SCH3 7/28/20 7/28/20
20076 10750 7/28/20 7/28/20
20050 21550 7/28/20 7/28/20
20111 22250 7/28/20 7/28/20
20038 22950 7/28/20 7/28/20
20112 26850 7/28/20 7/28/20
20088 30150 7/28/20 7/28/20
20089 31050 7/28/20 7/28/20
20090 31650 7/28/20 7/28/20
20091 31950 7/28/20 7/28/20
20092 33550 7/28/20 7/28/20
20093 35750 7/28/20 7/28/20
20094 37450 7/28/20 7/28/20
20051 44450 7/28/20 7/28/20
20052 46150 7/28/20 7/28/20
20053 47550 7/28/20 7/28/20
20115 51450 7/28/20 7/28/20

 July 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR
NR NR < 0.5 NR NR NR NR NR NR NR NR NR

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17493 10750 7/7/20 7/8/20
17408 21550 7/7/20 7/7/20
17416 22250 7/7/20 7/8/20
17409 22950 7/7/20 7/7/20
17417 26850 7/7/20 7/8/20
17460 30150 7/7/20 7/7/20
17461 31050 7/7/20 7/7/20
17499 31650 7/7/20 7/7/20
17462 31950 7/7/20 7/7/20
17500 33550 7/7/20 7/7/20
17463 35750 7/7/20 7/7/20
17501 37450 7/7/20 7/7/20
17476 44450 7/7/20 7/8/20
17470 46150 7/7/20 7/7/20
17471 47550 7/7/20 7/7/20
17483 51450 7/7/20 7/8/20
17484 57750 7/7/20 7/8/20
17478 76150 7/7/20 7/8/20
17472 78150 7/7/20 7/7/20
20081 1SCH3 7/28/20 7/28/20
20076 10750 7/28/20 7/28/20
20050 21550 7/28/20 7/28/20
20111 22250 7/28/20 7/28/20
20038 22950 7/28/20 7/28/20
20112 26850 7/28/20 7/28/20
20088 30150 7/28/20 7/28/20
20089 31050 7/28/20 7/28/20
20090 31650 7/28/20 7/28/20
20091 31950 7/28/20 7/28/20
20092 33550 7/28/20 7/28/20
20093 35750 7/28/20 7/28/20
20094 37450 7/28/20 7/28/20
20051 44450 7/28/20 7/28/20
20052 46150 7/28/20 7/28/20
20053 47550 7/28/20 7/28/20
20115 51450 7/28/20 7/28/20

 July 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR
NR NR NR NR NR NR NR NR NR < 0.5 NR NR

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17493 10750 7/7/20 7/8/20
17408 21550 7/7/20 7/7/20
17416 22250 7/7/20 7/8/20
17409 22950 7/7/20 7/7/20
17417 26850 7/7/20 7/8/20
17460 30150 7/7/20 7/7/20
17461 31050 7/7/20 7/7/20
17499 31650 7/7/20 7/7/20
17462 31950 7/7/20 7/7/20
17500 33550 7/7/20 7/7/20
17463 35750 7/7/20 7/7/20
17501 37450 7/7/20 7/7/20
17476 44450 7/7/20 7/8/20
17470 46150 7/7/20 7/7/20
17471 47550 7/7/20 7/7/20
17483 51450 7/7/20 7/8/20
17484 57750 7/7/20 7/8/20
17478 76150 7/7/20 7/8/20
17472 78150 7/7/20 7/7/20
20081 1SCH3 7/28/20 7/28/20
20076 10750 7/28/20 7/28/20
20050 21550 7/28/20 7/28/20
20111 22250 7/28/20 7/28/20
20038 22950 7/28/20 7/28/20
20112 26850 7/28/20 7/28/20
20088 30150 7/28/20 7/28/20
20089 31050 7/28/20 7/28/20
20090 31650 7/28/20 7/28/20
20091 31950 7/28/20 7/28/20
20092 33550 7/28/20 7/28/20
20093 35750 7/28/20 7/28/20
20094 37450 7/28/20 7/28/20
20051 44450 7/28/20 7/28/20
20052 46150 7/28/20 7/28/20
20053 47550 7/28/20 7/28/20
20115 51450 7/28/20 7/28/20

 July 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR
NR NR NR NR NR < 0.5 NR NR NR NR

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

17493 10750 7/7/20 7/8/20
17408 21550 7/7/20 7/7/20
17416 22250 7/7/20 7/8/20
17409 22950 7/7/20 7/7/20
17417 26850 7/7/20 7/8/20
17460 30150 7/7/20 7/7/20
17461 31050 7/7/20 7/7/20
17499 31650 7/7/20 7/7/20
17462 31950 7/7/20 7/7/20
17500 33550 7/7/20 7/7/20
17463 35750 7/7/20 7/7/20
17501 37450 7/7/20 7/7/20
17476 44450 7/7/20 7/8/20
17470 46150 7/7/20 7/7/20
17471 47550 7/7/20 7/7/20
17483 51450 7/7/20 7/8/20
17484 57750 7/7/20 7/8/20
17478 76150 7/7/20 7/8/20
17472 78150 7/7/20 7/7/20
20081 1SCH3 7/28/20 7/28/20
20076 10750 7/28/20 7/28/20
20050 21550 7/28/20 7/28/20
20111 22250 7/28/20 7/28/20
20038 22950 7/28/20 7/28/20
20112 26850 7/28/20 7/28/20
20088 30150 7/28/20 7/28/20
20089 31050 7/28/20 7/28/20
20090 31650 7/28/20 7/28/20
20091 31950 7/28/20 7/28/20
20092 33550 7/28/20 7/28/20
20093 35750 7/28/20 7/28/20
20094 37450 7/28/20 7/28/20
20051 44450 7/28/20 7/28/20
20052 46150 7/28/20 7/28/20
20053 47550 7/28/20 7/28/20
20115 51450 7/28/20 7/28/20

 July 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

1.06 82
0.43 86
0.64 85
0.62 84
0.58 84
0.02 102

                  
Water main not fully open. BWSO investigation

0.45 86
0.18 85
0.48 86
0.28 87
0.34 85
0.25 86
0.37 83
0.25 85
0.32 83
0.84 84
0.55 85
0.72 82
0.60 82
0.88 84
1.11 84
0.67 85
0.68 86
0.53 84
0.69 86
0.16 87
0.50 87
0.21 86
0.57 86
0.34 86
0.37 88
0.37 88
0.26 85
0.41 86
0.19 85
0.77 84
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

20116 57750 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20055 76150 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20056 78150 7/28/20 7/28/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20116 57750 7/28/20 7/28/20
20055 76150 7/28/20 7/28/20
20056 78150 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20116 57750 7/28/20 7/28/20
20055 76150 7/28/20 7/28/20
20056 78150 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20116 57750 7/28/20 7/28/20
20055 76150 7/28/20 7/28/20
20056 78150 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202007.xls\Dist VOC page 20 of 7



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20116 57750 7/28/20 7/28/20
20055 76150 7/28/20 7/28/20
20056 78150 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20116 57750 7/28/20 7/28/20
20055 76150 7/28/20 7/28/20
20056 78150 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20116 57750 7/28/20 7/28/20
20055 76150 7/28/20 7/28/20
20056 78150 7/28/20 7/28/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.66 85
0.80 84
0.67 83

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

20918 1S07 8/4/20 8/4/20 54 4.5 < 1.0 < 1.0 58 0.90 85   Chloroform derived after a 2-fold dilution.  

20965 1S03A 8/4/20 8/4/20 29 3.5 < 1.0 < 1.0 32 1.03 83    

20966 1S03B 8/4/20 8/4/20 39 4.4 < 1.0 < 1.0 44 0.87 85   Chloroform derived after a 2-fold dilution.  

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

August 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

20976 1SCH3 8/4/20 8/4/20 29 2.9 < 1.0 < 1.0 32 0.79 85    

20917 15150 8/4/20 8/4/20 50 5.0 < 1.0 < 1.0 55 0.88 88   Chloroform derived after a 2-fold dilution.  

20964 18650 8/4/20 8/4/20 41 4.5 < 1.0 < 1.0 45 0.58 84   Chloroform derived after a 2-fold dilution.  

20994 23450 8/4/20 8/4/20 47 4.4 < 1.0 < 1.0 51 0.21 86   Chloroform derived after a 2-fold dilution.  

20923 24350 8/4/20 8/4/20 50 4.7 < 1.0 < 1.0 55 0.58 86   Chloroform derived after a 5-fold dilution.  

20935 31750 8/4/20 8/4/20 52 4.9 < 1.0 < 1.0 57 0.29 87   Chloroform derived after a 5-fold dilution.  

20936 31850 8/4/20 8/4/20 42 3.7 < 1.0 < 1.0 45 0.32 86   Chloroform derived after a 2-fold dilution.  

20937 32350 8/4/20 8/4/20 61 5.3 < 1.0 < 1.0 67 0.12 88   Chloroform derived after a 5-fold dilution.  

20969 33450 8/4/20 8/4/20 54 5.1 < 1.0 < 1.0 59 0.42 87   Chloroform derived after a 5-fold dilution.  

20970 33950 8/4/20 8/4/20 56 5.3 < 1.0 < 1.0 62 0.26 87   Chloroform derived after a 5-fold dilution.  

20938 37950 8/4/20 8/4/20 58 5.3 < 1.0 < 1.0 64 0.14 89   Chloroform derived after a 5-fold dilution.  

20971 38250 8/4/20 8/4/20 48 4.8 < 1.0 < 1.0 53 0.64 86   Chloroform derived after a 2-fold dilution.  

20972 39650 8/4/20 8/4/20 50 5.0 < 1.0 < 1.0 55 0.43 86   Chloroform derived after a 2-fold dilution.  

20913 44350 8/4/20 8/4/20 62 5.1 < 1.0 < 1.0 68 0.48 86   Chloroform derived after a 5-fold dilution.  

20945 45250 8/4/20 8/4/20 43 4.6 < 1.0 < 1.0 47 0.41 84   Chloroform derived after a 2-fold dilution.  

20925 50250 8/4/20 8/4/20 35 4.1 < 1.0 < 1.0 39 0.84 86   Chloroform derived after a 2-fold dilution.  

20952 50750 8/4/20 8/4/20 57 5.0 < 1.0 < 1.0 62 0.11 89   Chloroform derived after a 5-fold dilution.  

20953 50850 8/4/20 8/4/20 42 4.4 < 1.0 < 1.0 47 0.48 86   Chloroform derived after a 2-fold dilution.  

20926 52050 8/4/20 8/4/20 55 4.7 < 1.0 < 1.0 60 0.21 88   Chloroform derived after a 5-fold dilution.  

20954 58650 8/4/20 8/4/20 64 5.4 < 1.0 < 1.0 70 0.05 90   Chloroform derived after a 5-fold dilution.  

20947 77650 8/4/20 8/4/20 39 4.6 < 1.0 < 1.0 43 0.40 84   Chloroform derived after a 2-fold dilution.  

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

August 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE

20918 1S07 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

20965 1S03A 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

20966 1S03B 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

August 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20918 1S07 8/4/20 8/4/20

20965 1S03A 8/4/20 8/4/20

20966 1S03B 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 August 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE

METHYL 
ACETATE

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20918 1S07 8/4/20 8/4/20

20965 1S03A 8/4/20 8/4/20

20966 1S03B 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 August 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20918 1S07 8/4/20 8/4/20

20965 1S03A 8/4/20 8/4/20

20966 1S03B 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 August 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20918 1S07 8/4/20 8/4/20

20965 1S03A 8/4/20 8/4/20

20966 1S03B 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 August 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20918 1S07 8/4/20 8/4/20

20965 1S03A 8/4/20 8/4/20

20966 1S03B 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 August 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20918 1S07 8/4/20 8/4/20

20965 1S03A 8/4/20 8/4/20

20966 1S03B 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 August 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.90 85

1.03 83

0.87 85

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

20976 1SCH3 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20917 15150 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20964 18650 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20994 23450 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20923 24350 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20935 31750 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20936 31850 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20937 32350 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20969 33450 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20970 33950 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20938 37950 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20971 38250 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20972 39650 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20913 44350 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20945 45250 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20925 50250 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20952 50750 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20953 50850 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20926 52050 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20954 58650 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
20947 77650 8/4/20 8/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

August 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20976 1SCH3 8/4/20 8/4/20
20917 15150 8/4/20 8/4/20
20964 18650 8/4/20 8/4/20
20994 23450 8/4/20 8/4/20
20923 24350 8/4/20 8/4/20
20935 31750 8/4/20 8/4/20
20936 31850 8/4/20 8/4/20
20937 32350 8/4/20 8/4/20
20969 33450 8/4/20 8/4/20
20970 33950 8/4/20 8/4/20
20938 37950 8/4/20 8/4/20
20971 38250 8/4/20 8/4/20
20972 39650 8/4/20 8/4/20
20913 44350 8/4/20 8/4/20
20945 45250 8/4/20 8/4/20
20925 50250 8/4/20 8/4/20
20952 50750 8/4/20 8/4/20
20953 50850 8/4/20 8/4/20
20926 52050 8/4/20 8/4/20
20954 58650 8/4/20 8/4/20
20947 77650 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 August 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20976 1SCH3 8/4/20 8/4/20
20917 15150 8/4/20 8/4/20
20964 18650 8/4/20 8/4/20
20994 23450 8/4/20 8/4/20
20923 24350 8/4/20 8/4/20
20935 31750 8/4/20 8/4/20
20936 31850 8/4/20 8/4/20
20937 32350 8/4/20 8/4/20
20969 33450 8/4/20 8/4/20
20970 33950 8/4/20 8/4/20
20938 37950 8/4/20 8/4/20
20971 38250 8/4/20 8/4/20
20972 39650 8/4/20 8/4/20
20913 44350 8/4/20 8/4/20
20945 45250 8/4/20 8/4/20
20925 50250 8/4/20 8/4/20
20952 50750 8/4/20 8/4/20
20953 50850 8/4/20 8/4/20
20926 52050 8/4/20 8/4/20
20954 58650 8/4/20 8/4/20
20947 77650 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 August 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20976 1SCH3 8/4/20 8/4/20
20917 15150 8/4/20 8/4/20
20964 18650 8/4/20 8/4/20
20994 23450 8/4/20 8/4/20
20923 24350 8/4/20 8/4/20
20935 31750 8/4/20 8/4/20
20936 31850 8/4/20 8/4/20
20937 32350 8/4/20 8/4/20
20969 33450 8/4/20 8/4/20
20970 33950 8/4/20 8/4/20
20938 37950 8/4/20 8/4/20
20971 38250 8/4/20 8/4/20
20972 39650 8/4/20 8/4/20
20913 44350 8/4/20 8/4/20
20945 45250 8/4/20 8/4/20
20925 50250 8/4/20 8/4/20
20952 50750 8/4/20 8/4/20
20953 50850 8/4/20 8/4/20
20926 52050 8/4/20 8/4/20
20954 58650 8/4/20 8/4/20
20947 77650 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 August 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20976 1SCH3 8/4/20 8/4/20
20917 15150 8/4/20 8/4/20
20964 18650 8/4/20 8/4/20
20994 23450 8/4/20 8/4/20
20923 24350 8/4/20 8/4/20
20935 31750 8/4/20 8/4/20
20936 31850 8/4/20 8/4/20
20937 32350 8/4/20 8/4/20
20969 33450 8/4/20 8/4/20
20970 33950 8/4/20 8/4/20
20938 37950 8/4/20 8/4/20
20971 38250 8/4/20 8/4/20
20972 39650 8/4/20 8/4/20
20913 44350 8/4/20 8/4/20
20945 45250 8/4/20 8/4/20
20925 50250 8/4/20 8/4/20
20952 50750 8/4/20 8/4/20
20953 50850 8/4/20 8/4/20
20926 52050 8/4/20 8/4/20
20954 58650 8/4/20 8/4/20
20947 77650 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 August 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20976 1SCH3 8/4/20 8/4/20
20917 15150 8/4/20 8/4/20
20964 18650 8/4/20 8/4/20
20994 23450 8/4/20 8/4/20
20923 24350 8/4/20 8/4/20
20935 31750 8/4/20 8/4/20
20936 31850 8/4/20 8/4/20
20937 32350 8/4/20 8/4/20
20969 33450 8/4/20 8/4/20
20970 33950 8/4/20 8/4/20
20938 37950 8/4/20 8/4/20
20971 38250 8/4/20 8/4/20
20972 39650 8/4/20 8/4/20
20913 44350 8/4/20 8/4/20
20945 45250 8/4/20 8/4/20
20925 50250 8/4/20 8/4/20
20952 50750 8/4/20 8/4/20
20953 50850 8/4/20 8/4/20
20926 52050 8/4/20 8/4/20
20954 58650 8/4/20 8/4/20
20947 77650 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 August 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

20976 1SCH3 8/4/20 8/4/20
20917 15150 8/4/20 8/4/20
20964 18650 8/4/20 8/4/20
20994 23450 8/4/20 8/4/20
20923 24350 8/4/20 8/4/20
20935 31750 8/4/20 8/4/20
20936 31850 8/4/20 8/4/20
20937 32350 8/4/20 8/4/20
20969 33450 8/4/20 8/4/20
20970 33950 8/4/20 8/4/20
20938 37950 8/4/20 8/4/20
20971 38250 8/4/20 8/4/20
20972 39650 8/4/20 8/4/20
20913 44350 8/4/20 8/4/20
20945 45250 8/4/20 8/4/20
20925 50250 8/4/20 8/4/20
20952 50750 8/4/20 8/4/20
20953 50850 8/4/20 8/4/20
20926 52050 8/4/20 8/4/20
20954 58650 8/4/20 8/4/20
20947 77650 8/4/20 8/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 August 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.79 85
0.88 88
0.58 84
0.21 86
0.58 86
0.29 87
0.32 86
0.12 88
0.42 87
0.26 87
0.14 89
0.64 86
0.43 86
0.48 86
0.41 84
0.84 86
0.11 89
0.48 86
0.21 88
0.05 90
0.40 84

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

24592 1S07 9/1/20 9/1/20 44 5.1 < 1.0 < 1.0 49 0.93 86   Chloroform derived after a 2-fold dilution.  

24586 1S03A 9/1/20 9/1/20 29 3.5 < 1.0 < 1.0 32 1.15 86    

24587 1S03B 9/1/20 9/1/20 42 4.7 < 1.0 < 1.0 47 0.91 88   Chloroform derived after a 2-fold dilution.  

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

September 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

24530 1SCH3 9/1/20 9/1/20 38 4.5 < 1.0 < 1.0 43 0.78 87    

24584 11750 9/1/20 9/1/20 51 5.0 < 1.0 < 1.0 56 0.41 88   Chloroform derived after a 2-fold dilution.  

24591 16150 9/1/20 9/1/20 33 3.9 < 1.0 < 1.0 37 0.84 85    

24564 20150 9/1/20 9/1/20 47 4.7 < 1.0 < 1.0 52 0.69 88   Chloroform derived after a 2-fold dilution.  

24565 20650 9/1/20 9/1/20 47 4.5 < 1.0 < 1.0 51 0.54 88   Chloroform derived after a 2-fold dilution.  

24521 27350 9/1/20 9/1/20 51 5.3 < 1.0 < 1.0 57 0.50 86   Chloroform derived after a 2-fold dilution.  

24534 30550 9/1/20 9/1/20 58 5.8 < 1.0 < 1.0 64 0.35 91   Chloroform derived after a 5-fold dilution.  

24535 31450 9/1/20 9/1/20 57 5.4 < 1.0 < 1.0 62 0.52 89   Chloroform derived after a 5-fold dilution.  

24536 31550 9/1/20 9/1/20 57 5.3 < 1.0 < 1.0 62 0.59 89   Chloroform derived after a 5-fold dilution.  

24558 33050 9/1/20 9/1/20 50 4.9 < 1.0 < 1.0 55 0.48 89   Chloroform derived after a 2-fold dilution.  

24559 33850 9/1/20 9/1/20 49 4.8 < 1.0 < 1.0 54 0.44 90   Chloroform derived after a 2-fold dilution.  

24513 36950 9/1/20 9/1/20 50 5.1 < 1.0 < 1.0 55 0.19 88   Chloroform derived after a 5-fold dilution.  

24560 39950 9/1/20 9/1/20 50 4.9 < 1.0 < 1.0 55 0.50 89   Chloroform derived after a 2-fold dilution.  

24516 40350 9/1/20 9/1/20 39 3.8 < 1.0 < 1.0 43 0.80 86    

24570 46250 9/1/20 9/1/20 50 4.9 < 1.0 < 1.0 55 0.14 87   Chloroform derived after a 2-fold dilution.  

24571 47650 9/1/20 9/1/20 65 5.8 < 1.0 < 1.0 71 0.43 96   Chloroform derived after a 5-fold dilution.  

24542 53550 9/1/20 9/1/20 39 4.1 < 1.0 < 1.0 43 0.77 87   Chloroform derived after a 2-fold dilution.  

24544 59050 9/1/20 9/1/20 39 4.1 < 1.0 < 1.0 43 0.89 86   Chloroform derived after a 2-fold dilution.  

24572 77750 9/1/20 9/1/20 53 5.3 < 1.0 < 1.0 58 0.02 88   Chloroform derived after a 2-fold dilution.  

24573 79550 9/1/20 9/1/20 45 4.5 < 1.0 < 1.0 50 0.60 86   Chloroform derived after a 2-fold dilution.  

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

September 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE

24592 1S07 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

24586 1S03A 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

24587 1S03B 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

September 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24592 1S07 9/1/20 9/1/20

24586 1S03A 9/1/20 9/1/20

24587 1S03B 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 September 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE

METHYL 
ACETATE

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24592 1S07 9/1/20 9/1/20

24586 1S03A 9/1/20 9/1/20

24587 1S03B 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 September 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24592 1S07 9/1/20 9/1/20

24586 1S03A 9/1/20 9/1/20

24587 1S03B 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 September 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24592 1S07 9/1/20 9/1/20

24586 1S03A 9/1/20 9/1/20

24587 1S03B 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 September 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24592 1S07 9/1/20 9/1/20

24586 1S03A 9/1/20 9/1/20

24587 1S03B 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 September 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24592 1S07 9/1/20 9/1/20

24586 1S03A 9/1/20 9/1/20

24587 1S03B 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 September 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

1.15 86

0.91 88

0.93 86

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

24530 1SCH3 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24584 11750 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24591 16150 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24564 20150 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24565 20650 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24521 27350 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24534 30550 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24535 31450 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24536 31550 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24558 33050 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24559 33850 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24513 36950 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24560 39950 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24516 40350 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24570 46250 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24571 47650 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24542 53550 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24544 59050 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24572 77750 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
24573 79550 9/1/20 9/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

September 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24530 1SCH3 9/1/20 9/1/20
24584 11750 9/1/20 9/1/20
24591 16150 9/1/20 9/1/20
24564 20150 9/1/20 9/1/20
24565 20650 9/1/20 9/1/20
24521 27350 9/1/20 9/1/20
24534 30550 9/1/20 9/1/20
24535 31450 9/1/20 9/1/20
24536 31550 9/1/20 9/1/20
24558 33050 9/1/20 9/1/20
24559 33850 9/1/20 9/1/20
24513 36950 9/1/20 9/1/20
24560 39950 9/1/20 9/1/20
24516 40350 9/1/20 9/1/20
24570 46250 9/1/20 9/1/20
24571 47650 9/1/20 9/1/20
24542 53550 9/1/20 9/1/20
24544 59050 9/1/20 9/1/20
24572 77750 9/1/20 9/1/20
24573 79550 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 September 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24530 1SCH3 9/1/20 9/1/20
24584 11750 9/1/20 9/1/20
24591 16150 9/1/20 9/1/20
24564 20150 9/1/20 9/1/20
24565 20650 9/1/20 9/1/20
24521 27350 9/1/20 9/1/20
24534 30550 9/1/20 9/1/20
24535 31450 9/1/20 9/1/20
24536 31550 9/1/20 9/1/20
24558 33050 9/1/20 9/1/20
24559 33850 9/1/20 9/1/20
24513 36950 9/1/20 9/1/20
24560 39950 9/1/20 9/1/20
24516 40350 9/1/20 9/1/20
24570 46250 9/1/20 9/1/20
24571 47650 9/1/20 9/1/20
24542 53550 9/1/20 9/1/20
24544 59050 9/1/20 9/1/20
24572 77750 9/1/20 9/1/20
24573 79550 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 September 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24530 1SCH3 9/1/20 9/1/20
24584 11750 9/1/20 9/1/20
24591 16150 9/1/20 9/1/20
24564 20150 9/1/20 9/1/20
24565 20650 9/1/20 9/1/20
24521 27350 9/1/20 9/1/20
24534 30550 9/1/20 9/1/20
24535 31450 9/1/20 9/1/20
24536 31550 9/1/20 9/1/20
24558 33050 9/1/20 9/1/20
24559 33850 9/1/20 9/1/20
24513 36950 9/1/20 9/1/20
24560 39950 9/1/20 9/1/20
24516 40350 9/1/20 9/1/20
24570 46250 9/1/20 9/1/20
24571 47650 9/1/20 9/1/20
24542 53550 9/1/20 9/1/20
24544 59050 9/1/20 9/1/20
24572 77750 9/1/20 9/1/20
24573 79550 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 September 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24530 1SCH3 9/1/20 9/1/20
24584 11750 9/1/20 9/1/20
24591 16150 9/1/20 9/1/20
24564 20150 9/1/20 9/1/20
24565 20650 9/1/20 9/1/20
24521 27350 9/1/20 9/1/20
24534 30550 9/1/20 9/1/20
24535 31450 9/1/20 9/1/20
24536 31550 9/1/20 9/1/20
24558 33050 9/1/20 9/1/20
24559 33850 9/1/20 9/1/20
24513 36950 9/1/20 9/1/20
24560 39950 9/1/20 9/1/20
24516 40350 9/1/20 9/1/20
24570 46250 9/1/20 9/1/20
24571 47650 9/1/20 9/1/20
24542 53550 9/1/20 9/1/20
24544 59050 9/1/20 9/1/20
24572 77750 9/1/20 9/1/20
24573 79550 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 September 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24530 1SCH3 9/1/20 9/1/20
24584 11750 9/1/20 9/1/20
24591 16150 9/1/20 9/1/20
24564 20150 9/1/20 9/1/20
24565 20650 9/1/20 9/1/20
24521 27350 9/1/20 9/1/20
24534 30550 9/1/20 9/1/20
24535 31450 9/1/20 9/1/20
24536 31550 9/1/20 9/1/20
24558 33050 9/1/20 9/1/20
24559 33850 9/1/20 9/1/20
24513 36950 9/1/20 9/1/20
24560 39950 9/1/20 9/1/20
24516 40350 9/1/20 9/1/20
24570 46250 9/1/20 9/1/20
24571 47650 9/1/20 9/1/20
24542 53550 9/1/20 9/1/20
24544 59050 9/1/20 9/1/20
24572 77750 9/1/20 9/1/20
24573 79550 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 September 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

24530 1SCH3 9/1/20 9/1/20
24584 11750 9/1/20 9/1/20
24591 16150 9/1/20 9/1/20
24564 20150 9/1/20 9/1/20
24565 20650 9/1/20 9/1/20
24521 27350 9/1/20 9/1/20
24534 30550 9/1/20 9/1/20
24535 31450 9/1/20 9/1/20
24536 31550 9/1/20 9/1/20
24558 33050 9/1/20 9/1/20
24559 33850 9/1/20 9/1/20
24513 36950 9/1/20 9/1/20
24560 39950 9/1/20 9/1/20
24516 40350 9/1/20 9/1/20
24570 46250 9/1/20 9/1/20
24571 47650 9/1/20 9/1/20
24542 53550 9/1/20 9/1/20
24544 59050 9/1/20 9/1/20
24572 77750 9/1/20 9/1/20
24573 79550 9/1/20 9/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 September 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.00 87
0.41 88
0.84 85
0.69 88
0.54 88
0.50 86
0.35 91
0.52 89
0.59 89
0.48 89
0.44 90
0.19 88
0.50 89
0.80 86
0.14 87
0.43 96
0.77 87
0.89 86
0.02 88
0.60 86

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

28624 1S07 10/6/20 10/7/20 51 4.5 < 1.0 < 1.0 56 0.73 86   Chloroform derived after a 2-fold dilution.  

28646 1S03A 10/6/20 10/6/20 22 2.8 < 1.0 < 1.0 25 1.06 83    

28647 1S03B 10/6/20 10/6/20 52 4.6 < 1.0 < 1.0 56 0.80 88   Chloroform derived after a 2-fold dilution.  

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

October 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

28724 1SCH3 10/6/20 10/7/20 29 3.6 < 1.0 < 1.0 32 0.60 85    

28644 10750 10/6/20 10/6/20 23 2.8 < 1.0 < 1.0 26 0.89 83    

28638 21550 10/6/20 10/6/20 56 4.6 < 1.0 < 1.0 60 0.63 87   Chloroform derived after a 2-fold dilution.  
28676 22250 10/6/20 10/6/20 41 3.9 < 1.0 < 1.0 45 0.63 85   Chloroform derived after a 2-fold dilution.  
28639 22950 10/6/20 10/6/20 39 4.0 < 1.0 < 1.0 43 0.56 84    
28677 26850 10/6/20 10/7/20 56 4.8 < 1.0 < 1.0 61 0.57 87   Chloroform derived after a 2-fold dilution.  
28703 30150 10/6/20 10/6/20 64 5.6 < 1.0 < 1.0 70 0.58 91   Chloroform derived after a 2-fold dilution.  
28704 31050 10/6/20 10/6/20 60 5.3 < 1.0 < 1.0 65 0.60 91   Chloroform derived after a 2-fold dilution.  
28656 31650 10/6/20 10/6/20 70 5.5 < 1.0 < 1.0 75 0.21 92   Chloroform derived after a 2-fold dilution.  
28705 31950 10/6/20 10/6/20 63 5.0 < 1.0 < 1.0 68 0.61 91   Chloroform derived after a 2-fold dilution.  
28657 33550 10/6/20 10/7/20 67 5.5 < 1.0 < 1.0 73 0.46 91   Chloroform derived after a 2-fold dilution.  
28706 35750 10/6/20 10/6/20 64 5.1 < 1.0 < 1.0 69 0.50 91   Chloroform derived after a 2-fold dilution.  
28658 37450 10/6/20 10/7/20 63 5.3 < 1.0 < 1.0 69 0.45 91   Chloroform derived after a 2-fold dilution.  
28663 44450 10/6/20 10/7/20 45 4.3 < 1.0 < 1.0 49 0.39 84   Chloroform derived after a 2-fold dilution.  
28628 46150 10/6/20 10/6/20 37 3.8 < 1.0 < 1.0 41 0.75 84    
28629 47550 10/6/20 10/6/20 48 4.2 < 1.0 < 1.0 52 0.24 85   Chloroform derived after a 2-fold dilution.  
28670 51450 10/6/20 10/7/20 38 3.9 < 1.0 < 1.0 42 0.84 84    

28671 57750 10/6/20 10/6/20 38 3.8 < 1.0 < 1.0 42 0.64 86    

28665 76150 10/6/20 10/7/20 32 3.5 < 1.0 < 1.0 35 0.76 82    

28630 78150 10/6/20 10/6/20 37 3.7 < 1.0 < 1.0 41 0.64 84    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

October 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE

28624 1S07 10/6/20 10/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

28646 1S03A 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

28647 1S03B 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

October 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28624 1S07 10/6/20 10/7/20

28646 1S03A 10/6/20 10/6/20

28647 1S03B 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 October 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE

METHYL 
ACETATE

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28624 1S07 10/6/20 10/7/20

28646 1S03A 10/6/20 10/6/20

28647 1S03B 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 October 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28624 1S07 10/6/20 10/7/20

28646 1S03A 10/6/20 10/6/20

28647 1S03B 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 October 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28624 1S07 10/6/20 10/7/20

28646 1S03A 10/6/20 10/6/20

28647 1S03B 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 October 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28624 1S07 10/6/20 10/7/20

28646 1S03A 10/6/20 10/6/20

28647 1S03B 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 October 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28624 1S07 10/6/20 10/7/20

28646 1S03A 10/6/20 10/6/20

28647 1S03B 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________
 

 October 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.73 86

1.06 83

0.80 88

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

28724 1SCH3 10/6/20 10/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28644 10750 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28638 21550 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28676 22250 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28639 22950 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28677 26850 10/6/20 10/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28703 30150 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28704 31050 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28656 31650 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28705 31950 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28657 33550 10/6/20 10/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28706 35750 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28658 37450 10/6/20 10/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28663 44450 10/6/20 10/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28628 46150 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28629 47550 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28670 51450 10/6/20 10/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28671 57750 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28665 76150 10/6/20 10/7/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
28630 78150 10/6/20 10/6/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

October 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28724 1SCH3 10/6/20 10/7/20
28644 10750 10/6/20 10/6/20
28638 21550 10/6/20 10/6/20
28676 22250 10/6/20 10/6/20
28639 22950 10/6/20 10/6/20
28677 26850 10/6/20 10/7/20
28703 30150 10/6/20 10/6/20
28704 31050 10/6/20 10/6/20
28656 31650 10/6/20 10/6/20
28705 31950 10/6/20 10/6/20
28657 33550 10/6/20 10/7/20
28706 35750 10/6/20 10/6/20
28658 37450 10/6/20 10/7/20
28663 44450 10/6/20 10/7/20
28628 46150 10/6/20 10/6/20
28629 47550 10/6/20 10/6/20
28670 51450 10/6/20 10/7/20
28671 57750 10/6/20 10/6/20
28665 76150 10/6/20 10/7/20
28630 78150 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 October 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28724 1SCH3 10/6/20 10/7/20
28644 10750 10/6/20 10/6/20
28638 21550 10/6/20 10/6/20
28676 22250 10/6/20 10/6/20
28639 22950 10/6/20 10/6/20
28677 26850 10/6/20 10/7/20
28703 30150 10/6/20 10/6/20
28704 31050 10/6/20 10/6/20
28656 31650 10/6/20 10/6/20
28705 31950 10/6/20 10/6/20
28657 33550 10/6/20 10/7/20
28706 35750 10/6/20 10/6/20
28658 37450 10/6/20 10/7/20
28663 44450 10/6/20 10/7/20
28628 46150 10/6/20 10/6/20
28629 47550 10/6/20 10/6/20
28670 51450 10/6/20 10/7/20
28671 57750 10/6/20 10/6/20
28665 76150 10/6/20 10/7/20
28630 78150 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 October 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28724 1SCH3 10/6/20 10/7/20
28644 10750 10/6/20 10/6/20
28638 21550 10/6/20 10/6/20
28676 22250 10/6/20 10/6/20
28639 22950 10/6/20 10/6/20
28677 26850 10/6/20 10/7/20
28703 30150 10/6/20 10/6/20
28704 31050 10/6/20 10/6/20
28656 31650 10/6/20 10/6/20
28705 31950 10/6/20 10/6/20
28657 33550 10/6/20 10/7/20
28706 35750 10/6/20 10/6/20
28658 37450 10/6/20 10/7/20
28663 44450 10/6/20 10/7/20
28628 46150 10/6/20 10/6/20
28629 47550 10/6/20 10/6/20
28670 51450 10/6/20 10/7/20
28671 57750 10/6/20 10/6/20
28665 76150 10/6/20 10/7/20
28630 78150 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 October 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28724 1SCH3 10/6/20 10/7/20
28644 10750 10/6/20 10/6/20
28638 21550 10/6/20 10/6/20
28676 22250 10/6/20 10/6/20
28639 22950 10/6/20 10/6/20
28677 26850 10/6/20 10/7/20
28703 30150 10/6/20 10/6/20
28704 31050 10/6/20 10/6/20
28656 31650 10/6/20 10/6/20
28705 31950 10/6/20 10/6/20
28657 33550 10/6/20 10/7/20
28706 35750 10/6/20 10/6/20
28658 37450 10/6/20 10/7/20
28663 44450 10/6/20 10/7/20
28628 46150 10/6/20 10/6/20
28629 47550 10/6/20 10/6/20
28670 51450 10/6/20 10/7/20
28671 57750 10/6/20 10/6/20
28665 76150 10/6/20 10/7/20
28630 78150 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 October 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28724 1SCH3 10/6/20 10/7/20
28644 10750 10/6/20 10/6/20
28638 21550 10/6/20 10/6/20
28676 22250 10/6/20 10/6/20
28639 22950 10/6/20 10/6/20
28677 26850 10/6/20 10/7/20
28703 30150 10/6/20 10/6/20
28704 31050 10/6/20 10/6/20
28656 31650 10/6/20 10/6/20
28705 31950 10/6/20 10/6/20
28657 33550 10/6/20 10/7/20
28706 35750 10/6/20 10/6/20
28658 37450 10/6/20 10/7/20
28663 44450 10/6/20 10/7/20
28628 46150 10/6/20 10/6/20
28629 47550 10/6/20 10/6/20
28670 51450 10/6/20 10/7/20
28671 57750 10/6/20 10/6/20
28665 76150 10/6/20 10/7/20
28630 78150 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 October 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

28724 1SCH3 10/6/20 10/7/20
28644 10750 10/6/20 10/6/20
28638 21550 10/6/20 10/6/20
28676 22250 10/6/20 10/6/20
28639 22950 10/6/20 10/6/20
28677 26850 10/6/20 10/7/20
28703 30150 10/6/20 10/6/20
28704 31050 10/6/20 10/6/20
28656 31650 10/6/20 10/6/20
28705 31950 10/6/20 10/6/20
28657 33550 10/6/20 10/7/20
28706 35750 10/6/20 10/6/20
28658 37450 10/6/20 10/7/20
28663 44450 10/6/20 10/7/20
28628 46150 10/6/20 10/6/20
28629 47550 10/6/20 10/6/20
28670 51450 10/6/20 10/7/20
28671 57750 10/6/20 10/6/20
28665 76150 10/6/20 10/7/20
28630 78150 10/6/20 10/6/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected
NR: not reportable due to QC failure

Analyst ____________________

Date ______________________

 October 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.89 83
0.63 87
0.63 85
0.56 84
0.57 87
0.58 91
0.60 91
0.21 92
0.61 91
0.46 91
0.50 91
0.45 91
0.39 84
0.75 84
0.24 85
0.84 84
0.64 86
0.76 82
0.64 84
0.60 85

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

31901 1S03A 11/4/20 11/4/20 16 2.6 < 1.0 < 1.0 18 0.96 87    

31902 1S03B 11/4/20 11/4/20 15 2.5 < 1.0 < 1.0 18 0.76 90    

31965 1S07 11/4/20 11/4/20 39 4.7 < 1.0 < 1.0 43 0.67 89    

31949 1SCL1 11/4/20 11/4/20 9.6 2.0 < 1.0 < 1.0 12 0.84 340    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

November 2020

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202011.xls\Entry Points THM page 1 of 16      



REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

31948 1SCH3 11/4/20 11/4/20 17 3.2 < 1.0 < 1.0 21 0.66 87 Dibromochloromethane: associated LFM1 failed. 
31964 15150 11/4/20 11/4/20 26 3.7 < 1.0 < 1.0 29 0.62 88    
31900 18650 11/4/20 11/4/20 21 3.2 < 1.0 < 1.0 24 0.63 91    
31971 23450 11/4/20 11/4/20 30 4.0 < 1.0 < 1.0 34 0.39 86    
31927 24350 11/4/20 11/4/20 31 4.1 < 1.0 < 1.0 35 0.64 87    
31966 3SC26 11/4/20 11/4/20 8.0 3.0 1.7 < 1.0 13 0.72 403    
31936 31750 11/4/20 11/4/20 23 5.3 2.1 < 1.0 31 0.44 279    
31937 31850 11/4/20 11/4/20 36 5.0 < 1.0 < 1.0 41 0.32 92 Chloroform derived after a 2-fold dilution.  
31938 32350 11/4/20 11/4/20 21 4.9 1.9 < 1.0 27 0.45 284    
31905 33450 11/4/20 11/4/20 18 4.2 1.7 < 1.0 24 0.69 289    
31906 33950 11/4/20 11/4/20 19 4.7 1.8 < 1.0 25 0.59 294    
31939 37950 11/4/20 11/4/20 37 5.0 < 1.0 < 1.0 42 0.21 91 Chloroform derived after a 2-fold dilution.  
31907 38250 11/4/20 11/4/20 38 4.6 < 1.0 < 1.0 42 0.38 89    
31908 39650 11/4/20 11/4/20 40 4.7 < 1.0 < 1.0 44 0.31 90    
31979 44350 11/4/20 11/4/20 35 4.4 < 1.0 < 1.0 39 0.24 89    
31928 45250 11/4/20 11/4/20 28 3.9 < 1.0 < 1.0 32 0.56 87    
31930 50250 11/4/20 11/4/20 28 4.0 < 1.0 < 1.0 32 0.71 87    
31954 50750 11/4/20 11/4/20 32 4.0 < 1.0 < 1.0 36 0.20 89    
31955 50850 11/4/20 11/4/20 29 3.8 < 1.0 < 1.0 33 0.43 88    
31931 52050 11/4/20 11/4/20 34 4.4 < 1.0 < 1.0 38 0.50 88    
31956 58650 11/4/20 11/4/20 45 4.8 < 1.0 < 1.0 50 0.03 93 Chloroform derived after a 2-fold dilution.  
31981 77650 11/4/20 11/4/20 26 3.8 < 1.0 < 1.0 29 0.70 87    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

November 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE

31901 1S03A 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

31902 1S03B 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

31965 1S07 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

31949 1SCL1 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

November 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31901 1S03A 11/4/20 11/4/20

31902 1S03B 11/4/20 11/4/20

31965 1S07 11/4/20 11/4/20

31949 1SCL1 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE

METHYL 
ACETATE

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31901 1S03A 11/4/20 11/4/20

31902 1S03B 11/4/20 11/4/20

31965 1S07 11/4/20 11/4/20

31949 1SCL1 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31901 1S03A 11/4/20 11/4/20

31902 1S03B 11/4/20 11/4/20

31965 1S07 11/4/20 11/4/20

31949 1SCL1 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31901 1S03A 11/4/20 11/4/20

31902 1S03B 11/4/20 11/4/20

31965 1S07 11/4/20 11/4/20

31949 1SCL1 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31901 1S03A 11/4/20 11/4/20

31902 1S03B 11/4/20 11/4/20

31965 1S07 11/4/20 11/4/20

31949 1SCL1 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31901 1S03A 11/4/20 11/4/20

31902 1S03B 11/4/20 11/4/20

31965 1S07 11/4/20 11/4/20

31949 1SCL1 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 November 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.96 87

0.76 90

0.67 89

0.84 340

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

31948 1SCH3 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

31964 15150 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31900 18650 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31971 23450 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31927 24350 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31966 3SC26 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31936 31750 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31937 31850 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31938 32350 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31905 33450 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31906 33950 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31939 37950 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31907 38250 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31908 39650 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31979 44350 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31928 45250 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31930 50250 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31954 50750 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31955 50850 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31931 52050 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31956 58650 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
31981 77650 11/4/20 11/4/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

November 2020

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202011.xls\Dist VOC page 10 of 16



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31948 1SCH3 11/4/20 11/4/20

31964 15150 11/4/20 11/4/20
31900 18650 11/4/20 11/4/20
31971 23450 11/4/20 11/4/20
31927 24350 11/4/20 11/4/20
31966 3SC26 11/4/20 11/4/20
31936 31750 11/4/20 11/4/20
31937 31850 11/4/20 11/4/20
31938 32350 11/4/20 11/4/20
31905 33450 11/4/20 11/4/20
31906 33950 11/4/20 11/4/20
31939 37950 11/4/20 11/4/20
31907 38250 11/4/20 11/4/20
31908 39650 11/4/20 11/4/20
31979 44350 11/4/20 11/4/20
31928 45250 11/4/20 11/4/20
31930 50250 11/4/20 11/4/20
31954 50750 11/4/20 11/4/20
31955 50850 11/4/20 11/4/20
31931 52050 11/4/20 11/4/20
31956 58650 11/4/20 11/4/20
31981 77650 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31948 1SCH3 11/4/20 11/4/20

31964 15150 11/4/20 11/4/20
31900 18650 11/4/20 11/4/20
31971 23450 11/4/20 11/4/20
31927 24350 11/4/20 11/4/20
31966 3SC26 11/4/20 11/4/20
31936 31750 11/4/20 11/4/20
31937 31850 11/4/20 11/4/20
31938 32350 11/4/20 11/4/20
31905 33450 11/4/20 11/4/20
31906 33950 11/4/20 11/4/20
31939 37950 11/4/20 11/4/20
31907 38250 11/4/20 11/4/20
31908 39650 11/4/20 11/4/20
31979 44350 11/4/20 11/4/20
31928 45250 11/4/20 11/4/20
31930 50250 11/4/20 11/4/20
31954 50750 11/4/20 11/4/20
31955 50850 11/4/20 11/4/20
31931 52050 11/4/20 11/4/20
31956 58650 11/4/20 11/4/20
31981 77650 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202011.xls\Dist VOC page 12 of 16



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31948 1SCH3 11/4/20 11/4/20

31964 15150 11/4/20 11/4/20
31900 18650 11/4/20 11/4/20
31971 23450 11/4/20 11/4/20
31927 24350 11/4/20 11/4/20
31966 3SC26 11/4/20 11/4/20
31936 31750 11/4/20 11/4/20
31937 31850 11/4/20 11/4/20
31938 32350 11/4/20 11/4/20
31905 33450 11/4/20 11/4/20
31906 33950 11/4/20 11/4/20
31939 37950 11/4/20 11/4/20
31907 38250 11/4/20 11/4/20
31908 39650 11/4/20 11/4/20
31979 44350 11/4/20 11/4/20
31928 45250 11/4/20 11/4/20
31930 50250 11/4/20 11/4/20
31954 50750 11/4/20 11/4/20
31955 50850 11/4/20 11/4/20
31931 52050 11/4/20 11/4/20
31956 58650 11/4/20 11/4/20
31981 77650 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31948 1SCH3 11/4/20 11/4/20

31964 15150 11/4/20 11/4/20
31900 18650 11/4/20 11/4/20
31971 23450 11/4/20 11/4/20
31927 24350 11/4/20 11/4/20
31966 3SC26 11/4/20 11/4/20
31936 31750 11/4/20 11/4/20
31937 31850 11/4/20 11/4/20
31938 32350 11/4/20 11/4/20
31905 33450 11/4/20 11/4/20
31906 33950 11/4/20 11/4/20
31939 37950 11/4/20 11/4/20
31907 38250 11/4/20 11/4/20
31908 39650 11/4/20 11/4/20
31979 44350 11/4/20 11/4/20
31928 45250 11/4/20 11/4/20
31930 50250 11/4/20 11/4/20
31954 50750 11/4/20 11/4/20
31955 50850 11/4/20 11/4/20
31931 52050 11/4/20 11/4/20
31956 58650 11/4/20 11/4/20
31981 77650 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202011.xls\Dist VOC page 14 of 16



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31948 1SCH3 11/4/20 11/4/20

31964 15150 11/4/20 11/4/20
31900 18650 11/4/20 11/4/20
31971 23450 11/4/20 11/4/20
31927 24350 11/4/20 11/4/20
31966 3SC26 11/4/20 11/4/20
31936 31750 11/4/20 11/4/20
31937 31850 11/4/20 11/4/20
31938 32350 11/4/20 11/4/20
31905 33450 11/4/20 11/4/20
31906 33950 11/4/20 11/4/20
31939 37950 11/4/20 11/4/20
31907 38250 11/4/20 11/4/20
31908 39650 11/4/20 11/4/20
31979 44350 11/4/20 11/4/20
31928 45250 11/4/20 11/4/20
31930 50250 11/4/20 11/4/20
31954 50750 11/4/20 11/4/20
31955 50850 11/4/20 11/4/20
31931 52050 11/4/20 11/4/20
31956 58650 11/4/20 11/4/20
31981 77650 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

31948 1SCH3 11/4/20 11/4/20

31964 15150 11/4/20 11/4/20
31900 18650 11/4/20 11/4/20
31971 23450 11/4/20 11/4/20
31927 24350 11/4/20 11/4/20
31966 3SC26 11/4/20 11/4/20
31936 31750 11/4/20 11/4/20
31937 31850 11/4/20 11/4/20
31938 32350 11/4/20 11/4/20
31905 33450 11/4/20 11/4/20
31906 33950 11/4/20 11/4/20
31939 37950 11/4/20 11/4/20
31907 38250 11/4/20 11/4/20
31908 39650 11/4/20 11/4/20
31979 44350 11/4/20 11/4/20
31928 45250 11/4/20 11/4/20
31930 50250 11/4/20 11/4/20
31954 50750 11/4/20 11/4/20
31955 50850 11/4/20 11/4/20
31931 52050 11/4/20 11/4/20
31956 58650 11/4/20 11/4/20
31981 77650 11/4/20 11/4/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 November 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.66 87 Associated LFM1 failed for 1,1,1-Trichloroethane, 1,2,4-Trimethylbenzene, 1,2-Dichloroethane, Bromomethane, Chloromethane, cis-1,2-
Dichloroethene, Dibromochloromethane, hexachlorobutadiene, m,p-Xylene, Methylene chloride, Styrene and  Trichlorofluoromethane. 

0.62 88
0.63 91
0.39 86
0.64 87
0.72 403
0.44 279
0.32 92
0.45 284
0.69 289
0.59 294
0.21 91
0.38 89
0.31 90
0.24 89
0.56 87
0.71 87
0.20 89
0.43 88
0.50 88
0.03 93
0.70 87

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

34991 1S07 12/1/20 12/1/20 14 2.3 < 1.0 < 1.0 16 0.68 89    

35051 1S03A 12/1/20 12/1/20 13 2.4 < 1.0 < 1.0 15 0.90 88    

35052 1S03B 12/1/20 12/1/20 22 3.2 < 1.0 < 1.0 25 0.55 87

35004 1SCH3 12/1/20 12/1/20 5.0 2.2 < 1.0 < 1.0 7.2 0.63 445    

35005 1SCL1 12/1/20 12/1/20 4.7 2.3 < 1.0 < 1.0 7.0 0.73 444    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

December 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

35049 11750 12/1/20 12/1/20 29 3.8 < 1.0 < 1.0 33 0.57 89    
34990 16150 12/1/20 12/1/20 24 3.9 < 1.0 < 1.0 28 0.85 86    
35073 20150 12/1/20 12/1/20 32 4.3 < 1.0 < 1.0 36 0.69 89    
35074 20650 12/1/20 12/1/20 25 3.5 < 1.0 < 1.0 28 0.76 88    
34985 27350 12/1/20 12/1/20 31 4.5 < 1.0 < 1.0 35 0.66 88    
35014 30550 12/1/20 12/1/20 23 6.3 1.4 < 1.0 31 0.22 315    
35058 3SC26 12/1/20 12/1/20 8.7 4.7 1.6 < 1.0 15 0.66 443    
35015 31450 12/1/20 12/1/20 22 6.1 1.3 < 1.0 29 0.29 322    
35016 31550 12/1/20 12/1/20 30 5.5 < 1.0 < 1.0 36 0.28 208    
35055 33050 12/1/20 12/1/20 23 6.3 1.4 < 1.0 30 0.42 312    
35056 33850 12/1/20 12/1/20 24 6.3 1.4 < 1.0 32 0.34 313    
35030 36950 12/1/20 12/1/20 23 6.4 1.4 < 1.0 30 0.32 315    
35057 39950 12/1/20 12/1/20 22 6.3 1.5 < 1.0 30 0.36 313    
35033 40350 12/1/20 12/1/20 24 6.7 1.5 < 1.0 32 0.28 309    
35024 46250 12/1/20 12/1/20 32 4.2 < 1.0 < 1.0 36 0.26 88    
35025 47650 12/1/20 12/1/20 39 5.0 < 1.0 < 1.0 45 0.68 94    
35038 53550 12/1/20 12/1/20 31 4.1 < 1.0 < 1.0 35 0.67 88    
35040 59050 12/1/20 12/1/20 24 3.7 < 1.0 < 1.0 27 0.89 86    
35026 77750 12/1/20 12/1/20 31 4.5 < 1.0 < 1.0 36 0.16 88    
35027 79550 12/1/20 12/1/20 24 3.4 < 1.0 < 1.0 27 0.59 87    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

December 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE

34991 1S07 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

35051 1S03A 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

35052 1S03B 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

35004 1SCH3 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

35005 1SCL1 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

December 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

34991 1S07 12/1/20 12/1/20

35051 1S03A 12/1/20 12/1/20

35052 1S03B 12/1/20 12/1/20

35004 1SCH3 12/1/20 12/1/20

35005 1SCL1 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE

METHYL 
ACETATE

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

34991 1S07 12/1/20 12/1/20

35051 1S03A 12/1/20 12/1/20

35052 1S03B 12/1/20 12/1/20

35004 1SCH3 12/1/20 12/1/20

35005 1SCL1 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

34991 1S07 12/1/20 12/1/20

35051 1S03A 12/1/20 12/1/20

35052 1S03B 12/1/20 12/1/20

35004 1SCH3 12/1/20 12/1/20

35005 1SCL1 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

34991 1S07 12/1/20 12/1/20

35051 1S03A 12/1/20 12/1/20

35052 1S03B 12/1/20 12/1/20

35004 1SCH3 12/1/20 12/1/20

35005 1SCL1 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

34991 1S07 12/1/20 12/1/20

35051 1S03A 12/1/20 12/1/20

35052 1S03B 12/1/20 12/1/20

35004 1SCH3 12/1/20 12/1/20

35005 1SCL1 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

34991 1S07 12/1/20 12/1/20

35051 1S03A 12/1/20 12/1/20

35052 1S03B 12/1/20 12/1/20

35004 1SCH3 12/1/20 12/1/20

35005 1SCL1 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.68 89

0.90 88

0.55 87

0.63 445

0.73 444

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

35049 11750 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
34990 16150 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35073 20150 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35074 20650 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
34985 27350 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35058 3SC26 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35014 30550 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35015 31450 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35016 31550 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35055 33050 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35056 33850 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35030 36950 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35057 39950 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35033 40350 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35024 46250 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35025 47650 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35038 53550 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35040 59050 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35026 77750 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35027 79550 12/1/20 12/1/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

December 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35049 11750 12/1/20 12/1/20
34990 16150 12/1/20 12/1/20
35073 20150 12/1/20 12/1/20
35074 20650 12/1/20 12/1/20
34985 27350 12/1/20 12/1/20
35058 3SC26 12/1/20 12/1/20
35014 30550 12/1/20 12/1/20
35015 31450 12/1/20 12/1/20
35016 31550 12/1/20 12/1/20
35055 33050 12/1/20 12/1/20
35056 33850 12/1/20 12/1/20
35030 36950 12/1/20 12/1/20
35057 39950 12/1/20 12/1/20
35033 40350 12/1/20 12/1/20
35024 46250 12/1/20 12/1/20
35025 47650 12/1/20 12/1/20
35038 53550 12/1/20 12/1/20
35040 59050 12/1/20 12/1/20
35026 77750 12/1/20 12/1/20
35027 79550 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2020

(b) (a) (a) (a)

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35049 11750 12/1/20 12/1/20
34990 16150 12/1/20 12/1/20
35073 20150 12/1/20 12/1/20
35074 20650 12/1/20 12/1/20
34985 27350 12/1/20 12/1/20
35058 3SC26 12/1/20 12/1/20
35014 30550 12/1/20 12/1/20
35015 31450 12/1/20 12/1/20
35016 31550 12/1/20 12/1/20
35055 33050 12/1/20 12/1/20
35056 33850 12/1/20 12/1/20
35030 36950 12/1/20 12/1/20
35057 39950 12/1/20 12/1/20
35033 40350 12/1/20 12/1/20
35024 46250 12/1/20 12/1/20
35025 47650 12/1/20 12/1/20
35038 53550 12/1/20 12/1/20
35040 59050 12/1/20 12/1/20
35026 77750 12/1/20 12/1/20
35027 79550 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2020

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35049 11750 12/1/20 12/1/20
34990 16150 12/1/20 12/1/20
35073 20150 12/1/20 12/1/20
35074 20650 12/1/20 12/1/20
34985 27350 12/1/20 12/1/20
35058 3SC26 12/1/20 12/1/20
35014 30550 12/1/20 12/1/20
35015 31450 12/1/20 12/1/20
35016 31550 12/1/20 12/1/20
35055 33050 12/1/20 12/1/20
35056 33850 12/1/20 12/1/20
35030 36950 12/1/20 12/1/20
35057 39950 12/1/20 12/1/20
35033 40350 12/1/20 12/1/20
35024 46250 12/1/20 12/1/20
35025 47650 12/1/20 12/1/20
35038 53550 12/1/20 12/1/20
35040 59050 12/1/20 12/1/20
35026 77750 12/1/20 12/1/20
35027 79550 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2020

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35049 11750 12/1/20 12/1/20
34990 16150 12/1/20 12/1/20
35073 20150 12/1/20 12/1/20
35074 20650 12/1/20 12/1/20
34985 27350 12/1/20 12/1/20
35058 3SC26 12/1/20 12/1/20
35014 30550 12/1/20 12/1/20
35015 31450 12/1/20 12/1/20
35016 31550 12/1/20 12/1/20
35055 33050 12/1/20 12/1/20
35056 33850 12/1/20 12/1/20
35030 36950 12/1/20 12/1/20
35057 39950 12/1/20 12/1/20
35033 40350 12/1/20 12/1/20
35024 46250 12/1/20 12/1/20
35025 47650 12/1/20 12/1/20
35038 53550 12/1/20 12/1/20
35040 59050 12/1/20 12/1/20
35026 77750 12/1/20 12/1/20
35027 79550 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2020

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35049 11750 12/1/20 12/1/20
34990 16150 12/1/20 12/1/20
35073 20150 12/1/20 12/1/20
35074 20650 12/1/20 12/1/20
34985 27350 12/1/20 12/1/20
35058 3SC26 12/1/20 12/1/20
35014 30550 12/1/20 12/1/20
35015 31450 12/1/20 12/1/20
35016 31550 12/1/20 12/1/20
35055 33050 12/1/20 12/1/20
35056 33850 12/1/20 12/1/20
35030 36950 12/1/20 12/1/20
35057 39950 12/1/20 12/1/20
35033 40350 12/1/20 12/1/20
35024 46250 12/1/20 12/1/20
35025 47650 12/1/20 12/1/20
35038 53550 12/1/20 12/1/20
35040 59050 12/1/20 12/1/20
35026 77750 12/1/20 12/1/20
35027 79550 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2020

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202012.xls\Dist VOC page 15 of 16



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35049 11750 12/1/20 12/1/20
34990 16150 12/1/20 12/1/20
35073 20150 12/1/20 12/1/20
35074 20650 12/1/20 12/1/20
34985 27350 12/1/20 12/1/20
35058 3SC26 12/1/20 12/1/20
35014 30550 12/1/20 12/1/20
35015 31450 12/1/20 12/1/20
35016 31550 12/1/20 12/1/20
35055 33050 12/1/20 12/1/20
35056 33850 12/1/20 12/1/20
35030 36950 12/1/20 12/1/20
35057 39950 12/1/20 12/1/20
35033 40350 12/1/20 12/1/20
35024 46250 12/1/20 12/1/20
35025 47650 12/1/20 12/1/20
35038 53550 12/1/20 12/1/20
35040 59050 12/1/20 12/1/20
35026 77750 12/1/20 12/1/20
35027 79550 12/1/20 12/1/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.57 89
0.85 86
0.69 89
0.76 88
0.66 88
0.66 443
0.22 315
0.29 322
0.28 208
0.42 312
0.34 313
0.32 315
0.36 313
0.28 309
0.26 88
0.68 94
0.67 88
0.89 86
0.16 88
0.59 87

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

370 1S07 1/5/21 1/6/21 11 2.3 < 1.0 < 1.0 13 0.76 111    

423 1S03A 1/5/21 1/6/21 11 2.2 < 1.0 < 1.0 13 0.81 91    

424 1S03B 1/5/21 1/6/21 15 2.6 < 1.0 < 1.0 17 0.80 93

434 1SCH3 1/5/21 1/5/21 3.8 1.9 < 1.0 < 1.0 5.6 0.59 441    

435 1SCL1 1/5/21 1/5/21 3.9 1.9 < 1.0 < 1.0 5.7 0.75 441    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

January 2021
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

356 21550 1/5/21 1/6/21 20 3.6 < 1.0 < 1.0 24 0.60 95    
357 22950 1/5/21 1/6/21 19 3.2 < 1.0 < 1.0 22 0.57 95    
364 22250 1/5/21 1/5/21 16 3.0 < 1.0 < 1.0 19 0.74 94    
365 26850 1/5/21 1/5/21 23 3.9 < 1.0 < 1.0 27 0.57 113    
430 3SC26 1/5/21 1/5/21 5.9 3.4 < 1.0 < 1.0 9.4 0.66 440    
388 30150 1/5/21 1/5/21 10 5.2 1.5 < 1.0 17 0.48 427    
389 31050 1/5/21 1/5/21 21 4.9 < 1.0 < 1.0 26 0.51 258    
390 31950 1/5/21 1/5/21 24 4.7 < 1.0 < 1.0 29 0.56 195    
391 35750 1/5/21 1/5/21 25 4.7 < 1.0 < 1.0 30 0.56 182    
398 46150 1/5/21 1/6/21 23 3.5 < 1.0 < 1.0 27 0.59 95    
399 47550 1/5/21 1/5/21 26 3.8 < 1.0 < 1.0 30 0.30 95    
400 78150 1/5/21 1/5/21 18 3.0 < 1.0 < 1.0 21 0.48 96    
404 44450 1/5/21 1/6/21 19 3.3 < 1.0 < 1.0 23 0.51 93    
406 76150 1/5/21 1/6/21 17 3.0 < 1.0 < 1.0 20 0.55 93    
411 51450 1/5/21 1/5/21 21 3.3 < 1.0 < 1.0 24 0.71 93    
412 57750 1/5/21 1/5/21 19 3.2 < 1.0 < 1.0 22 0.67 94    
421 10750 1/5/21 1/6/21 10 2.0 < 1.0 < 1.0 12 0.82 91    
427 31650 1/5/21 1/5/21 24 4.8 < 1.0 < 1.0 28 0.31 196    
428 33550 1/5/21 1/5/21 21 4.6 < 1.0 < 1.0 26 0.42 197    
429 37450 1/5/21 1/5/21 23 4.2 < 1.0 < 1.0 27 0.50 180    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

January 2021

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202101.xls\Dist THM page 2 of 16



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE

370 1S07 1/5/21 1/6/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

423 1S03A 1/5/21 1/6/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

424 1S03B 1/5/21 1/6/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

434 1SCH3 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

435 1SCL1 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

January 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

370 1S07 1/5/21 1/6/21

423 1S03A 1/5/21 1/6/21

424 1S03B 1/5/21 1/6/21

434 1SCH3 1/5/21 1/5/21

435 1SCL1 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2021

(b) (a) (a) (a)

ALLYL 
CHLORIDE

METHYL 
ACETATE

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

370 1S07 1/5/21 1/6/21

423 1S03A 1/5/21 1/6/21

424 1S03B 1/5/21 1/6/21

434 1SCH3 1/5/21 1/5/21

435 1SCL1 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2021

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202101.xls\Entry Points VOC page 5 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

370 1S07 1/5/21 1/6/21

423 1S03A 1/5/21 1/6/21

424 1S03B 1/5/21 1/6/21

434 1SCH3 1/5/21 1/5/21

435 1SCL1 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2021

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

370 1S07 1/5/21 1/6/21

423 1S03A 1/5/21 1/6/21

424 1S03B 1/5/21 1/6/21

434 1SCH3 1/5/21 1/5/21

435 1SCL1 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2021

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

370 1S07 1/5/21 1/6/21

423 1S03A 1/5/21 1/6/21

424 1S03B 1/5/21 1/6/21

434 1SCH3 1/5/21 1/5/21

435 1SCL1 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2021

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

370 1S07 1/5/21 1/6/21

423 1S03A 1/5/21 1/6/21

424 1S03B 1/5/21 1/6/21

434 1SCH3 1/5/21 1/5/21

435 1SCL1 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2021

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.76 111

0.81 91

0.80 93

0.59 441

0.75 441

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

356 21550 1/5/21 1/6/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
357 22950 1/5/21 1/6/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
364 22250 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
365 26850 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
430 3SC26 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
388 30150 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
389 31050 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
390 31950 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
391 35750 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
398 46150 1/5/21 1/6/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
399 47550 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
400 78150 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
404 44450 1/5/21 1/6/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
406 76150 1/5/21 1/6/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
411 51450 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
412 57750 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
421 10750 1/5/21 1/6/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
427 31650 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
428 33550 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
429 37450 1/5/21 1/5/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

January 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

356 21550 1/5/21 1/6/21
357 22950 1/5/21 1/6/21
364 22250 1/5/21 1/5/21
365 26850 1/5/21 1/5/21
430 3SC26 1/5/21 1/5/21
388 30150 1/5/21 1/5/21
389 31050 1/5/21 1/5/21
390 31950 1/5/21 1/5/21
391 35750 1/5/21 1/5/21
398 46150 1/5/21 1/6/21
399 47550 1/5/21 1/5/21
400 78150 1/5/21 1/5/21
404 44450 1/5/21 1/6/21
406 76150 1/5/21 1/6/21
411 51450 1/5/21 1/5/21
412 57750 1/5/21 1/5/21
421 10750 1/5/21 1/6/21
427 31650 1/5/21 1/5/21
428 33550 1/5/21 1/5/21
429 37450 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2021

(b) (a) (a) (a)

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

356 21550 1/5/21 1/6/21
357 22950 1/5/21 1/6/21
364 22250 1/5/21 1/5/21
365 26850 1/5/21 1/5/21
430 3SC26 1/5/21 1/5/21
388 30150 1/5/21 1/5/21
389 31050 1/5/21 1/5/21
390 31950 1/5/21 1/5/21
391 35750 1/5/21 1/5/21
398 46150 1/5/21 1/6/21
399 47550 1/5/21 1/5/21
400 78150 1/5/21 1/5/21
404 44450 1/5/21 1/6/21
406 76150 1/5/21 1/6/21
411 51450 1/5/21 1/5/21
412 57750 1/5/21 1/5/21
421 10750 1/5/21 1/6/21
427 31650 1/5/21 1/5/21
428 33550 1/5/21 1/5/21
429 37450 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2021

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202101.xls\Dist VOC page 12 of 16



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

356 21550 1/5/21 1/6/21
357 22950 1/5/21 1/6/21
364 22250 1/5/21 1/5/21
365 26850 1/5/21 1/5/21
430 3SC26 1/5/21 1/5/21
388 30150 1/5/21 1/5/21
389 31050 1/5/21 1/5/21
390 31950 1/5/21 1/5/21
391 35750 1/5/21 1/5/21
398 46150 1/5/21 1/6/21
399 47550 1/5/21 1/5/21
400 78150 1/5/21 1/5/21
404 44450 1/5/21 1/6/21
406 76150 1/5/21 1/6/21
411 51450 1/5/21 1/5/21
412 57750 1/5/21 1/5/21
421 10750 1/5/21 1/6/21
427 31650 1/5/21 1/5/21
428 33550 1/5/21 1/5/21
429 37450 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2021

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

356 21550 1/5/21 1/6/21
357 22950 1/5/21 1/6/21
364 22250 1/5/21 1/5/21
365 26850 1/5/21 1/5/21
430 3SC26 1/5/21 1/5/21
388 30150 1/5/21 1/5/21
389 31050 1/5/21 1/5/21
390 31950 1/5/21 1/5/21
391 35750 1/5/21 1/5/21
398 46150 1/5/21 1/6/21
399 47550 1/5/21 1/5/21
400 78150 1/5/21 1/5/21
404 44450 1/5/21 1/6/21
406 76150 1/5/21 1/6/21
411 51450 1/5/21 1/5/21
412 57750 1/5/21 1/5/21
421 10750 1/5/21 1/6/21
427 31650 1/5/21 1/5/21
428 33550 1/5/21 1/5/21
429 37450 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2021

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

356 21550 1/5/21 1/6/21
357 22950 1/5/21 1/6/21
364 22250 1/5/21 1/5/21
365 26850 1/5/21 1/5/21
430 3SC26 1/5/21 1/5/21
388 30150 1/5/21 1/5/21
389 31050 1/5/21 1/5/21
390 31950 1/5/21 1/5/21
391 35750 1/5/21 1/5/21
398 46150 1/5/21 1/6/21
399 47550 1/5/21 1/5/21
400 78150 1/5/21 1/5/21
404 44450 1/5/21 1/6/21
406 76150 1/5/21 1/6/21
411 51450 1/5/21 1/5/21
412 57750 1/5/21 1/5/21
421 10750 1/5/21 1/6/21
427 31650 1/5/21 1/5/21
428 33550 1/5/21 1/5/21
429 37450 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2021

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

356 21550 1/5/21 1/6/21
357 22950 1/5/21 1/6/21
364 22250 1/5/21 1/5/21
365 26850 1/5/21 1/5/21
430 3SC26 1/5/21 1/5/21
388 30150 1/5/21 1/5/21
389 31050 1/5/21 1/5/21
390 31950 1/5/21 1/5/21
391 35750 1/5/21 1/5/21
398 46150 1/5/21 1/6/21
399 47550 1/5/21 1/5/21
400 78150 1/5/21 1/5/21
404 44450 1/5/21 1/6/21
406 76150 1/5/21 1/6/21
411 51450 1/5/21 1/5/21
412 57750 1/5/21 1/5/21
421 10750 1/5/21 1/6/21
427 31650 1/5/21 1/5/21
428 33550 1/5/21 1/5/21
429 37450 1/5/21 1/5/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2021

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.60 95
0.57 95
0.74 94
0.57 113
0.66 440
0.48 427
0.51 258
0.56 195
0.56 182
0.59 95
0.30 95
0.48 96
0.51 93
0.55 93
0.71 93
0.67 94
0.82 91
0.31 196
0.42 197
0.50 180

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

3768 1S07 2/2/21 2/4/21 21 2.9 < 1.0 < 1.0 24 0.63 144    

3809 1S03A 2/2/21 2/3/21 12 1.8 < 1.0 < 1.0 14 0.85 94    

3810 1S03B 2/2/21 2/3/21 15 2.0 < 1.0 < 1.0 17 0.82 98

3736 1SCH3 2/2/21 2/3/21 3.0 1.3 < 1.0 < 1.0 4.3 0.64 432    

3737 1SCL1 2/2/21 2/4/21 3.6 1.6 < 1.0 < 1.0 5.3 0.60 433    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

February 2021
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

3767 15150 2/2/21 2/3/21 13 3.1 < 1.0 < 1.0 16 0.58 308    
3808 18650 2/2/21 2/3/21 20 2.6 < 1.0 < 1.0 23 0.63 98    
3797 23450 2/2/21 2/3/21 20 2.6 < 1.0 < 1.0 23 0.58 94    
3754 24350 2/2/21 2/3/21 23 2.9 < 1.0 < 1.0 26 0.51 105    
3769 3SC26 2/2/21 2/3/21 6.1 3.2 < 1.0 < 1.0 9.3 0.53 433    
3772 31750 2/2/21 2/4/21 12 4.8 1.1 < 1.0 18 0.44 386    
3773 31850 2/2/21 2/3/21 26 4.0 < 1.0 < 1.0 30 0.46 177    
3774 32350 2/2/21 2/3/21 13 4.7 < 1.0 < 1.0 18 0.41 397    
3760 33450 2/2/21 2/4/21 8.7 4.4 < 1.0 < 1.0 13 0.48 418    
3761 33950 2/2/21 2/4/21 8.4 4.4 1.0 < 1.0 14 0.47 438    
3775 37950 2/2/21 2/3/21 26 4.0 < 1.0 < 1.0 30 0.33 181    
3762 38250 2/2/21 2/4/21 22 4.3 < 1.0 < 1.0 26 0.47 250    
3763 39650 2/2/21 2/4/21 24 3.9 < 1.0 < 1.0 28 0.41 197    
3744 44350 2/2/21 2/3/21 24 3.9 < 1.0 < 1.0 28 0.41 186    
3747 45250 2/2/21 2/3/21 27 3.2 < 1.0 < 1.0 31 0.25 99    
3756 50250 2/2/21 2/3/21 23 2.9 < 1.0 < 1.0 26 0.73 98    
3779 50750 2/2/21 2/3/21 31 3.4 < 1.0 < 1.0 35 0.40 99    
3780 50850 2/2/21 2/3/21 28 3.2 < 1.0 < 1.0 31 0.52 98    
3757 52050 2/2/21 2/3/21 25 3.0 < 1.0 < 1.0 28 0.61 91    
3781 58650 2/2/21 2/3/21 30 3.4 < 1.0 < 1.0 33 0.45 98    
3749 77650 2/2/21 2/3/21 21 2.7 < 1.0 < 1.0 23 0.47 92    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

February 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE

3768 1S07 2/2/21 2/4/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

3809 1S03A 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

3810 1S03B 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

3736 1SCH3 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

3737 1SCL1 2/2/21 2/4/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

February 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3768 1S07 2/2/21 2/4/21

3809 1S03A 2/2/21 2/3/21

3810 1S03B 2/2/21 2/3/21

3736 1SCH3 2/2/21 2/3/21

3737 1SCL1 2/2/21 2/4/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2021

(b) (a) (a) (a)

ALLYL 
CHLORIDE

METHYL 
ACETATE

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202102.xls\Entry Points VOC page 4 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3768 1S07 2/2/21 2/4/21

3809 1S03A 2/2/21 2/3/21

3810 1S03B 2/2/21 2/3/21

3736 1SCH3 2/2/21 2/3/21

3737 1SCL1 2/2/21 2/4/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2021

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3768 1S07 2/2/21 2/4/21

3809 1S03A 2/2/21 2/3/21

3810 1S03B 2/2/21 2/3/21

3736 1SCH3 2/2/21 2/3/21

3737 1SCL1 2/2/21 2/4/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2021

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpt_202102.xls\Entry Points VOC page 6 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3768 1S07 2/2/21 2/4/21

3809 1S03A 2/2/21 2/3/21

3810 1S03B 2/2/21 2/3/21

3736 1SCH3 2/2/21 2/3/21

3737 1SCL1 2/2/21 2/4/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2021

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3768 1S07 2/2/21 2/4/21

3809 1S03A 2/2/21 2/3/21

3810 1S03B 2/2/21 2/3/21

3736 1SCH3 2/2/21 2/3/21

3737 1SCL1 2/2/21 2/4/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2021

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3768 1S07 2/2/21 2/4/21

3809 1S03A 2/2/21 2/3/21

3810 1S03B 2/2/21 2/3/21

3736 1SCH3 2/2/21 2/3/21

3737 1SCL1 2/2/21 2/4/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 February 2021

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.63 144

0.85 94

0.82 98

0.64 432

0.60 433

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

3767 15150 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3808 18650 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3797 23450 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3754 24350 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3769 3SC26 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3772 31750 2/2/21 2/4/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3773 31850 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3774 32350 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3760 33450 2/2/21 2/4/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3761 33950 2/2/21 2/4/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3775 37950 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3762 38250 2/2/21 2/4/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3763 39650 2/2/21 2/4/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3744 44350 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3747 45250 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3756 50250 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3779 50750 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3780 50850 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3757 52050 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3781 58650 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
3749 77650 2/2/21 2/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

February 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3767 15150 2/2/21 2/3/21
3808 18650 2/2/21 2/3/21
3797 23450 2/2/21 2/3/21
3754 24350 2/2/21 2/3/21
3769 3SC26 2/2/21 2/3/21
3772 31750 2/2/21 2/4/21
3773 31850 2/2/21 2/3/21
3774 32350 2/2/21 2/3/21
3760 33450 2/2/21 2/4/21
3761 33950 2/2/21 2/4/21
3775 37950 2/2/21 2/3/21
3762 38250 2/2/21 2/4/21
3763 39650 2/2/21 2/4/21
3744 44350 2/2/21 2/3/21
3747 45250 2/2/21 2/3/21
3756 50250 2/2/21 2/3/21
3779 50750 2/2/21 2/3/21
3780 50850 2/2/21 2/3/21
3757 52050 2/2/21 2/3/21
3781 58650 2/2/21 2/3/21
3749 77650 2/2/21 2/3/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 February 2021

(b) (a) (a) (a)

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3767 15150 2/2/21 2/3/21
3808 18650 2/2/21 2/3/21
3797 23450 2/2/21 2/3/21
3754 24350 2/2/21 2/3/21
3769 3SC26 2/2/21 2/3/21
3772 31750 2/2/21 2/4/21
3773 31850 2/2/21 2/3/21
3774 32350 2/2/21 2/3/21
3760 33450 2/2/21 2/4/21
3761 33950 2/2/21 2/4/21
3775 37950 2/2/21 2/3/21
3762 38250 2/2/21 2/4/21
3763 39650 2/2/21 2/4/21
3744 44350 2/2/21 2/3/21
3747 45250 2/2/21 2/3/21
3756 50250 2/2/21 2/3/21
3779 50750 2/2/21 2/3/21
3780 50850 2/2/21 2/3/21
3757 52050 2/2/21 2/3/21
3781 58650 2/2/21 2/3/21
3749 77650 2/2/21 2/3/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 February 2021

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3767 15150 2/2/21 2/3/21
3808 18650 2/2/21 2/3/21
3797 23450 2/2/21 2/3/21
3754 24350 2/2/21 2/3/21
3769 3SC26 2/2/21 2/3/21
3772 31750 2/2/21 2/4/21
3773 31850 2/2/21 2/3/21
3774 32350 2/2/21 2/3/21
3760 33450 2/2/21 2/4/21
3761 33950 2/2/21 2/4/21
3775 37950 2/2/21 2/3/21
3762 38250 2/2/21 2/4/21
3763 39650 2/2/21 2/4/21
3744 44350 2/2/21 2/3/21
3747 45250 2/2/21 2/3/21
3756 50250 2/2/21 2/3/21
3779 50750 2/2/21 2/3/21
3780 50850 2/2/21 2/3/21
3757 52050 2/2/21 2/3/21
3781 58650 2/2/21 2/3/21
3749 77650 2/2/21 2/3/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 February 2021

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3767 15150 2/2/21 2/3/21
3808 18650 2/2/21 2/3/21
3797 23450 2/2/21 2/3/21
3754 24350 2/2/21 2/3/21
3769 3SC26 2/2/21 2/3/21
3772 31750 2/2/21 2/4/21
3773 31850 2/2/21 2/3/21
3774 32350 2/2/21 2/3/21
3760 33450 2/2/21 2/4/21
3761 33950 2/2/21 2/4/21
3775 37950 2/2/21 2/3/21
3762 38250 2/2/21 2/4/21
3763 39650 2/2/21 2/4/21
3744 44350 2/2/21 2/3/21
3747 45250 2/2/21 2/3/21
3756 50250 2/2/21 2/3/21
3779 50750 2/2/21 2/3/21
3780 50850 2/2/21 2/3/21
3757 52050 2/2/21 2/3/21
3781 58650 2/2/21 2/3/21
3749 77650 2/2/21 2/3/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 February 2021

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3767 15150 2/2/21 2/3/21
3808 18650 2/2/21 2/3/21
3797 23450 2/2/21 2/3/21
3754 24350 2/2/21 2/3/21
3769 3SC26 2/2/21 2/3/21
3772 31750 2/2/21 2/4/21
3773 31850 2/2/21 2/3/21
3774 32350 2/2/21 2/3/21
3760 33450 2/2/21 2/4/21
3761 33950 2/2/21 2/4/21
3775 37950 2/2/21 2/3/21
3762 38250 2/2/21 2/4/21
3763 39650 2/2/21 2/4/21
3744 44350 2/2/21 2/3/21
3747 45250 2/2/21 2/3/21
3756 50250 2/2/21 2/3/21
3779 50750 2/2/21 2/3/21
3780 50850 2/2/21 2/3/21
3757 52050 2/2/21 2/3/21
3781 58650 2/2/21 2/3/21
3749 77650 2/2/21 2/3/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 February 2021

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

3767 15150 2/2/21 2/3/21
3808 18650 2/2/21 2/3/21
3797 23450 2/2/21 2/3/21
3754 24350 2/2/21 2/3/21
3769 3SC26 2/2/21 2/3/21
3772 31750 2/2/21 2/4/21
3773 31850 2/2/21 2/3/21
3774 32350 2/2/21 2/3/21
3760 33450 2/2/21 2/4/21
3761 33950 2/2/21 2/4/21
3775 37950 2/2/21 2/3/21
3762 38250 2/2/21 2/4/21
3763 39650 2/2/21 2/4/21
3744 44350 2/2/21 2/3/21
3747 45250 2/2/21 2/3/21
3756 50250 2/2/21 2/3/21
3779 50750 2/2/21 2/3/21
3780 50850 2/2/21 2/3/21
3757 52050 2/2/21 2/3/21
3781 58650 2/2/21 2/3/21
3749 77650 2/2/21 2/3/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 February 2021

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.58 308
0.63 98
0.58 94
0.51 105
0.53 433
0.44 386
0.46 177
0.41 397
0.48 418
0.47 438
0.33 181
0.47 250
0.41 197
0.41 186
0.25 99
0.73 98
0.40 99
0.52 98
0.61 91
0.45 98
0.47 92

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

6643 1S07 3/2/21 3/3/21 32 4.1 < 1.0 < 1.0 36 0.68 100    

6696 1S03A 3/2/21 3/3/21 13 2.0 < 1.0 < 1.0 15 0.81 96    

6697 1S03B 3/2/21 3/3/21 22 3.0 < 1.0 < 1.0 25 0.70 100

6708 1SCL1 3/2/21 3/2/21 8.1 2.0 < 1.0 < 1.0 10 0.70 374    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

March 2021
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

6707 1SCH3 3/2/21 3/2/21 14 2.2 < 1.0 < 1.0 16 0.65 97    
6694 11750 3/2/21 3/3/21 15 4.9 1.1 < 1.0 21 0.48 362    
6642 16150 3/2/21 3/3/21 14 2.2 < 1.0 < 1.0 16 0.79 95    
6629 20150 3/2/21 3/3/21 29 3.7 < 1.0 < 1.0 32 0.57 99    
6630 20650 3/2/21 3/2/21 23 3.1 < 1.0 < 1.0 26 0.70 99    
6637 27350 3/2/21 3/3/21 25 3.1 < 1.0 < 1.0 28 0.57 98    
6703 3SC26 3/2/21 3/2/21 7.9 3.1 < 1.0 < 1.0 11 0.65 405    
6659 30550 3/2/21 3/2/21 33 4.2 < 1.0 < 1.0 38 0.34 101    
6660 31450 3/2/21 3/2/21 35 4.2 < 1.0 < 1.0 39 0.34 101    
6661 31550 3/2/21 3/2/21 35 4.3 < 1.0 < 1.0 40 0.34 100    
6700 33050 3/2/21 3/2/21 19 2.8 < 1.0 < 1.0 22 0.43 98    
6701 33850 3/2/21 3/2/21 20 2.9 < 1.0 < 1.0 23 0.30 98    
6675 36950 3/2/21 3/2/21 37 4.3 < 1.0 < 1.0 41 0.46 101    
6702 39950 3/2/21 3/2/21 21 2.9 < 1.0 < 1.0 24 0.43 98    
6678 40350 3/2/21 3/2/21 33 4.0 < 1.0 < 1.0 37 0.47 101    
6669 46250 3/2/21 3/2/21 25 3.3 < 1.0 < 1.0 28 0.39 98    
6670 47650 3/2/21 3/2/21 32 3.9 < 1.0 < 1.0 36 0.53 103    
6683 53550 3/2/21 3/3/21 25 3.1 < 1.0 < 1.0 28 0.59 98    
6685 59050 3/2/21 3/3/21 24 3.0 < 1.0 < 1.0 27 0.65 98    
6671 77750 3/2/21 3/2/21 26 3.3 < 1.0 < 1.0 29 0.20 97    
6672 79550 3/2/21 3/2/21 19 2.7 < 1.0 < 1.0 22 0.63 96    

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

March 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE

6643 1S07 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6696 1S03A 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6697 1S03B 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6708 1SCL1 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

March 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

(b) (a) (a) (a)

ALLYL 
CHLORIDE

METHYL 
ACETATE

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6643 1S07 3/2/21 3/3/21

6696 1S03A 3/2/21 3/3/21

6697 1S03B 3/2/21 3/3/21

6708 1SCL1 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2021

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.68 100

0.81 96

0.70 100

0.70 374

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

(a) (b) (b) (b)

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME

THANE 

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER 

1,1-
DICHLORO

ETHENE
ACETONE METHYL 

IODIDE
CARBON 

DISULFIDE 

6707 1SCH3 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6629 20150 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6630 20650 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6637 27350 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6642 16150 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6703 3SC26 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6659 30550 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6660 31450 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6661 31550 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6669 46250 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6670 47650 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6671 77750 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6672 79550 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6675 36950 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6678 40350 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6683 53550 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6685 59050 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6694 11750 3/2/21 3/3/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6700 33050 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6701 33850 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6702 39950 3/2/21 3/2/21 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

March 2021
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

(b) (a) (a) (a)

ALLYL 
CHLORIDE 

METHYL 
ACETATE 

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

(b) (b)

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE 

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 
ETHER 

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

(b)

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE 

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

(b)

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E 

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

(b)

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6707 1SCH3 3/2/21 3/2/21
6629 20150 3/2/21 3/3/21
6630 20650 3/2/21 3/2/21
6637 27350 3/2/21 3/3/21
6642 16150 3/2/21 3/3/21
6703 3SC26 3/2/21 3/2/21
6659 30550 3/2/21 3/2/21
6660 31450 3/2/21 3/2/21
6661 31550 3/2/21 3/2/21
6669 46250 3/2/21 3/2/21
6670 47650 3/2/21 3/2/21
6671 77750 3/2/21 3/2/21
6672 79550 3/2/21 3/2/21
6675 36950 3/2/21 3/2/21
6678 40350 3/2/21 3/2/21
6683 53550 3/2/21 3/3/21
6685 59050 3/2/21 3/3/21
6694 11750 3/2/21 3/3/21
6700 33050 3/2/21 3/2/21
6701 33850 3/2/21 3/2/21
6702 39950 3/2/21 3/2/21

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________

 March 2021

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.65 97
0.57 99
0.70 99
0.57 98
0.79 95
0.65 405
0.34 101
0.34 101
0.34 100
0.39 98
0.53 103
0.20 97
0.63 96
0.46 101
0.47 101
0.59 98
0.65 98
0.48 362
0.43 98
0.30 98
0.43 98

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

35799 1S07 12/3/19 12/3/19 20 2.8 < 1.0 < 1.0 23 0.78 86

35844 1SCH3 12/3/19 12/3/19 22 6.5 < 1.0 < 1.0 28 0.98 434

35845 1SCL1 12/3/19 12/3/19 20 5.8 < 1.0 < 1.0 26 1.12 431

35850 1S03A 12/3/19 12/3/19 16 2.4 < 1.0 < 1.0 19 0.90 86

35851 1S03B 12/3/19 12/3/19 27 3.5 < 1.0 < 1.0 31 0.87 92

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

December 2019

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpts_201912.xls\Entry Points THM page 1 of 16      



REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

35785 20150 12/3/19 12/4/19 29 4.0 < 1.0 < 1.0 33 0.66 94
35786 20650 12/3/19 12/4/19 25 3.4 < 1.0 < 1.0 29 0.70 93
35793 27350 12/3/19 12/3/19 24 3.1 < 1.0 < 1.0 27 0.37 90
35798 16150 12/3/19 12/3/19 23 3.0 < 1.0 < 1.0 26 0.78 87
35809 30550 12/3/19 12/4/19 39 5.4 < 1.0 < 1.0 45 0.70 132
35810 31450 12/3/19 12/4/19 37 4.9 < 1.0 < 1.0 42 0.76 119
35811 31550 12/3/19 12/4/19 30 4.1 < 1.0 < 1.0 34 0.69 105
35819 46250 12/3/19 12/4/19 26 3.8 < 1.0 < 1.0 30 0.52 93
35820 47650 12/3/19 12/4/19 36 4.5 < 1.0 < 1.0 40 1.00 101
35821 77750 12/3/19 12/4/19 35 4.7 < 1.0 < 1.0 40 0.08 96
35822 79550 12/3/19 12/4/19 22 3.1 < 1.0 < 1.0 25 0.69 87
35825 36950 12/3/19 12/3/19 40 4.9 < 1.0 < 1.0 45 0.39 124
35828 40350 12/3/19 12/3/19 32 4.2 < 1.0 < 1.0 36 0.59 114
35833 53550 12/3/19 12/4/19 27 3.4 < 1.0 < 1.0 31 0.60 91
35835 59050 12/3/19 12/4/19 25 3.3 < 1.0 < 1.0 28 0.71 87
35848 11750 12/3/19 12/3/19 47 11 1.2 < 1.0 59 0.28 424 Chloroform derived after a 2-fold dilution. 

35854 33050 12/3/19 12/3/19 34 4.3 < 1.0 < 1.0 39 0.85 133
35855 33850 12/3/19 12/3/19 39 5.4 < 1.0 < 1.0 45 0.60 151
35856 39950 12/3/19 12/3/19 33 4.6 < 1.0 < 1.0 38 0.74 130
35857 3SC26 12/3/19 12/3/19 27 7.3 < 1.0 < 1.0 35 0.95 436

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

December 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

35799 1S07 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

35844 1SCH3 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

35845 1SCL1 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

35850 1S03A 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

35851 1S03B 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

December 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35799 1S07 12/3/19 12/3/19

35844 1SCH3 12/3/19 12/3/19

35845 1SCL1 12/3/19 12/3/19

35850 1S03A 12/3/19 12/3/19

35851 1S03B 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35799 1S07 12/3/19 12/3/19

35844 1SCH3 12/3/19 12/3/19

35845 1SCL1 12/3/19 12/3/19

35850 1S03A 12/3/19 12/3/19

35851 1S03B 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35799 1S07 12/3/19 12/3/19

35844 1SCH3 12/3/19 12/3/19

35845 1SCL1 12/3/19 12/3/19

35850 1S03A 12/3/19 12/3/19

35851 1S03B 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35799 1S07 12/3/19 12/3/19

35844 1SCH3 12/3/19 12/3/19

35845 1SCL1 12/3/19 12/3/19

35850 1S03A 12/3/19 12/3/19

35851 1S03B 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35799 1S07 12/3/19 12/3/19

35844 1SCH3 12/3/19 12/3/19

35845 1SCL1 12/3/19 12/3/19

35850 1S03A 12/3/19 12/3/19

35851 1S03B 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35799 1S07 12/3/19 12/3/19

35844 1SCH3 12/3/19 12/3/19

35845 1SCL1 12/3/19 12/3/19

35850 1S03A 12/3/19 12/3/19

35851 1S03B 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 December 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.78 86

0.98 434

1.12 431

0.90 86

0.87 92

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

35785 20150 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35786 20650 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35793 27350 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35798 16150 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35809 30550 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35810 31450 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35811 31550 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35819 46250 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35820 47650 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35821 77750 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35822 79550 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35825 36950 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35828 40350 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35833 53550 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35835 59050 12/3/19 12/4/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35848 11750 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35854 33050 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35855 33850 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35856 39950 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
35857 3SC26 12/3/19 12/3/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

December 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35785 20150 12/3/19 12/4/19
35786 20650 12/3/19 12/4/19
35793 27350 12/3/19 12/3/19
35798 16150 12/3/19 12/3/19
35809 30550 12/3/19 12/4/19
35810 31450 12/3/19 12/4/19
35811 31550 12/3/19 12/4/19
35819 46250 12/3/19 12/4/19
35820 47650 12/3/19 12/4/19
35821 77750 12/3/19 12/4/19
35822 79550 12/3/19 12/4/19
35825 36950 12/3/19 12/3/19
35828 40350 12/3/19 12/3/19
35833 53550 12/3/19 12/4/19
35835 59050 12/3/19 12/4/19
35848 11750 12/3/19 12/3/19
35854 33050 12/3/19 12/3/19
35855 33850 12/3/19 12/3/19
35856 39950 12/3/19 12/3/19
35857 3SC26 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35785 20150 12/3/19 12/4/19
35786 20650 12/3/19 12/4/19
35793 27350 12/3/19 12/3/19
35798 16150 12/3/19 12/3/19
35809 30550 12/3/19 12/4/19
35810 31450 12/3/19 12/4/19
35811 31550 12/3/19 12/4/19
35819 46250 12/3/19 12/4/19
35820 47650 12/3/19 12/4/19
35821 77750 12/3/19 12/4/19
35822 79550 12/3/19 12/4/19
35825 36950 12/3/19 12/3/19
35828 40350 12/3/19 12/3/19
35833 53550 12/3/19 12/4/19
35835 59050 12/3/19 12/4/19
35848 11750 12/3/19 12/3/19
35854 33050 12/3/19 12/3/19
35855 33850 12/3/19 12/3/19
35856 39950 12/3/19 12/3/19
35857 3SC26 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35785 20150 12/3/19 12/4/19
35786 20650 12/3/19 12/4/19
35793 27350 12/3/19 12/3/19
35798 16150 12/3/19 12/3/19
35809 30550 12/3/19 12/4/19
35810 31450 12/3/19 12/4/19
35811 31550 12/3/19 12/4/19
35819 46250 12/3/19 12/4/19
35820 47650 12/3/19 12/4/19
35821 77750 12/3/19 12/4/19
35822 79550 12/3/19 12/4/19
35825 36950 12/3/19 12/3/19
35828 40350 12/3/19 12/3/19
35833 53550 12/3/19 12/4/19
35835 59050 12/3/19 12/4/19
35848 11750 12/3/19 12/3/19
35854 33050 12/3/19 12/3/19
35855 33850 12/3/19 12/3/19
35856 39950 12/3/19 12/3/19
35857 3SC26 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35785 20150 12/3/19 12/4/19
35786 20650 12/3/19 12/4/19
35793 27350 12/3/19 12/3/19
35798 16150 12/3/19 12/3/19
35809 30550 12/3/19 12/4/19
35810 31450 12/3/19 12/4/19
35811 31550 12/3/19 12/4/19
35819 46250 12/3/19 12/4/19
35820 47650 12/3/19 12/4/19
35821 77750 12/3/19 12/4/19
35822 79550 12/3/19 12/4/19
35825 36950 12/3/19 12/3/19
35828 40350 12/3/19 12/3/19
35833 53550 12/3/19 12/4/19
35835 59050 12/3/19 12/4/19
35848 11750 12/3/19 12/3/19
35854 33050 12/3/19 12/3/19
35855 33850 12/3/19 12/3/19
35856 39950 12/3/19 12/3/19
35857 3SC26 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35785 20150 12/3/19 12/4/19
35786 20650 12/3/19 12/4/19
35793 27350 12/3/19 12/3/19
35798 16150 12/3/19 12/3/19
35809 30550 12/3/19 12/4/19
35810 31450 12/3/19 12/4/19
35811 31550 12/3/19 12/4/19
35819 46250 12/3/19 12/4/19
35820 47650 12/3/19 12/4/19
35821 77750 12/3/19 12/4/19
35822 79550 12/3/19 12/4/19
35825 36950 12/3/19 12/3/19
35828 40350 12/3/19 12/3/19
35833 53550 12/3/19 12/4/19
35835 59050 12/3/19 12/4/19
35848 11750 12/3/19 12/3/19
35854 33050 12/3/19 12/3/19
35855 33850 12/3/19 12/3/19
35856 39950 12/3/19 12/3/19
35857 3SC26 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_&_VOC_Rpts_201912.xls\Dist VOC page 15 of 7



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

35785 20150 12/3/19 12/4/19
35786 20650 12/3/19 12/4/19
35793 27350 12/3/19 12/3/19
35798 16150 12/3/19 12/3/19
35809 30550 12/3/19 12/4/19
35810 31450 12/3/19 12/4/19
35811 31550 12/3/19 12/4/19
35819 46250 12/3/19 12/4/19
35820 47650 12/3/19 12/4/19
35821 77750 12/3/19 12/4/19
35822 79550 12/3/19 12/4/19
35825 36950 12/3/19 12/3/19
35828 40350 12/3/19 12/3/19
35833 53550 12/3/19 12/4/19
35835 59050 12/3/19 12/4/19
35848 11750 12/3/19 12/3/19
35854 33050 12/3/19 12/3/19
35855 33850 12/3/19 12/3/19
35856 39950 12/3/19 12/3/19
35857 3SC26 12/3/19 12/3/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 December 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.66 94
0.70 93
0.37 90
0.78 87
0.70 132
0.76 119
0.69 105
0.52 93
1.00 101
0.08 96
0.69 87
0.39 124
0.59 114
0.60 91
0.71 87
0.28 424
0.85 133
0.60 151
0.74 130
0.95 436

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

131 1SCH3 1/2/19 1/8/19 18 4.6 < 1.0 < 1.0 23 0.64 444

132 1SCL1 1/2/19 1/8/19 19 4.5 < 1.0 < 1.0 23 0.93 448

137 1S03A 1/2/19 1/8/19 15 2.0 < 1.0 < 1.0 17 0.89 99.6

138 1S03B 1/2/19 1/8/19 26 2.9 < 1.0 < 1.0 29 0.76 104

182 1S07 1/2/19 1/8/19 22 2.6 < 1.0 < 1.0 25 0.77 103

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

January 2019
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

113 31650 1/2/19 1/8/19 38 5.7 < 1.0 < 1.0 44 0.31 233
114 33550 1/2/19 1/8/19 36 5.5 < 1.0 < 1.0 42 0.25 234
115 37450 1/2/19 1/8/19 33 4.5 < 1.0 < 1.0 38 0.40 166
116 3SC26 1/2/19 1/8/19 27 6.5 < 1.0 < 1.0 33 0.64 449
121 51450 1/2/19 1/8/19 26 3.0 < 1.0 < 1.0 29 0.65 104
122 57750 1/2/19 1/8/19 28 3.1 < 1.0 < 1.0 31 0.81 104
135 10750 1/2/19 1/2/19 16 2.2 < 1.0 < 1.0 18 0.86 98.3
141 30150 1/2/19 1/8/19 36 4.8 < 1.0 < 1.0 41 0.36 191

142 31050 1/2/19 1/2/19 27 6.0 < 1.0 < 1.0 33 0.37 259
Chloroform derived after a 2-fold dilution. The relative percent 
difference (RPD) of chloroform between the original and diluted 
samples is greater than 20%.  Resampled on 1/22/19

143 31950 1/2/19 1/2/19 29 6.4 < 1.0 < 1.0 36 0.45 160
Chloroform derived after a 2-fold dilution. The relative percent 
difference (RPD) of chloroform between the original and diluted 
samples is greater than 20%.  Resampled on 1/22/19

144 35750 1/2/19 1/2/19 30 4.2 < 1.0 < 1.0 35 0.49 167
151 46150 1/2/19 1/2/19 29 3.3 < 1.0 < 1.0 32 0.63 104
152 47550 1/2/19 1/2/19 39 4.4 < 1.0 < 1.0 43 0.34 105
153 78150 1/2/19 1/2/19 30 3.5 < 1.0 < 1.0 33 0.73 102
168 21550 1/2/19 1/2/19 38 4.3 < 1.0 < 1.0 42 0.57 100
169 22950 1/2/19 1/2/19 34 3.7 < 1.0 < 1.0 37 0.58 102
176 22250 1/2/19 1/2/19 30 3.3 < 1.0 < 1.0 33 0.83 103
177 26850 1/2/19 1/8/19 34 3.5 < 1.0 < 1.0 37 0.68 105
189 44450 1/2/19 1/8/19 27 3.0 < 1.0 < 1.0 30 0.54 104
191 76150 1/2/19 1/8/19 24 2.6 < 1.0 < 1.0 26 0.71 102

2208 31050 1/22/19 1/23/19 24 3.5 < 1.0 < 1.0 27 0.41 267 Resample for THMs

2210 31950 1/22/19 1/23/19 22 3.5 < 1.0 < 1.0 26 0.43 256 Resample for THMs

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

January 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

131 1SCH3 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

132 1SCL1 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

137 1S03A 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

138 1S03B 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

182 1S07 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

January 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

131 1SCH3 1/2/19 1/8/19

132 1SCL1 1/2/19 1/8/19

137 1S03A 1/2/19 1/8/19

138 1S03B 1/2/19 1/8/19

182 1S07 1/2/19 1/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

131 1SCH3 1/2/19 1/8/19

132 1SCL1 1/2/19 1/8/19

137 1S03A 1/2/19 1/8/19

138 1S03B 1/2/19 1/8/19

182 1S07 1/2/19 1/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

131 1SCH3 1/2/19 1/8/19

132 1SCL1 1/2/19 1/8/19

137 1S03A 1/2/19 1/8/19

138 1S03B 1/2/19 1/8/19

182 1S07 1/2/19 1/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

131 1SCH3 1/2/19 1/8/19

132 1SCL1 1/2/19 1/8/19

137 1S03A 1/2/19 1/8/19

138 1S03B 1/2/19 1/8/19

182 1S07 1/2/19 1/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

131 1SCH3 1/2/19 1/8/19

132 1SCL1 1/2/19 1/8/19

137 1S03A 1/2/19 1/8/19

138 1S03B 1/2/19 1/8/19

182 1S07 1/2/19 1/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

131 1SCH3 1/2/19 1/8/19

132 1SCL1 1/2/19 1/8/19

137 1S03A 1/2/19 1/8/19

138 1S03B 1/2/19 1/8/19

182 1S07 1/2/19 1/8/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 January 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.64 444

0.93 448

0.89 99.6

0.76 104

0.77 103

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

113 31650 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
114 33550 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
115 37450 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
116 3SC26 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
121 51450 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
122 57750 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
135 10750 1/2/19 1/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
141 30150 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
142 31050 1/2/19 1/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
143 31950 1/2/19 1/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
144 35750 1/2/19 1/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
151 46150 1/2/19 1/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
152 47550 1/2/19 1/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
153 78150 1/2/19 1/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
168 21550 1/2/19 1/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
169 22950 1/2/19 1/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
176 22250 1/2/19 1/2/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
177 26850 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
189 44450 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
191 76150 1/2/19 1/8/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
2208 31050 1/22/19 1/23/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
2210 31950 1/22/19 1/23/19 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

January 2019
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

113 31650 1/2/19 1/8/19
114 33550 1/2/19 1/8/19
115 37450 1/2/19 1/8/19
116 3SC26 1/2/19 1/8/19
121 51450 1/2/19 1/8/19
122 57750 1/2/19 1/8/19
135 10750 1/2/19 1/2/19
141 30150 1/2/19 1/8/19
142 31050 1/2/19 1/2/19
143 31950 1/2/19 1/2/19
144 35750 1/2/19 1/2/19
151 46150 1/2/19 1/2/19
152 47550 1/2/19 1/2/19
153 78150 1/2/19 1/2/19
168 21550 1/2/19 1/2/19
169 22950 1/2/19 1/2/19
176 22250 1/2/19 1/2/19
177 26850 1/2/19 1/8/19
189 44450 1/2/19 1/8/19
191 76150 1/2/19 1/8/19
2208 31050 1/22/19 1/23/19
2210 31950 1/22/19 1/23/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2019

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

113 31650 1/2/19 1/8/19
114 33550 1/2/19 1/8/19
115 37450 1/2/19 1/8/19
116 3SC26 1/2/19 1/8/19
121 51450 1/2/19 1/8/19
122 57750 1/2/19 1/8/19
135 10750 1/2/19 1/2/19
141 30150 1/2/19 1/8/19
142 31050 1/2/19 1/2/19
143 31950 1/2/19 1/2/19
144 35750 1/2/19 1/2/19
151 46150 1/2/19 1/2/19
152 47550 1/2/19 1/2/19
153 78150 1/2/19 1/2/19
168 21550 1/2/19 1/2/19
169 22950 1/2/19 1/2/19
176 22250 1/2/19 1/2/19
177 26850 1/2/19 1/8/19
189 44450 1/2/19 1/8/19
191 76150 1/2/19 1/8/19
2208 31050 1/22/19 1/23/19
2210 31950 1/22/19 1/23/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2019

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

113 31650 1/2/19 1/8/19
114 33550 1/2/19 1/8/19
115 37450 1/2/19 1/8/19
116 3SC26 1/2/19 1/8/19
121 51450 1/2/19 1/8/19
122 57750 1/2/19 1/8/19
135 10750 1/2/19 1/2/19
141 30150 1/2/19 1/8/19
142 31050 1/2/19 1/2/19
143 31950 1/2/19 1/2/19
144 35750 1/2/19 1/2/19
151 46150 1/2/19 1/2/19
152 47550 1/2/19 1/2/19
153 78150 1/2/19 1/2/19
168 21550 1/2/19 1/2/19
169 22950 1/2/19 1/2/19
176 22250 1/2/19 1/2/19
177 26850 1/2/19 1/8/19
189 44450 1/2/19 1/8/19
191 76150 1/2/19 1/8/19
2208 31050 1/22/19 1/23/19
2210 31950 1/22/19 1/23/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2019

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

113 31650 1/2/19 1/8/19
114 33550 1/2/19 1/8/19
115 37450 1/2/19 1/8/19
116 3SC26 1/2/19 1/8/19
121 51450 1/2/19 1/8/19
122 57750 1/2/19 1/8/19
135 10750 1/2/19 1/2/19
141 30150 1/2/19 1/8/19
142 31050 1/2/19 1/2/19
143 31950 1/2/19 1/2/19
144 35750 1/2/19 1/2/19
151 46150 1/2/19 1/2/19
152 47550 1/2/19 1/2/19
153 78150 1/2/19 1/2/19
168 21550 1/2/19 1/2/19
169 22950 1/2/19 1/2/19
176 22250 1/2/19 1/2/19
177 26850 1/2/19 1/8/19
189 44450 1/2/19 1/8/19
191 76150 1/2/19 1/8/19
2208 31050 1/22/19 1/23/19
2210 31950 1/22/19 1/23/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2019

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

113 31650 1/2/19 1/8/19
114 33550 1/2/19 1/8/19
115 37450 1/2/19 1/8/19
116 3SC26 1/2/19 1/8/19
121 51450 1/2/19 1/8/19
122 57750 1/2/19 1/8/19
135 10750 1/2/19 1/2/19
141 30150 1/2/19 1/8/19
142 31050 1/2/19 1/2/19
143 31950 1/2/19 1/2/19
144 35750 1/2/19 1/2/19
151 46150 1/2/19 1/2/19
152 47550 1/2/19 1/2/19
153 78150 1/2/19 1/2/19
168 21550 1/2/19 1/2/19
169 22950 1/2/19 1/2/19
176 22250 1/2/19 1/2/19
177 26850 1/2/19 1/8/19
189 44450 1/2/19 1/8/19
191 76150 1/2/19 1/8/19
2208 31050 1/22/19 1/23/19
2210 31950 1/22/19 1/23/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2019

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

113 31650 1/2/19 1/8/19
114 33550 1/2/19 1/8/19
115 37450 1/2/19 1/8/19
116 3SC26 1/2/19 1/8/19
121 51450 1/2/19 1/8/19
122 57750 1/2/19 1/8/19
135 10750 1/2/19 1/2/19
141 30150 1/2/19 1/8/19
142 31050 1/2/19 1/2/19
143 31950 1/2/19 1/2/19
144 35750 1/2/19 1/2/19
151 46150 1/2/19 1/2/19
152 47550 1/2/19 1/2/19
153 78150 1/2/19 1/2/19
168 21550 1/2/19 1/2/19
169 22950 1/2/19 1/2/19
176 22250 1/2/19 1/2/19
177 26850 1/2/19 1/8/19
189 44450 1/2/19 1/8/19
191 76150 1/2/19 1/8/19
2208 31050 1/22/19 1/23/19
2210 31950 1/22/19 1/23/19

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 January 2019

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.31 233 Dup RPD outside limits for t-butyl alcohol.
0.25 234
0.40 166 Associated LFM1 failed for bromomethane and styrene. 
0.64 449
0.65 104
0.81 104
0.86 98.3 Associated LCAL failed for t-butyl alcohol.
0.36 191
0.37 259 Associated LCAL failed for t-butyl alcohol.
0.45 160 Associated LCAL failed for t-butyl alcohol.
0.49 167 Associated LCAL failed for t-butyl alcohol.
0.63 104 Associated LCAL failed for t-butyl alcohol.
0.34 105 Associated LCAL failed for t-butyl alcohol.
0.73 102 Associated LCAL failed for t-butyl alcohol.
0.57 100 Associated LCAL failed for t-butyl alcohol.
0.58 102 Associated LCAL failed for t-butyl alcohol.
0.83 103 Associated LCAL failed for t-butyl alcohol.
0.68 105
0.54 104
0.71 102
0.41 267 Resample for THMs
0.43 256 Resample for THMs

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL 

* (mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

6507 1S07 3/3/20 3/3/20 16 2.7 < 1.0 < 1.0 18 0.62 112

6557 1S03A 3/3/20 3/3/20 11 2.0 < 1.0 < 1.0 13 0.86 112

6558 1S03B 3/3/20 3/3/20 23 3.4 < 1.0 < 1.0 27 0.64 112

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

All wells offline, no sample collected

Analyst________________________ Supervisor________________________ Director ____________________________

 Date________________________ Date________________________ Date ____________________________

March 2020
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REPORT

NEW YORK CITY DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LABORATORY (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION TRIHALOMETHANES (THMs) - µg/L

SAMPLE 
NUMBER

SITE / 
INDEX 

NUMBER
COLLECT 

DATE
ANALYSIS 

DATE
CHLORO-

FORM

BROMO-
DICHLORO-
METHANE

CHLORO-
DIBROMO-
METHANE

BROMO-
FORM

TOTAL 
THMs  

(TTHM)

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCTANCE 

** (µs/cm) Comments

6551 1SCH3 3/3/20 3/3/20 14 2.4 < 1.0 < 1.0 16 0.59 114
6552 1SCL1 3/3/20 3/3/20 14 2.3 < 1.0 < 1.0 16 0.68 112
6555 11750 3/3/20 3/3/20 27 3.6 < 1.0 < 1.0 30 0.41 116
6506 16150 3/3/20 3/3/20 12 2.4 < 1.0 < 1.0 15 0.61 112
6493 20150 3/3/20 3/3/20 22 3.3 < 1.0 < 1.0 26 0.62 115
6494 20650 3/3/20 3/3/20 20 3.0 < 1.0 < 1.0 23 0.60 116
6501 27350 3/3/20 3/3/20 21 3.3 < 1.0 < 1.0 24 0.44 113
6564 3SC26 3/3/20 3/3/20 22 3.4 < 1.0 < 1.0 25 0.63 115
6517 30550 3/3/20 3/3/20 13 2.0 < 1.0 < 1.0 15 0.34 115
6518 31450 3/3/20 3/3/20 19 3.1 < 1.0 < 1.0 22 0.48 114
6519 31550 3/3/20 3/3/20 25 3.7 < 1.0 < 1.0 29 0.60 114
6561 33050 3/3/20 3/3/20 19 3.2 < 1.0 < 1.0 23 0.53 113
6562 33850 3/3/20 3/3/20 22 3.4 < 1.0 < 1.0 25 0.46 115
6533 36950 3/3/20 3/3/20 24 3.4 < 1.0 < 1.0 27 0.34 113
6563 39950 3/3/20 3/3/20 20 3.3 < 1.0 < 1.0 24 0.48 111
6536 40350 3/3/20 3/3/20 12 2.3 < 1.0 < 1.0 15 0.69 112
6527 46250 3/3/20 3/3/20 23 3.4 < 1.0 < 1.0 26 0.29 113
6528 47650 3/3/20 3/3/20 35 4.3 < 1.0 < 1.0 39 0.66 109
6541 53550 3/3/20 3/3/20 16 2.8 < 1.0 < 1.0 19 0.60 114
6543 59050 3/3/20 3/3/20 16 2.7 < 1.0 < 1.0 19 0.68 113
6529 77750 3/3/20 3/3/20 23 3.5 < 1.0 < 1.0 27 0.14 112
6530 79550 3/3/20 3/3/20 19 2.9 < 1.0 < 1.0 21 0.46 114

EPA Method 524.3 * Hach DPD Method (analyte is not ELAP certified)
All reported trihalomethanes are ELAP certified ** Method SM 2510 B

Analyst _______________________ Supervisor________________________ Director ____________________________

 Date _______________________ Date________________________ Date ____________________________

March 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

6507 1S07 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6557 1S03A 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

6558 1S03B 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________
 

March 2020
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6507 1S07 3/3/20 3/3/20

6557 1S03A 3/3/20 3/3/20

6558 1S03B 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6507 1S07 3/3/20 3/3/20

6557 1S03A 3/3/20 3/3/20

6558 1S03B 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_VOC_Rpt_202003.xls\Entry Points VOC page 5 of 16      



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6507 1S07 3/3/20 3/3/20

6557 1S03A 3/3/20 3/3/20

6558 1S03B 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6507 1S07 3/3/20 3/3/20

6557 1S03A 3/3/20 3/3/20

6558 1S03B 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6507 1S07 3/3/20 3/3/20

6557 1S03A 3/3/20 3/3/20

6558 1S03B 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPTHALE
NE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

ENTRY POINT VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6507 1S07 3/3/20 3/3/20

6557 1S03A 3/3/20 3/3/20

6558 1S03B 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected

Analyst ____________________

Date ______________________
 

 March 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.62 112 Associated LFM1 failed for 1,3-butadiene, 1-Chlorobutane and hexachloroethane. 

0.86 112

0.64 112

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

All wells offline, no sample collected

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

DICHLORO
DIFLUORO
METHANE

CHLORODI
FLUOROME
THANE (a)

CHLOROM
ETHANE

VINYL 
CHLORIDE

1,3-
BUTADIENE

BROMOME
THANE

TRICHLOR
OFLUORO
METHANE

DIETHYL 
ETHER (b)

1,1-
DICHLORO

ETHENE

ACETONE 
(b)

METHYL 
IODIDE

CARBON 
DISULFIDE 

(b)

6551 1SCH3 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6552 1SCL1 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6555 11750 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6506 16150 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6493 20150 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6494 20650 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6501 27350 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6564 3SC26 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6517 30550 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6518 31450 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6519 31550 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6561 33050 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6562 33850 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6533 36950 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6563 39950 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6536 40350 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6527 46250 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6528 47650 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6541 53550 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6543 59050 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6529 77750 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5
6530 79550 3/3/20 3/3/20 < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 10 < 0.5 < 0.5

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________ Supervisor ____________________ Director _______________________

Date _______________________ Date __________________________ Date __________________________

March 2020

K:\NYS-OGS.1087799\1940100272.C15-Nassau-County-Wa\N-D\DBP REPORTS\NYC_TTHM_VOC_Rpt_202003.xls\Dist VOC page 10 of 7



 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6551 1SCH3 3/3/20 3/3/20
6552 1SCL1 3/3/20 3/3/20
6555 11750 3/3/20 3/3/20
6506 16150 3/3/20 3/3/20
6493 20150 3/3/20 3/3/20
6494 20650 3/3/20 3/3/20
6501 27350 3/3/20 3/3/20
6564 3SC26 3/3/20 3/3/20
6517 30550 3/3/20 3/3/20
6518 31450 3/3/20 3/3/20
6519 31550 3/3/20 3/3/20
6561 33050 3/3/20 3/3/20
6562 33850 3/3/20 3/3/20
6533 36950 3/3/20 3/3/20
6563 39950 3/3/20 3/3/20
6536 40350 3/3/20 3/3/20
6527 46250 3/3/20 3/3/20
6528 47650 3/3/20 3/3/20
6541 53550 3/3/20 3/3/20
6543 59050 3/3/20 3/3/20
6529 77750 3/3/20 3/3/20
6530 79550 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2020

ALLYL 
CHLORIDE 

(b)

METHYL 
ACETATE 

(a)

METHYLEN
E 

CHLORIDE

t-BUTYL  
ALCOHOL 

(a)

TRANS-1,2-
DICHLORO

ETHENE

METHYL t-
BUTYL 
ETHER

1,1-
DICHLORO

ETHANE

DIISOPROP
YL ETHER

t-BUTYL 
ETHYL 
ETHER

CIS-1, 2-
DICHLORO

ETHENE

BROMOCH
LOROMETH

ANE

TETRAHYD
ROFURAN 

(a)

< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND
< 0.5 ND < 0.5 ND < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 ND

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6551 1SCH3 3/3/20 3/3/20
6552 1SCL1 3/3/20 3/3/20
6555 11750 3/3/20 3/3/20
6506 16150 3/3/20 3/3/20
6493 20150 3/3/20 3/3/20
6494 20650 3/3/20 3/3/20
6501 27350 3/3/20 3/3/20
6564 3SC26 3/3/20 3/3/20
6517 30550 3/3/20 3/3/20
6518 31450 3/3/20 3/3/20
6519 31550 3/3/20 3/3/20
6561 33050 3/3/20 3/3/20
6562 33850 3/3/20 3/3/20
6533 36950 3/3/20 3/3/20
6563 39950 3/3/20 3/3/20
6536 40350 3/3/20 3/3/20
6527 46250 3/3/20 3/3/20
6528 47650 3/3/20 3/3/20
6541 53550 3/3/20 3/3/20
6543 59050 3/3/20 3/3/20
6529 77750 3/3/20 3/3/20
6530 79550 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2020

1, 1, 1-
TRICHLOR
OETHANE

1-
CHLOROBU

TANE (b)

CARBON 
TETRACHL

ORIDE

1,1-
DICHLORO
PROPENE

BENZENE
1,2-

DICHLORO
ETHANE

t-AMYL 
METHYL 
ETHER

TRICHLOR
OETHENE

1, 2-
DICHLORO
PROPANE

t-AMYL 
ETHYL 

ETHER (b)

DIBROMOM
ETHANE

CIS-1, 3-
DICHLORO
PROPENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director ______________________

Date __________________________ Date _________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6551 1SCH3 3/3/20 3/3/20
6552 1SCL1 3/3/20 3/3/20
6555 11750 3/3/20 3/3/20
6506 16150 3/3/20 3/3/20
6493 20150 3/3/20 3/3/20
6494 20650 3/3/20 3/3/20
6501 27350 3/3/20 3/3/20
6564 3SC26 3/3/20 3/3/20
6517 30550 3/3/20 3/3/20
6518 31450 3/3/20 3/3/20
6519 31550 3/3/20 3/3/20
6561 33050 3/3/20 3/3/20
6562 33850 3/3/20 3/3/20
6533 36950 3/3/20 3/3/20
6563 39950 3/3/20 3/3/20
6536 40350 3/3/20 3/3/20
6527 46250 3/3/20 3/3/20
6528 47650 3/3/20 3/3/20
6541 53550 3/3/20 3/3/20
6543 59050 3/3/20 3/3/20
6529 77750 3/3/20 3/3/20
6530 79550 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2020

TOLUENE
TRANS-1,3-
DICHLORO
PROPENE

ETHYL 
METHACRY

LATE (b)

1, 1, 2-
TRICHLOR
OETHANE

TETRACHL
OROETHEN

E

1, 3-
DICHLORO
PROPANE

CHLOROBE
NZENE

1,1,1,2-
TETRACHL
OROETHAN

E

ETHYL 
BENZENE

M,P-
XYLENE o-XYLENE STYRENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 1.0 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6551 1SCH3 3/3/20 3/3/20
6552 1SCL1 3/3/20 3/3/20
6555 11750 3/3/20 3/3/20
6506 16150 3/3/20 3/3/20
6493 20150 3/3/20 3/3/20
6494 20650 3/3/20 3/3/20
6501 27350 3/3/20 3/3/20
6564 3SC26 3/3/20 3/3/20
6517 30550 3/3/20 3/3/20
6518 31450 3/3/20 3/3/20
6519 31550 3/3/20 3/3/20
6561 33050 3/3/20 3/3/20
6562 33850 3/3/20 3/3/20
6533 36950 3/3/20 3/3/20
6563 39950 3/3/20 3/3/20
6536 40350 3/3/20 3/3/20
6527 46250 3/3/20 3/3/20
6528 47650 3/3/20 3/3/20
6541 53550 3/3/20 3/3/20
6543 59050 3/3/20 3/3/20
6529 77750 3/3/20 3/3/20
6530 79550 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2020

ISOPROPY
LBENZENE

BROMOBE
NZENE

1,1,2,2-
TETRACHL
OROETHAN

E

1,2,3-
TRICHLOR

OPROPANE

PROPYL 
BENZENE

2-
CHLOROTO

LUENE

4-
CHLOROTO

LUENE

1,3,5-
TRIMETHYL
BENZENE

TERT-
BUTYLBEN

ZENE

PENTACHL
OROETHAN

E (b)

1,2,4-
TRIMETHYL
BENZENE

SEC-
BUTYLBEN

ZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

Supervisor ____________________ Director _______________________

Date __________________________ Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6551 1SCH3 3/3/20 3/3/20
6552 1SCL1 3/3/20 3/3/20
6555 11750 3/3/20 3/3/20
6506 16150 3/3/20 3/3/20
6493 20150 3/3/20 3/3/20
6494 20650 3/3/20 3/3/20
6501 27350 3/3/20 3/3/20
6564 3SC26 3/3/20 3/3/20
6517 30550 3/3/20 3/3/20
6518 31450 3/3/20 3/3/20
6519 31550 3/3/20 3/3/20
6561 33050 3/3/20 3/3/20
6562 33850 3/3/20 3/3/20
6533 36950 3/3/20 3/3/20
6563 39950 3/3/20 3/3/20
6536 40350 3/3/20 3/3/20
6527 46250 3/3/20 3/3/20
6528 47650 3/3/20 3/3/20
6541 53550 3/3/20 3/3/20
6543 59050 3/3/20 3/3/20
6529 77750 3/3/20 3/3/20
6530 79550 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2020

1,3-
DICHLORO
BENZENE

4-
ISOPROPY
LTOLUENE

1,4-
DICHLORO
BENZENE

1,2-
DICHLORO
BENZENE

BUTYLBEN
ZENE

HEXACHLO
ROETHANE 

(b)

1,2,4-
TRICHLOR
OBENZENE

HEXACHLO
ROBUTADI

ENE

NAPHTHAL
ENE

1,2,3-
TRICHLOR
OBENZENE

< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5
< 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5 < 0.5

              Supervisor ____________________                    Director _______________________

              Date __________________________                    Date __________________________
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 REPORT

NYC DEPT OF ENVIRONMENTAL PROTECTION
BUREAU OF WATER SUPPLY DISTRIBUTION LAB (NYSDOH ELAP #10770; USEPA #NY01351)

DISTRIBUTION VOLATILE ORGANIC CONTAMINANTS (VOCs) - µg/L

SAMPLE 
NUMBER

SITE/INDEX
 NUMBER

COLLECT
 DATE

ANALYSIS 
DATE

6551 1SCH3 3/3/20 3/3/20
6552 1SCL1 3/3/20 3/3/20
6555 11750 3/3/20 3/3/20
6506 16150 3/3/20 3/3/20
6493 20150 3/3/20 3/3/20
6494 20650 3/3/20 3/3/20
6501 27350 3/3/20 3/3/20
6564 3SC26 3/3/20 3/3/20
6517 30550 3/3/20 3/3/20
6518 31450 3/3/20 3/3/20
6519 31550 3/3/20 3/3/20
6561 33050 3/3/20 3/3/20
6562 33850 3/3/20 3/3/20
6533 36950 3/3/20 3/3/20
6563 39950 3/3/20 3/3/20
6536 40350 3/3/20 3/3/20
6527 46250 3/3/20 3/3/20
6528 47650 3/3/20 3/3/20
6541 53550 3/3/20 3/3/20
6543 59050 3/3/20 3/3/20
6529 77750 3/3/20 3/3/20
6530 79550 3/3/20 3/3/20

EPA Method 524.3
All analytes are ELAP certified, except those 
  with annotation (a) or (b)
(a): qualitative 
(b): not ELAP certifiable
ND: not detected; D: detected

Analyst ____________________

Date ______________________

 March 2020

FREE 
CHLORINE 
RESIDUAL * 

(mg/L)

SPECIFIC 
CONDUCT-

ANCE ** 
(µS/cm) Comments

0.59 114
0.68 112
0.41 116
0.61 112
0.62 115
0.60 116
0.44 113
0.63 115
0.34 115
0.48 114
0.60 114
0.53 113
0.46 115
0.34 113
0.48 111
0.69 112 Associated LFM1 failed for 1,3-butadiene.
0.29 113
0.66 109
0.60 114
0.68 113
0.14 112
0.46 114

* Hach DPD Method (analyte is not ELAP certified)
** Method SM 2510 B

Supervisor ____________________                         Director _______________________

Date __________________________                         Date __________________________
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